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ADVERTENCIA

Una conexion incorrecta de este instrumento puede producir la muerte, lesiones gravesy riesgo de
incendio. Leay entienda este manual antes de conectar. Observe todas las instrucciones de instalacion y
operacion durante el uso de este instrumento.

La conexion de este instrumento debe ser hecha de acuerdo con las normas del Codigo Eléctrico Nacional
(ANSI/NFPA 70-2005) de EE. UU., ademas de cualquier otra norma de seguridad correspondiente a su
establecimiento.

Lainstalacién, operacién y mantenimiento de este instrumento debe ser realizada por personal calificado
solamente. ElI Cédigo Eléctrico Nacional define a una persona calificada como "una que esté familiarizada
con laconstruccion y operacion del equipo y con los riesgos involucrados.”

AVERTISSEMENT

Si I'instrument est mal connecté, la mort, des blessures graves, ou un danger d'incendie peuvent sen
suivre. Lisez attentivement ce manuel avant de connecter I'instrument. Lorsque vous utilisez I'instrument,
suivez toutes les instructions d'installation et de service.

Cet instrument doit étre connecté conformément au National Electrical Code (ANSI/NFPA 70-2005) des
Etats-Unis et atoutes les exigences de sécurité applicables a votre installation.

Cet instrument doit étre installé, utilisé et entretenu uniquement par un personnel qualifié. Selon le
National Electrical Code, une personne est qualifiée si "elle connait bien la construction et I'utilisation de
I'équipement, ainsi que les dangers que celaimplique’.

WARNUNG

Der falsche AnschluR3 dieses Gerétes kann Tod, schwere Verletzungen oder Feuer verursachen. Bevor Sie
dieses Instrument anschlief3en, missen Sie die Anleitung lesen und verstanden haben. Bei der
Verwendung dieses Instruments miissen alle Install ation- und Betriebsanwei sungen beachtet werden.

Der AnschluR dieses Instruments muR in Ubereinstimmung mit den nationalen Bestimmungen fur
Elektrizitat (ANSI/NFPA 70-2005) der Vereinigten Staaten, sowie allen weiteren, in lhrem Fall
anwendbaren Sicherheitsbestimmungen, vorgenommen werden.

Installation, Betrieb und Wartung dieses Instruments dirfen nur von Fachpersonal durchgefiihrt werden.
In dem nationalen Bestimmungen fir Elektrizitét wird ein Fachmann al's eine Person bezeichnet, welche
"mit der Bauweise und dem Betrieb des Gerates sowie den dazugehtrigen Gefahren vertraut ist."




Safety Summary

Definitions WARNING statements inform the user that certain conditions or practices could result
inloss of life or physical harm.

CAUTION statements identify conditions or practices that could harm the PowerVisa,
its data, other equipment, or property.

NOTE statements call attention to specific information.

Symbols The following International Electrotechnical Commission (IEC) symbols are marked
on the top and rear panel in theimmediate vicinity of the referenced terminal or device:

| Caution, refer to accompanying documents (this manual).
E— Direct current (DC) operation of the terminal or device.

D Power Switch

Definiciones Las ADVERTENCIAS informan al usuario de ciertas condiciones o practicas que
podrian producir lesiones mortales o dafio fisico.

Las PRECAUCIONES identifican condiciones o précticas que podrian dafar la
PowerVisa, sus datos, otros equipos o propiedad.

Las NOTAS llaman la atencién hacia lainformacion especifica.

Simbolos Los siguientes simbolos de la Comision Internacional Electrotécnica (IEC) aparecen
marcados en el panel superior y €l posterior inmediatos al terminal o dispositivo en
referencia:

| Precaucion, consulte los documentos adjuntos (este manual).

E— Operacién de corriente continua (CC) del terminal o dispositivo.

D Interruptor de encendido

Continued on next page




Safety Summary, Continued

Définitions

Symboles

Definitionen

Symbole

Lesmessages ' AVERTISSEMENT préviennent I’ utilisateur que certaines conditions
ou pratiques pourraient entrainer la mort ou des |ésions corporelles.

Les messages de MISE EN GARDE signalent des conditions ou pratiques susceptibles
d’endommager “PowerVisa’, ses données, d' autres égquipements ou biens matériels.

Les messages NOTA attirent I’ attention sur certains renseignements spécifiques.

L es symbol es suivants de la Commission é ectrotechnique international e (CEI) figurent
sur le panneau arriére supérieur situé a proximité du terminal ou de I’ unité cité:

i Mise en garde, consultez les documents d’ accompagnement (ce manual).
E— Fonctionnement du terminal ou de I’ unité en courant continu (CC).

D Interrupteur de tension

WARNUNGEN informieren den Benutzer dariiber, dal3 bestimmte Bedingungen oder
Vorgehensweisen korperliche oder todliche Verletzungen zur Folge haben kénnen.

VORSICHTSHINWEISE kennzei chnen Bedingungen oder V orgehensweisen, die zu
einer Beschadigung von PowerVisa, seiner Daten oder anderer Geréte bzw. von
Eigentum flhren kénnen.

HINWEISE machen auf bestimmte Informationen aufmerksam.

Die folgenden Symbole der Internationalen Elektrotechnischen Kommission
(International Electrotechnical Commission; |EC) befinden sich auf der Abdeck- und
Seitenplatte unmittelbar am betreffenden Terminal oder Gerét.

i Vorsichtshinweis, siehe Begleitdokumente (dieses Handbuch).

E— Gleichstrombetrieb im Terminal oder Gerét.

D Netzschal ter

Continued on next page




Safety Summary, Continued

Safety
precautions

The following safety precautions must be followed whenever any type of voltage or
current connection is being made to the PowerVisa.

Wear proper Persona Protective Equipment, including safety glasses and insulated
gloves when making connections to power circulits.

Hands, shoes and floor must be dry when making any connection to a power line.
Before each use, inspect all cables for breaks or cracks in the insulation. Replace
immediately if defective.

Set the PowerVisa power switch to Off.

Before connecting to electric circuits to be monitored, open their related circuit
breakers or disconnects. DO NOT install any connection of the PowerVisato live
power lines.

Connections must be made to the PowerVisafirst, then connect to the circuit to be
monitored.

These safety precautions are repeated where appropriate throughout this manual.

Vi



Statements and Notices

Statement of
warranty

Statement of
reliability

Noticeregarding
FCC compliance

Noticeregarding
proprietary
rights

All products of Dranetz are warranted to the original purchaser against defective
material and workmanship for a period of one year from the date of delivery. Dranetz
will repair or replace, at its option, all defective equipment that is returned, freight
prepaid, during the warranty period. There will be no chargefor repair provided thereis
no evidence that the equipment has been mishandled or abused. Thiswarranty shall not
apply to any defects resulting from improper or inadequate maintenance, buyer-
supplied hardware/software interfacing, unauthorized modification or misuse of the
equipment, operation outside of environmental specifications, or improper site
preparation or maintenance.

The information in this manual has been reviewed and is believed to be entirely
reliable, however, no responsibility is assumed for any inaccuracies. All material isfor
informational purposes only and is subject to change without prior notice.

This device has been tested and found to comply with the limits for a Class A digital
device, pursuant to Part 15 of the FCC Rules. These limits are designed to provide
reasonabl e protection against harmful interference when the equipment is operated in a
commercia environment. This equipment generates, uses, and can radiate radio
frequency energy and, if not installed and used in accordance with the instruction
manual, may cause harmful interference to radio communications. Operation of this
equipment in aresidential areaislikely to cause harmful interference in which case the
user will be required to correct the interference at his’her own expense.

This publication contains information proprietary to Dranetz. By accepting and
using this manual, you agree that the information contained herein will be used solely
for the purpose of operating equipment of Dranetz.

Continued on next page
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Statements and Notices, Continued

Copyright

Trademarks

This publication is protected under the Copyright laws of the United States, Title 17 et
seg. No part of this publication may be reproduced, transmitted, transcribed, stored in a
retrieval system, or trandated into any language or computer language, in any form, by
any means, electronic, mechanical, magnetic, optical, chemical, manual, or otherwise,
without the prior written consent of Dranetz, 1000 New Durham Road, Edison,

New Jersey 08818.

Copyright © 2005 Dranetz
All Rights Reserved. Printed in the United States of America.

PowerVisa, Scope Mode, NodeLink and DranView are registered trademarks of
Dranetz.
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CHAPTER 1

Getting Started

The Dranetz PowerVisa™ is a portable, hand-held, eight-channel power quality
meter/monitor. This cutting-edge power quality instrument is designed with a color
liquid crystal display (LCD) 1/4 VGA, using touch screen technology. It can monitor,
record and display data on four voltage channels and four current channels
simultaneously.

The PowerVisais designed to meet both the IEEE 1159 and |EC 61000-4-30 Class A
standards for accuracy and measurement requirements. It can also monitor EN50160
compliance based on the EN (European) Standards. The statistical package called
Quality of Supply (QOS) is built into the PowerVisa, with monitoring and setup
protocols set to determine voltage measurement compliance required for EN50160
monitoring. European standard EN50160 requires that measurement parameters must
be within a specified percentage for 95% of the time.

The firmware for the PowerVisais contained on internal FLASH memory. It has an
operating system capabl e of performing multiple applications. When an updated
version of the firmwareis released, the user can upgrade the internal program by
putting the latest PowerVisa firmware program card in the appropriate slot of the
mainframe. See page 1-10 for instructions on how to upgrade the PowerVisa
firmwar e from a data card.

The PowerVisa firmware can monitor power quality phenomenafor troubleshooting
and/or compliance purposes. It can carry out long-term statistical studies to establish
performance baselines, and perform field-based equipment testing and evaluation for
commissioning and maintenance. The firmware integrates an intuitive instrument setup
procedure to ensure the capture of all relevant data for additional post process analysis,
report writing, and data archiving using other compatible Dranetz software
applications such as NodeL ink® and DranViewe.

This manual contains instructions for operating the Dranetz PowerVisa.

1-1



Overview, continued

In thischapter

The following topics are covered in this chapter.

Topic See Page
Unpacking the PowerVisa 1-3
Standard Accessories 1-4
PowerVisa Contrals, Indicators and Connectors 1-5
Upgrading Firmware from a Data Card 1-10
PowerVisa Features 1-12
Basic Operation 1-14




L CH 1/ Getting Started

Unpacking the PowerVisa

I ntroduction

Unpacking

Shipping
damage
inspection

Repacking for
return shipment

Return notice

For maximum protection against possible shipping damage, the PowerVisa has been
sealed in atwo-piece, plastic suspension pack, enclosed within a durable shipping
carton. After opening the carton, inspect the contents for possible shipping damage and
check the carton inventory.

Unpack the PowerVisa from the carton as follows:

Step Action
1 Remove any remaining literature inside the top of the carton.
2 Carefully remove the PowerVisa from its shipping carton.
3 Remove all accessories inside the carton. Check that all of the standard
accessories (see page 1-4) are included.

Visually inspect the PowerVisafor possible shipping damage. If any damage exists,
first notify and file an insurance claim with your carrier or underwriter or both. Then
notify Dranetz Customer Service Department of your intentionsto return the unit.
DO NOT return the PowerVisawithout prior instructions from Dranetz Customer
Service Department. Dranetz Customer Service Department can be reached at

(732) 287-3680 or 1-800-372-6832.

If the unit must be returned to Dranetz for service or repair, wrap the unit securely

in heavy packaging material and placein awell padded box or crate to prevent damage.
Do not return the PowerVisain an unpacked box. Dranetz will not be responsible

for damage incurred during transit due to inadequate packing on your part.

Notify Dranetz Customer Service of your intention of returning the unit. Do not
return the unit without prior instructions from Dranetz. Dranetz Customer
Service Department can be reached at (732) 287-3680 or 1-800-372-6832.

1-3



Standard Accessories L

Standard Accessories

Standarql
accessories

Optional
accessories

Batteries

Replaceable
parts

Calibration

The following table lists the PowerVisa's standard accessories.

Description Part Number
Cable Set 116042-G3
Easel 116038-G1
AC Adapter 117029-G1
*US Power Cord USSTDCORD (900744)
* European Power Cord EUROSTDCORD (115369-G2)
*United Kingdom Power Cord UKSTDCORD (115368-G2)
* Australian Power Cord AUSTDCORD (901347)
Notice: Charge Battery 899117

*User specified, one standard only.

Refer to Appendix A for the list of hardware and software optional accessories
available for use with PowerVisa.

Refer to Appendix C for the description and replacement of the batteries contained in
PowerVisa.

Refer to Appendix D for the user replaceable parts.

The recommended calibration interval for this unit is once every 12 months.

We recommend that you return the unit to the factory for calibration. If you decide to
do so, first contact the Dranetz Customer Service Department to obtain an
Authorization Number.

Telephone: (732) 287-3680 or 1-800-372-6832
FAX: (732) 248-9240

Fill out the Repair/Service Order form enclosed in the shipping carton and ship it along
with the unit to the Dranetz Repair Department. (If thisform is missing, ask the
Dranetz Customer Service Department for a replacement.)




I CH 1/ Getting Started

PowerVisa Controls, Indicators, and Connectors

Dimensions PowerVisais a self-contained, portable instrument weighing less than 4 pounds and
measuring 8" (20.3 cm) deep by 12" (30.5 cm) wide by 2.5" (6.4 cm) high. This section
identifies and describes the controls, indicators, and connectors on all panels of the
PowerVisa shown with rubber boot installed.

B T CH C T CH D
52 a2 52)
38 D 38
4 A 4 A
T N N T o

4
PN N =y

©
®
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Top View \ | m

Front View

Rear View

Bottom View
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PowerVisa Controls, Indicators, and Connectors, continued

Top and Side
views

Partstable

1-6

Thetop (circuit connection) view features the input voltage and current connectors.
The left side contains the optical interface port. The right side contains the AC adapter
input connector. Both sides have rings for attaching the supplied carrying strap. See
below for descriptions of the top and side connectors.

BEBEdEHEOHOEBEMNBA®R

f CH A 1T CH B 1T CH C 1= CH D !
0000 ©® 00O : ®
- - - NS
v s e rose I\ ooor s Froee /X s s e Ao
A

Function
CH A, + Differential Voltage Input Connector; color red.
CH A, - Differential Voltage Input Connector; color white.
CH A, PROBE, Current Input Connector.
CH B, + Differential Voltage Input Connector; color yellow.

CH B, - Differential Voltage Input Connector; color white.
CH B, PROBE, Current Input Connector.
CH C, + Differential Voltage Input Connector; color blue.

CH C, - Differential Voltage Input Connector; color white.
CH C, PROBE, Current Input Connector.
CH D, + Differential Voltage Input Connector; color grey.

CH D, - Differential Voltage Input Connector; color white.
CH D, PROBE, Current Input Connector.

Optical Serial Data Port

AC Adapter/Battery Charger Input Connector.
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Front view Thefront view primarily shows the color touch screen LCD. See below for descriptions
of the PowerVisafront panel.
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Partstable Part Function

Mainframe Protective Rubber Boot Enclosure

Liquid Crystal Display (LCD). Provides 3.75 x 4.75 inches display
consisting of 1/4 VGA size screen of text and graphic information. The
color LCD is equipped with touch screen technology, operable using the
finger and/or PDA stylus. Touch screen display permits menu selection,
alphanumeric data entry, and has a compact fluorescent (CCFL)
backlighting that is always on for low light level viewing.

The following are some basic care instructions for the LCD monitor:

» Use and store the unit within the specified temperature and humidity
range. The LCD screen may be adversely affected by exposure to high
temperature or humidity. Condensation or moisture produced by
sudden temperature changes may also damage the LCD screen. Clean
any moisture from surface immediately.

 Be careful when cleaning or removing stains on the LCD surface.
Gently wipe the surface with a soft cloth or cotton pad. 1sopropy!
alcohol may be used, but make sure that all solvent residue is removed.

» Do not apply excessive force to the LCD surface. The LCD screen
contains sensitive electronic components that may be damaged due to
strong impact.
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PowerVisa Controls, Indicators, and Connectors, continued

Bottom view

Partstable

1-8

The bottom view features two slots. Either slot can be used to hold the data card.
NOTE: Use only one card slot (one data card) at atime. The additional slot will be used
for future communications options.

The bottom also features LED indicators and the On/Off power button. See below for
descriptions of the dots, indicators, and button.

BEOdH O

Part

Function

Slot 1. Holds and connects data card to internal circuitry. Data card worksin
either Slot 1 or Slot 2. Eject data card by pushing data card release.

Slot 2. Holds and connects data card to internal circuitry. Data card worksin
either Slot 1 or Slot 2. Eject data card by pushing data card release.
NOTE: This additional slot will be used for future options.

Battery Charge Indicator. LED will light steadily while battery is fast
charging and blink when fully charged.

Status Indicator. LED will light steadily when abnormal condition is detected.
The unit is operating normally when light is off.

Power Indicator. LED will blink in aheartbeat fashion (once per second) when
the unit is operating normally.

On/Off Power Button. Push for on, push for off.
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Rear view Therear view shows the battery compartment and the easel studs to mount the unit to
desired angular position for use on aflat surface or to hang from a panel.

EASEL
MOUNTING STUDS

/1\ DO NOT CONNECT OR DISCONNECT INPUT GABLES UNTIL ALL POYER IS DE~ENERGIZED TO ALL cm%w&

A\ cauTioN
REOVAL OF FEAR PAVEL WAY RESULT IN SHOGK
ERor WEetR o U SERVcE PeesoieL,

BATTERY "
PACK

A\WARNING

T0 A0 THE RISK OF ELECTRCAL SHOCK, ALL
TEAADITS io FOVER.BLES WSt B8

BEEOMELTD SErore DPAG e BaTeRy

REPLACE WITH DRANETZ TYPE BATTERY PACK ONLY.
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Upgrading Firmware from a Data Card

Upgrading Firmware from a Data Card

PowerVisa
firmwareweb
upgrade

Users can upgrade the PowerVisainternal program by downloading the latest
firmware update release from the web and installing it into the PowerVisa
internal memory. Refer to the instructions below on how to upgrade the
PowerVisafirmware.

Firmwar e upgrades for the PowerVisa can be downloaded from the Dranetz
website. Log on to www.dranetz.com for thelatest information on

Power Visa firmwar e update r eleases.

Copy firmware The procedure below specifies how to download the latest PowerVisa firmware from
program in data the web and copy it into a data card.

card

1-10

Step

Action

1

Locate the latest version of the firmware upgrade (in data file format
“hostcode.bin”) from the Dranetz website www.dranetz.com.
Dranetz regularly posts the latest information and instructions
regarding PowerVisa firmware upgrade rel eases.

Format the Compact Flash data card using the Memory Card optionsin
PowerVisa. The card must be formatted before it can be written to. Refer
to Chapter 5 Start Menu - Site Name/Memory Card on page

5-21 for instructions on how to format data card.

NOTE: All data and setups stored in card will be lost when you format
the data card. Copy any files that you want to save to a computer first
before formatting card.

Insert the Compact Flash data card into the appropriate slot in the
computer. If the computer does not accommodate a Compact Flash card
inits native format, use a compatible PC card adapter to be able to read/
write datainto the card.

Download and copy the latest version of the PowerVisafirmware
upgrade program (data file “ hostcode.bin™) from the Dranetz
website to the data card.

Refer to page 1-11 for instructions on how to install the data card
containing the latest firmware upgrade to the PowerVisa.
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Install datacard The procedure below specifies how to install the data card containing the latest
toPowerVisa  firmware upgrade to the PowerVisa

Step

Action

1

Make sure that the unit is off. If not, press the PowerVisa On/Off power
button to turn unit off.

Remove the data card from its protective holder and check that the plug
end of card is clean and free of any obstruction.

NOTE: If plug end of card isdirty, clean with static-free, dry, low
pressure air to remove any foreign material causing obstruction of the
plug holes.

At the bottom of the unit, position the data card with the label facing up
and the plug end facing the top slot (Data Card Slot 1). Make sure that
there are no other cards in the unit except for the data card.

Insert the card fully into the top slot (Data Card Slot 1) until resistanceis
felt, then press firmly until the card engagement isfelt.

NOTE: Do not force the card further into the slot if no card engagement is
felt. Remove card and check if thereisforeign object on or in the plug end
of the card. Remove any obstruction. Reinsert program card and repeat
card engagement. If card cannot be engaged, STOP all further action and
call Dranetz Technical Support at 1-800-372-6832 for assistance.

Turn the unit on by pushing the on/off button. The loader should display
“Booting from program card” . If not, call Dranetz Technical Support
for assistance.

The instrument will prompt the user to verify whether or not to upgrade
the firmware. Press Y es and the upgrade procedure will commence. Do
not turn the power off nor remove the data card while firmware upgradeis
in progress.

If no errors were detected, awindow displaying “Installation Complete”
will pop up. Remove the data card from the unit.
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PowerVisa Features _

PowerVisa Features

Touch screen
function

Scope mode

Meter mode

Har monics

Phasor diagram

Flicker

Event

1-12

All PowerVisa functions described below are operable using a color LCD touch screen
technology. Users may use afinger and/or a PDA stylusto apply pressure to the LCD
screen to result in touch screen recognition. The touch screen display is aso workable
with lineman gloves on. Touch screen buttons will appear in reverse-video to show
visual feedback of contact along with audible feedback. In order to reduce power
consumption, the backlight of the LCD screen times-out after a specified
programmable time of no user activity. The backlight reactivates by touching any part
of the screen.

Scope mode functions as an oscilloscope, displaying real-time waveforms of voltage
and current for up to eight channels simultaneously, with one second update rate. The
colors of waveform display are user programmable. Scope mode also provides atextual
display of rmsvalues, division for axis values, and frequency.

Meter mode functions as atrue rms voltmeter and a true rms clamp-on ammeter.
Voltage and current measurements, along with other calculated parameters, are
displayed on the Meter mode screens in both textual and graphical format.

Harmonics display the amplitude and phase of each harmonic to the 63rd harmonic in
both graphical and textual format.

The phasor screen displays a graph that indicates phase relations between voltage and
current based upon the angles at the fundamental frequency, as determined by Fourier
analysis. Phasor diagram displays voltage and current phasors for all channels.
Functioning as a phase angle meter, the unit can display system imbalance conditions
and provides such information in textual form also. The phase angle display can also
verify if monitoring connections have been made correctly. Animated phasor demo
rotations demonstrating resistive, inductive and capacitive loads can be displayed.

Flicker is aphenomenon due primarily to rapid small fluctuations of the voltage. Loads
that exhibit continuous, rapid variationsin the load current, particularly the reactive
component, can cause voltage variations often referred to as flicker. Flicker is
characterized by modulation at a frequency typically less than 25 Hz. Modulating
signal magnitudes as low as 0.5% of the fundamental for frequencies between 5-10 Hz
can result in perceptible light flicker.

An event occurs when a programmed threshold limit is crossed. An event consists of
the pre-trigger cycle(s), trigger cycle(s), and post-trigger cycle(s).

Continued on next page
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Monitoring
capacity

Automatic
setup, Wizard
setup, or
Advanced setup

Trend

Reports

Data Card

The PowerVisa can monitor the following power configurations:

* Single Phase « 3 Phase 2-Watt Meter Delta
* Split Phase » Generic

» 3 Phase Delta * 21/2 Element without Vg

* 3 Phase Wye * 21/2 Element without V ¢

While monitoring any of the above configurations, the PowerVisa can also be
connected to monitor neutral to ground voltage and neutral or ground current.

Setup is a configuration of parameter thresholds that control the data recorded by the
PowerVisa. Users may perform instrument setup in three ways: via Automatic Setup
which utilizes auto-configured settings and allows users to proceed directly with data
monitoring; via Wizard Setup which follows a step-by-step sequence where users go
through a series of circuit setup screens; or via Advanced setup which allows users to
modify trigger parameters and intervals or tweak threshold settings under the Advanced
Options.

Users can generate plots for al journalled data combined with min/max recordings of
that parameter. Most journal parameters have multiple channelsto plot.

Users have two options on how to view QOS compliance reports.

EN50160 displays statistical reports on QOS compliance based on an analysis of the
voltage as per requirements of the EN50160 standard. Compliance datais presented in
bar charts, statistical tables, and graphs. Statistical datais calculated on the required
parameters specified in EN50160 over one week interval to produce a PASS/FAIL
decision of QOS compliance.

Status presents a report summary for Standard PQ, EN50160, and Motor Quality
parametersviathe annunciator panel. The panel is color coded such that green indicates
the parameter is within limits, yellow means it is moderately out of limits, while red
signifiesit is severely out of limits. Unlike the EN50160 which reports on QOS
compliance on aweekly basis, Status monitors compliance continuously. There is also
the option to view a parameter in more detail i.e. display its data plot, threshold values,
or edit parameter/channel settings.

PowerVisa supports the use of Compact Flash data cards with AT LEAST 32MB
storage capacity. The user replaceable data card is used as primary storage for data.
Data monitoring CANNOT proceed without the data card. The PowerVisais designed
to accommodate the Compact Flash card in its native format, and does not require the
use of a PC card adapter. However, a PC card adapter can be used to read the data into
alaptop or other computer with a PC card dlot.
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Basic Operation

Basic Operation

Introduction

Battery pack

AC power
source

1-14

The normal power source for the PowerVisaisitsinternal battery pack. The AC
Adapter/Battery Charger is used to charge the battery. Always charge the battery fully
before use. The PowerVisawill always operate on the charger and is designed to do so,
regardless of the state of charge of the battery.

Type: Sealed, rechargeable NiMH (Nickel Metal Hydride) cells.

L ength of operation: The PowerVisa can operate on afully charged battery pack for
more than two (2) hours with the backlight on. When the backlight is turned off, the
unit can operate for more than three (3) hours. For information on how to turn backlight
on or off, see Chapter 4 Instrument Settings - Set Display Preferences on page 4-6.

Charging: The battery pack can be charged by connecting the AC Adapter/Battery
Charger to the PowerVisa. A screen warning will appear during operation when battery
chargeislow. A depleted battery pack can be recharged in six (6) hours whether the
unit ison or off. The Battery Charge Indicator glows steadily while charging, and
flashes when fully charged.

NOTE: The Battery Charge Indicator functions whenever the AC Adapter/Battery
Charger is properly connected.

The PowerVisa can be operated from a 50/60 Hz 120/230V AC power source with or
without the battery pack installed.

Connect the AC Adapter output cable to the Input Connector on the right side of the
PowerVisa. Connect the AC Adapter power cord to an appropriate outlet.

Refer to Appendix C for the specifications and replacement of the batteries contained
in PowerVisa
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Power on
sequence

Home screen
features

Follow these steps to turn on the PowerVisa and display the Home screen.

Step Action
1 | Connect ac adapter/battery charger plug into the right side of PowerVisa.

Plug the ac adapter into an ac power source.

3 | Pressthe PowerVisa On/Off power button to turn the unit on.

Result: The Home screen will be displayed.
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Home screen is frequently referenced as the starting point for al major functionalities
of the PowerVisa.

The date and time appear on the top right corner of the Home screen. Both can be
configured to appear in adifferent format. See page 4-3 for the procedure on how to set
and reformat time and date.

The unit name and model, PowerVisa program revision level, and status messages
appear in the upper portion of the Home screen. Pertinent information that appear in the
status message area are the monitoring status, circuit configuration, percentage of data
card used while monitoring, site/file name, number of event cycles saved, and number
of timed intervals saved.

MONITORING STATUS: OFF indicates that the instrument is not actively
monitoring data. The monitoring status message will change to ON, DONE or
ARMED, depending upon the state of data monitoring. See page 5-25 for the
procedure on how to turn monitoring on/off.

Home screen contains the icons used to access the various PowerVisa functions. See

page
1-16 for the description of each icon found in Home screen.
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Basic Operation, continued

_Home screen
Icons

1-16

Home screen contains the following icons used to access various PowerVisa functions:

Scope - Scope mode shows real-time voltage and current waveforms of the signals on
the measuring inputs. See Chapter 3 View Real Time Data - Section A Scope Mode.

Meter - Meter mode displays voltage and current measurements, along with other
calculated parameters. See Chapter 3 View Real Time Data - Section B Meter Mode.

Harmonics - Harmonic screen displays a spectral graph and textual matrix featuring the
amplitude and phase of each voltage and current harmonic to the 63rd harmonic. See
Chapter 3 View Real Time Data - Section C Harmonics.

Phasor - Phasor diagrams indicate phase relations between voltage and current based
upon the angles of the fundamental. See Chapter 3 View Real Time Data - Section D
Voltage and Current Phasor.

Preferences - Users can set instrument preferences like time and date, threshold alarm
feedback, language selection, communications, LCD display, and data card operation.
See Chapter 4 Instrument Settings.

Events - Events result in a contiguous collection of cyclesthat is recorded into memory.
Events are classified according to | EEE 1159, |EC 61000-4-30 Class A, and EN50160
standards. Events are displayed only after monitoring has been turned on or upon
reading a stored file from the data card. See Chapter 7 View Event Data - Section A
Events.

Trend - Trend allows users to view plots of journalled data along with min/max
measurements over the interval. See Chapter 7 View Event Data - Section B Trend.

Reports - The PowerVisa allows users to view two types of reports on QOS
compliance. EN50160 reports show graphs and statistical tables reflecting the
compliance of parameters specified according to EN50160 standard. Status shows a
quick status summary of Standard PQ, EN50160, and Motor Quality parameters using
the annunciator panel. The color coded panel indicates whether or not a parameter is
within limits. See Chapter 8 Reports.

Start/Setup - Users have the option to use Automatic Setup and proceed directly with
data monitoring or they can configure the instrument step-by-step using the Wizard
Setup. Users can also do Advanced setups to modify trigger parameters and intervals or
tweak threshold settings under the Advanced Setup Options. See Chapter 5 Start Menu
and Chapter 6 Advanced Setup Options.




CHAPTER 2

Voltage Measurement Cable and Current Probe Connections

Overview

I ntroduction

In thischapter

WARNING

This section describes how to connect the PowerVisa to make basic single phase
voltage measurements. For multi-phase connection diagrams, refer to Appendix E.

The following topics are covered in this chapter.

Topic See Page
Connecting Voltage Measurement Cables 2-4
Connecting Current Probes 2-9

Death, seriousinjury, or firehazard could result from improper connection of this
instrument. Read and under stand this manual before connecting thisinstrument.
Follow all installation and operating instructions while using thisinstrument.

Connection of thisinstrument must be performed in compliance with the National
Electrical Code (ANSI/NFPA 70-2005) and any additional safety requirements
applicable to your installation.

Installation, operation, and maintenance of thisinstrument must be performed by
qualified personnel only. The National Electrical Code defines a qualified person
as“ onewho hasthe skillsand knowledge related to the construction and

oper ation of the electrical equipment and installations, and who hasreceived
safety training on the hazardsinvolved.”

Qualified personnel who work on or near exposed energized electrical conductors
must follow applicable safety related work practices and proceduresincluding
appropriate personal protective equipment in compliance with the Standard for
Electrical Safety Requirementsfor Employee Workplaces (ANSI/NFPA 70E-
2000) of USA and any additional workplace safety requirements applicable to
your installation.

Continued on next page
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Overview, continued

ADVERTENCIA Unaconexion incorrecta de esteinstrumento puede producir la muerte, lesiones

AVERTISSEMENT

WARNUNG

2-2

gravesy riesgo deincendio. Leay entienda este manual antes de conectar.
Observetodaslasinstrucciones deinstalacion y operacion durante el uso de este
instrumento.

La conexion de este instrumento debe ser hecha de acuerdo con las normas del
Cddigo Eléctrico Nacional (ANSI/NFPA 70-2005) de EE. UU., ademéas de
cualquier otranorma de seguridad correspondiente a su establecimiento.

Lainstalacion, operacion y mantenimiento de este instrumento debe ser realizada
por personal calificado solamente. El Cédigo Eléctrico Nacional definea una
persona calificada como " una que esté familiarizada con la construccion y
operacion del equipoy con losriesgosinvolucrados.”

Si I'instrument est mal connecté, la mort, des blessures graves, ou un danger
d'incendie peuvent s'en suivre. Lisez attentivement ce manuel avant de connecter
I'instrument. L or sque vous utilisez I'instrument, suivez touteslesinstructions
d'installation et de service.

Cet instrument doit étre connecté conformément au National Electrical Code
(ANSI/NFPA 70-2005) des Etats-Unis et a toutes les exigences de sécurité
applicablesavotreinstallation.

Cet instrument doit é&reinstallé, utilisé et entretenu uniguement par un personnel
qualifié. Selon le National Electrical Code, une personne est qualifiées " elle
connait bien la construction et I'utilisation del'équipement, ainsi que les dangers
quecelaimplique".

Der falsche Anschluf? dieses Gerates kann Tod, schwere Verletzungen oder Feuer
verursachen. Bevor Sie dieses I nstrument anschlief3en, missen Sie die Anleitung
lesen und ver standen haben. Bei der Verwendung dieses I nstruments missen alle
Installation- und Betriebsanweisungen beachtet werden.

Der AnschluB dieses I nstruments muR in Uber einstimmung mit den nationalen
Bestimmungen fur Elektrizitat (ANSI/NFPA 70-2005) der Vereinigten Staaten,
sowie allen weiteren, in Ihrem Fall anwendbaren Sicher heitsbestimmungen,
vor genommen wer den.

Installation, Betrieb und Wartung dieses | nstruments diirfen nur von
Fachper sonal durchgefiihrt werden. In dem nationalen Bestimmungen fir
Elektrizitat wird ein Fachmann als eine Per son bezeichnet, welche " mit der
Bauweise und dem Betrieb des Ger ates sowie den dazugehoérigen Gefahren
vertraut ist."




Safety
precautions

CH 2/ Voltage Measurement Cables and Current Probe Connections

The following safety precautions must be followed whenever any type of voltage or

current connection is being made to the PowerVisa.

» Wear proper Personal Protective Equipment, including safety glasses and insulated
gloves when making connections to power circulits.

» Hands, shoes and floor must be dry when making any connection to a power line.

» Before each use, inspect al cables for breaks or cracksin the insulation. Replace
immediately if defective.

* Set the PowerVisa power switch to Off.

 Before connecting to electric circuits to be monitored, open their related circuit
breakers or disconnects. DO NOT install any connection of the PowerVisato live
power lines.

» Connections must be made to the PowerVisafirst, then connect to the circuit to be
monitored.

Continued on next page
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Connecting Voltage Measurement Cables

Connecting Voltage Measurement Cables

M easur ement
cable set

Optional fused
voltage adapter

Description: Voltage measurement cables are provided as standard accessories and are
stored in a cable pouch as part of the measurement cable set, P/N 116042-G3. Each
cable set consists of acable and aligator clip.

Voltage Rating: Direct connection of all voltage measurement cables are rated at 600
Vrms max. For measuring voltages greater than 600 Vrms, potential transformers (PTs)
must be used.

Contents: The voltage measurement cables are shown on page 2-5 (positioned relative
to their actual use). A cable set consists of eight, 6-foot channel measurement cable
assemblies (probes), each with a detachable, alligator jaw, safety clip assembly
(maximum jaw opening, 3/4 in (20 mm)). The safety clip assemblies are red (+) and
black (-) for each of the four channels. One cable each of red (channel A), yellow
(channel B), blue (channel C), and grey (channel D), and four each of white are
provided.

A pouch for storage of the cables and the AC adapter/battery charger isincluded in the
contents of the measurement cable set, but is not shown in the figure.

There are two optional fuse accessory kits available for use with the measurement
cables. One kit (P/N FV A-1) contains one fused voltage adapter and one measurement
connecting Red cable 50 cmin length. The other kit (P/N FVA-4) containsfour voltage
adapters and four measurement connecting cables 50 cm in length (one Red, one

Y ellow, one Blue, and one Grey).

The single fuse voltage adapter kit is used for one single voltage measurement input.
While the four fuse voltage adapter kit is used for athree phase and neutral voltage
measurement inputs.

Continued on next page
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M easur ement
cable set with RED mBLK
optional fuse
diagram
GRY WHT
INCLUDED WITH | y | TAGE VOLTAGE VOLTAGE VOLTAGE
FUSE VOLTAGE ADAPTER ADAPTER ADAPTER ADAPTER
ADAPTER
TR
(@
PX5-11.vsd
WARNING Toavoid therisk of electric shock or burns, always connect the safety (or earth)

ground before making any other connections.

WARNING Toreducetherisk of fire, electrical shock, or physical injury it isstrongly
recommended to fuse the voltage measur ement inputs.
Fuses must be located as closeto the load as possible to maximize protection.

WARNING For continued protection against risk of fire or shock hazard replace only with
same type and rating of recommended fuse.
Use only fast blow type fuse which israted 600V. Recommended fusetypeis
Littelfuse, part number KLKDO0.30 rated 600V AC/DC, 0.3A fast blow.

WARNING Do not replace fuse again if failureisrepeated. Repeated failureindicates a
defective condition that will not clear with replacement of the fuse. Refer
condition to a qualified technician.

Contact Dranetz Customer Service for more information on the fused voltage
adapter. Refer to Dranetz Information Sheet titled Model FVA - Fuse Voltage
Adapter, P/N 899107.
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Connecting Voltage Measurement Cables, continued I

Connection Follow these guidelines when making voltage connections.
guidelines » Refer to the measurement cable set figure for color coding of probes that connect to
input channel connectors A, B, C, and D.
 Each channel input has plus (+) and minus (-) differential inputs of 1 to 600 Vrms
max.

Example: Single The following figure shows a voltage connection to a single phase circuit for channel

phase A.
connection
LINE LINE
SOURCE () LOAD
NEUTRAL n RETURN

f CH
O o o o o o o' o o'
oo oo oo oo

5uov RMS MAX PRDEE & 5oov RUS MAX PROBE 5Duv RMS MAX PROBE BDGV RMS MAX PRDEE

PX5-12.vsd

Continued on next page
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Example:
Neutral to
ground
connection

Thefollowing figure shows a voltage connection using channel D asadifferential input
for measuring neutral to ground voltage. Connections are identical for split phase and
wye configurations. One probe connects the source neutral line to the D+ input.
Another probe connects the ground to the D- input.

LINE

SOURCE g () Loap

NEUTRAL n RETURN
RED
\H GRY
GROUND n GROUND

T 1

C)

@@ e 0ue]

4
5nov RMS MAX PROEE Eouv RMS MAX 5oov RMS MAX PROEE & 500V RMS MAX A PROB

PX5-13.vsd
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Connecting Voltage Measurement Cables, continued

Safety
precautions

WARNING

ADVERTENCIA

AVERTISSEMENT

WARNUNG

2-8

The following safety precautions apply to current probe connectionsin addition to

those safety precautions stated on page 2-3.

» DO NOT attempt to measure current in any circuit in which the circuit to ground
voltage exceeds the insulation rating of the current probe (600 Vrms max).

» Make sure the jaws of the current probe are tightly closed. Keep mating surfaces
clean and free from foreign matter.

DO NOT USE non-insulated current probe cores around a non-insulated wire.
Probes of thistype are designed for use around insulated wires only. Use only
completely insulated probe coreswith no exposed conductive ar eas of the core
around non-insulated wires.

NO UTILIZAR transformadores de corriente sin material aislante al rededor de
conductores sin material aislante. Los Transformador es de corriente de este tipo
estan disenados para ser utilizados solamente con conductor es con aislamiento
eléctrico. Utilizar transformadoresde corriente completamente aislados alr ededor
de conductor es sin aislamiento.

N'EMPLOYEZ PAS les noyaux courants non-isolés de sonde autour d'un fil non-
isolé. Des sondes de ce type sont concues pour |'usage autour desfilsisolés
seulement. L'utilisation seulement a complétement isolé des noyaux de sonde sans
des secteur s conducteur s exposés du noyau autour desfils non-isolés.

VERWENDEN Sie keine Stromzangen mit nicht isolierten Ferritkernen bel
Messungen an nicht isolierten L eitungen. Stromzangen dieses Typs sind nur far
Messungen an isolierten Leitern geeignet. Bitte verwenden Sie zur Messung an
nicht isolierten L eitungen Stromzangen mit vollstandig isoliertem Kernmaterial.

Continued on next page
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Connecting Current Probes

Current probes Several Dranetz current probes can be used with the PowerVisa. Typical current
probes are illustrated on page 2-10. Refer to Appendix A for descriptions and part
numbers of probes and adapter cables. Refer to Appendix B for specifications of
current probe models TR2500 and TR2510.

NOTE: The TR2500 can perform all current measurements except high frequency
transient detection.

Probe positioning: An arrow marking on the handle is a guide to ensure that you
position the probe with the arrow pointing towards the load when monitoring the line
conductor. Correct position of the probe is necessary for correct power measurements,
where in-phase voltage and current measurements are necessary. A positive watts
reading indicates that the probe is pointed towards the load. A negative reading
indicates that the probe is pointed towards the source.

Continued on next page
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Connecting Current Probes, continued I

Typical current
probes

,————— 658 PROBES PP4300 PROBES

TR2021 TRZ20198B TR2023
JR2022

658 TO
PP1—-R/4300
CURRENT PROBE
ADAPTER CABLE

116002—G1 t il il
4300 TO LEMFLEX
CURRENT PROBE
TR2500 IEZ5_1_Q 1325.2.0 ADAPTER CABLE

116310-G1

CE—

PX5-14.vsd

NOTE: Current probes TR2500 can be used interchangeably with TR2500A, TR2510
with TR2510A, and TR2520 with TR2520A.

Continued on next page
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CH 2/ Voltage Measurement Cables and Current Probe Connections

Typical current  Actual photos of TR series probes and part numbers are shown below to aid usersin
probes probe identification. Contact Dranetz Customer Service Department for more

(continued) information on current probes, pricing and availability.

P/N TR-2520

P/N TR-2500

P/N TR-2500A P/N TR-2510A P/N TR-2520A

Continued on next page
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Connecting Current Probes, continued

Single phase
current probe
connection
example

2-12

The following figure shows how to connect a current probe to channel A for current
monitoring of a single phase line.

The current probe may be connected to the return line if desired to measure the return

current when checking for load current |eakage, loop current relationships, etc. If
measuring power, position the probe with the arrow pointing towards the load.

LINE ﬁ LINE

() Loap

SOURCE é

NEUTRAL RETURN

PO I—

®

AN

PX5-15.vsd

NOTE: The connection shown above is not recommended without avoltage connection
to ensure frequency synchronization. If this configuration is used, then an internal
frequency reference must be entered. Refer to pages 5-13 to 5-15.
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CHAPTER 3

View Real Time Data

The PowerVisa allows usersto view power quality phenomena as it happens, when it
happens. The instrument is able to capture and process datain real time, and allows
usersto view it in Scope mode, Meter mode, Harmonics, and Phasor display.

Icons for Scope mode, Meter mode, Harmonics and Phasor display are available in the
Home screen. Follow these steps to display the Home screen.

Action... Result...

STEP 1: Press the PowerVisa

On/Off power button to turn the
unit on. The Home screen will
be displayed.

Folerisicn Site
s

T r" ==
|

</Fw t@)

Harmonics

e
— R

Events Reports

= e —
| STRART-SETUP

Oec' 28 &4

-
I
5 K
.-.

w

——
@
==

Phasor

Preferences

PVISA001

This chapter is divided into four sections.

Section Title See Page
A Scope Mode 32
B Meter Mode 3-5
C Harmonics 3-10
D Voltage and Current Phasor 3-15
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Overview

Overview

I ntroduction

Section A

Scope Mode

Scope mode allows you to view real-time voltage and current waveforms for up to
eight channels simultaneously.

Scope mode The Scope mode screen can be displayed by pressing the Scope key on the Home
screen screen.
Volts/Amps Display one cycle
channel labels = S : of selected
3003 AW .
and RMSvalues ' — waveforms which
for displayed g 1207 vO are scaled relative
waveforms AAFAN to the largest peak
O 1207 vm value. V & | are
3004 NN scaled separately.
By i
Frequency —-Lteauency
Voltage scale 50.00 V./Div 1zs0 a-mie | Current scale
| | Chan | [Ckitng l Exit
MARK201
Turn channels on/off Show channels input Return to Home screen
(p- 3-3) range (p. 3-4)
Inthissection  Thefollowing topics are covered in this section.

3-2

Topic See Page
Turning Channels On/Off 33
Checking Input Range 34
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Turning Channels On/Off

Select channels  From the Scope mode screen, press Chan to turn Volts/Amps channel selection on/off.
to display

i ———
sey A [
cl B M
ouel &
Freauenc

B8 e E g
Chan >

MARK202

Any of the following will turn channels on/off:

* Pressthe desired VVolts’Amps channel to turn it on/off.

* PressVolts or Amps button to turn on/off all channels of that parameter.
» Press A, B, C, D to turn on/off both the Volts and Amps for that channel.

Press OK to accept channel selection.

3-3



Checking Input Range

Checking Input Range

Input range The Input Range screen is displayed by pressing the CkRng key on the Scope mode
screen. Input Range shows the detected range for all channels. The number after the
status shows the percentage of the input of the instrument’s full range.

[ 1203 vm
30.07 AW ;
B 1203 vof . =
30.07 A0 g anar
Yaolts Amnps
C :!1%063? :‘: A DK 10} 0K 103
B i OK 103 0K 103
D %t :‘E C:OK 103 0K 103
- D: 0K 0% 0K 03
L] ']
AR Hr. ps
GEER He L . e
L
50.00 V- Diu 12.50 A-Div
(e s v
Chan CkRng | Exit

MARK205

The input range can only be viewed, not changed. Press OK when done viewing the

input range.

Input range The following table describes the messages that may register on the Input Range

description screen. Theinstrument is able to detect the input range for voltage and current channels
A, B,C,andD.
Input Range Description
OK Within Range
OVER Over Range
UNDER Under Range
N/A Channel Disabled
CLIP Clipping

If input range is OVER, UNDER, or CLIP, then the rms readings will not be accurate.
Using CTs below 10% of Full Scale may also cause inaccuracies in amplitude, phase
and harmonic distortion readings.
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Overview

Introduction

M etered
parameters

display

In this section

Section B
Meter Mode

Meter mode allows you to view real-time meter data. The metered parameters available
arelogically separated into Standard and Distortion tabs. Meter screensare displayed in
tabular form.

NOTE: Meter mode operation does not interfere with any of PowerVisa s other
monitoring or recording functions. The individual voltage and current channel meter
readings are not affected by the monitoring setup. Turning monitoring of individual
channels off does not affect meter readings. Meter and Scope datais NOT available if
you are viewing a stored file from the data card.

The PowerVisais designed to provide setup as well as data display. Metered
parameters are available for display regardless if they are being journalled under Setup
New Circuit > Advanced Options > Journal Limit Setup. Users can trend journal entries
by limits (Very High, High, Low, Very Low) or by time (users can set thetime interval
of how often rms and waveform snapshots will be recorded even when no disturbances
occur). For the procedure on how to set entries under journal parameters, go to Chapter
6 Advanced Setup Options - Journal Limit on page 6-15.

The following topics are covered in this section.

Topic See Page
Standard Meter Tab 3-6
Distortion Meter Tab 3-8
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Standard Meter Tab L

Standard Meter Tab

Standard meter Meter mode can be displayed by pressing the Meter icon on the Home screen. At start-

list up, meter mode defaults in the Standard tab featuring the basic power quality
parameters available. The standard metering properties include Voltage, Computed
Basic, Power, Demand, Energy, Harmonics and Flicker as shown below.

A Standard ", Distortion,
Comp Basic H ].EE. 3 EE. E?
paner | il 128.3 38.87
e 1B 128. 3 30.87
D| 4.885 4_999
Eneray
Harrmonics H o E E E 9 5 3 *
B-C egg.3 *
Flicker E_H EBE_ 3 *
# Oerived vales —
e
MARK301pg
Standard Tab Parameter Name L abel
Basic Volts Volts
(for A, B, C, D) | NOTE: Some voltage channel meter
values are derived based on the
circuit type selection. The values
will change depending on the wiring
configuration setup.
Ampere Amps
Computed Vector Displacement Power Factor | Vector Displacement PF
Basic Arithmetic Displacement Power Arithmetic Displacement
Factor PF
Residual Current Residua Current
Net Current Net Current
Power Watts W
(for '?‘r tBaI C,D, [volts Ampere VA
0
) Volts Ampere Reactive VAR
True Power Factor TPF
Displacement Power Factor DPF

NOTE: See Appendix B Technical Specifications - Computed Parameters on page B-6
for definition of parameters.

Continued on next page



Standard meter
list (continued)

CH 3/ View Real Time Data

Standard Tab Parameter Name L abel
Demand Active Power Demand Active Power Demand
Apparent Power Demand Apparent Power Demand
Reactive Power Demand Reactive Power Demand
RMS Current Demand Phase A RMS Current Demand Ph A
RMS Current Demand Phase B RMS Current Demand Ph B
RMS Current Demand Phase C RMS Current Demand Ph C
RMS Current Demand Average RMS Current Demand Avg
Energy Watt Hours Watt Hrs
(forA,B,C,D, | volts Ampere Hours VA Hrs
Total) Volts Ampere Reactive Hours VAR Hrs
Harmonics | Voltage Total Harmonic Distortion |V THD
(for A, B, C, D) [ current Total Harmonic Distortion | | THD
RMS Harmonic Current RMS| Harm
Harmonic Power Unsigned Harm Pwr Unsigned
Flicker Short Term Flicker Pst
(for A, B,C) ['Long Term Flicker (Sliding) Pit (Slide)
Long Term Flicker Plt




Distortion Meter Tab

Distortion Meter Tab

Distortion meter The PowerVisais ableto meter distortions or uncharacteristic changesin the waveform

list of original signals. Distortion cal culations measure the deviation of complex
waveshapes from pure sine waves. Harmonics are measured in accordance with IEC
61000-4-7 Class .
TID
H 0.098 1.000 0.201 0213
TIF
Crest Factor E 0.016 0.998 0.016 21z
Fower E 0.098 1000 0201 0213
Transformer
D o104 0.841 <0.01 0537

T

MARK311pg

Distortion Tab Parameter Name L abel
THD Voltage Total Harmonic Distortion V THD fund
(for A, B, C, D) | Fundamental
Current Total Harmonic Distortion | THD fund
Fundamental
Voltage Total Harmonic Distortion Root |V THD RSS
Sum of Square
Current Total Harmonic Distortion Root | | THD RSS
Sum of Square
TID Voltage Tota Interharmonic Distortion |V TID fund
(for A, B, C, D) | Fundamental
Current Tota Interharmonic Distortion || TID fund
Fundamental
Voltage Tota Interharmonic Distortion |V TID RSS
Root Sum of Square
Current Tota Interharmonic Distortion || TID RSS

Root Sum of Square

Continued on next page



I CH 3/ View Real Time Data

Distortion meter

list (continued) [ pigtortion Tab Parameter Name L abel
TIF Voltage Telephone Influence Factor V TIF fund
(for A, B, C, D) | Fundamental
Current Telephone Influence Factor | TIF fund
Fundamental
Voltage Telephone Influence Factor V TIFRMS
RMS
Current Telephone Influence Factor | TIFRMS
RMS
Telephone Influence Factor Product TIF Prod
Crest Factor | Voltage Crest Factor Volts Crest Factor
(for A, B, C, D) | Current Crest Factor Amps Crest Factor
Power Signed Phase Harmonic Power Signed
(for A, B, C, D) [ Unsigned Phase Harmonic Power Unsigned
Transformer | Transformer Derating Factor Derating Factor
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display
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Section C

Harmonics

The PowerVisa allows users to view voltage and current harmonics/interharmonicsin
graphical or in list form. Harmonics are waveform distortion, a steady-state deviation
from an ideal power frequency sinusoid and is characterized by the spectral content of
the waveform. Interharmonics are frequency components between the harmonic
frequencies. The |IEC 61000-4-7 Standard dictates that harmonic analysisis done using
a synchronous window of 10 cyclesfor 50 Hz, or 12 cyclesfor 60 Hz. Thisresultsin
bins which are nominally 5 Hz wide. The actual width of the binsis equal to the actual
frequency divided by 10 if the nominal frequency is 50 Hz, and 12 if 60 Hz. For
example, if actually operating at 49.9 Hz, the binis 4.99 Hz, but islabelled “5 HZ" as
specified by the standard.

Use the respective touch screen buttonsto display the next Channel (Channels A, B, C,
D) and the next Parameter (V, |, W) of harmonic data. The number of harmonics/
interharmonics displayed is up to the 60th. Summary values of odd, even and total
distortion are displayed. A summary of harmonic distortion as well asinterharmonic
distortion values per phase/parameter are also available on display.

Users can determine the number or range of harmonic frequenciesto trend and view in
detail. There is aso the option to select how to plot harmonic/interharmonic data and
specify the units of measure by which harmonic datais calculated.

Harmonic Graph: Harmonics are measured in accordance with |EC 61000-4-7 Class 1.
Users can choose the unit of measure by which harmonic datais calculated and
graphed, based on a Percentage of the fundamental value or in Engineering units (volts
and amps). Frequency components of harmonic graphs can be displayed either in Hertz
or in Harmonic Number. The graphs can be zoomed and rescaled.

Harmonic List: Thelist gives atextual display of the following for each of the

measured values. frequency and harmonic number; magnitude in Engineering units and
percent of fundamental; phase in degrees (for harmonics only). Thislist is displayed in
order of ascending frequency, and can also be sorted in order of descending magnitude.

The following topics are covered in this section.

Topic See Page
Harmonic Graph 311
Harmonic Detail 3-12
Harmonic Options 3-13
Harmonic List 3-15
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Harmonic Graph

Harmonicgraph The harmonic graph can be displayed by pressing Harmonics on the Home screen. The

display screen defaults to a graphical spectrum display, although users have the option to
choose between the graph and list form. The screen will show a spectral graph featuring
the amplitude of the harmonics relative to the fundamental frequency.

Use the properties under the Options button to select the vertical and horizontal
measurement scale. The percent magnitude of the first 60 harmonics are graphed
relative to the fundamental.

Total harmonic distortion THD: Qdd: 5.5 E F.25 Total 7.3% TID: 0.0
. . — ¥ = i tal 7.3 DLl
(THD) on Odd contribution  §s.: e o

and Even contribution_ as Display is
based on 127 harmonics* i —1 updated
= approximately
A once per
Z.5¢
second

|||‘|.|||| I

azh. a00.

o

T

o
A Yaolts
| N W M
|, Chan LFaram | Detail | Options i List [ Exit

MARK221
Switch channel Switch to

display V, I, orW
Magnify harmonic Show harmonics
graph (p. 3-12) text (p. 3-14)

Set harmonic options
(p. 3-13)

*The odd contribution is the square root of the sum of the squares of the relative
amplitudes of harmonics 3, 5, and 7 through N-1, where N is a function of sampling
frequency. The even contribution is similar for harmonics 2, 4, and 6 through N. Total
value is the square root of the sum of the squares of the odd and even distortions.
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Harmonic Detail

Harmonic Detail

Fundamental eXCGedS_ ;I'I;D Td: = Ewen: 3.24 Total: 7.3 TIO: 0.0
square so bar extends | as:

past top

3-12

The PowerVisa allows users to determine the numbers or the range of harmonic
frequenciesto trend. A blue box showing the default zoomed area appears once the
Detail button is pressed. Touch any side of the zoom box to activate the drag function.
Touch and drag the sides of the zoom box to expand or narrow in on a select number of
harmonic/interharmonic graphs. The zoom box moves harizontally only. The vertical
scale will autoscale when zoomed.

NOTE: To select whether the vertical is scaled to the fundamental or the greatest
harmonic, use the Options key (see page 3-13).

B Ll touch and drag zoom box to
desired magnification scope

J" IIJJJHI,J o

A Yaolts
= i THO: Odd: 5.1 Even: 5.2% Total T.3% TID: LD
ARK235 o
a.5¢
40
3.5¢
o0
z.5¢
.0
154
1.0¢ | “
a5
||| il .||_|II|JJ.I|_|Illlll.ll_uu|ll|JIJ.||_|mu.uuu
i \lnlto 40 200 1250 1200 ZEE0 ZTO0 S50 ZE00
5.0%
MARK235b 45t
4,08
2.5%
0%
2.5
.08
harmonic data plot |...
(shown in channel color) [
o5
interharmonic d_ata plot |™™ ke w e
(ShOWI‘] n gray) :"-"t'_‘h";:—\: Param .;. Detail | Dptions 1:‘ List "L Exit
VARRKZ35C

The magnify buttons serve as zoom function keys, each of which feature a plus sign or
aminus sign within. Press Zoom+ to display the zoomed area and view harmonic
graphsin greater detail. Users may repeatedly zoom in on aplot for up to seven (7)
levels. Press Zoom-(n) to unzoom graph display one increment at atime, wherenisthe
counter of how many times the harmonic graphs have been magnified.
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Harmonic Options

Har monic/
I nter harmonic
data plots

The voltage and current harmonics and/or interharmonics for each phase channel can
be trended using the Options button. The properties specified under Harmonic Options
apply when harmonic/interharmonic data is viewed in either graph or list form.

Properties under Show Harmonics... pertain to both the graph and the list, and
determine how the harmonics and interharmonics are used.

If Show Harmonics... only is enabled, then only the actual harmonics are shown.

If Show Harmonics... and I nterharmonicsis enabled, the spectrum will include all
the (nominal) 5 Hz bins, which includes the actual interharmonics as well. On the
graph, the harmonics are shown in the channel color, while interharmonics are shown
in gray color. On the text, the harmonics are shown in boldface.

If Show Harmonics... calculated including adjacent interharmonicsis enabled, the
interharmonics are not explicitly shown but the harmonic values include the adjacent
interharmonic values in their calculation, as specified by |IEC 61000-4-7.

The |EC 61000-4-7 Standard specifies that the interharmonic bins adjacent to the
harmonic be included in the computation of that harmonic. For example, if there was a
3rd harmonic (150 Hz) of 10%, and the value of the 145 Hz bin was 1%, and the value
of the 155 Hz bin was 2%, then the value reported in the bin labelled “ 150 Hz" would
a so include contributions from the 145 Hz and 155 Hz bins. Thiswould give

102 +12 + 22 = 10.2%, not 10%.

The following graphs illustrate harmonic computation as per |EC 61000-4-7 Standard.

Harmonic Computation for 50 Hz

3.0%

2.5% A
2.0% ~
1.5% A
1.0% A
0.5% A

... 130 135 140 \145 150 155/ 160 165 170 175 180 185 190 \195 200 205/ 210 215 220
3rd harmonic 4th harmonic
+ +
2 adjacent 2 adjacent
interharmonics interharmonics

Continued on next page
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Harmonic Options, continued I

Harmonic/ Harmonic Computation for 60 Hz
Interharmonic
data plots 3.0%
(continued) 2506 |
2.0% A
1.5% A
1.0% A
0.5% 4
00%/4\/"\
... 160 165 170@190 195 200 205 210 215 220 225 ZBOW 250 ...
3rd harmonic 4th harmonic
+ +
2 adjacent 2 adjacent
interharmonics interharmonics

Properties under Graph Units pertain to the way the graph (not thelist) islabelled. The
vertical scale can bein Percent or Engineering units, and Scaleto Fund (full scale)
can be chosen to be the fundamental at 100% or the largest component. The
engineering unit for voltage is volts and for current is amperes. The horizontal axis can
bein Hz or Harmonic Number.

THO: DF&”—MM“HJ:%

P Show harmonics ..

IF‘ only
==l
4,0% 'El i "
. . o an infernarmonics
harmonic data display B =
o "lzq' calculated including
i adjacent interharmonics
Z.5¢
measurement scale for |ze= Graph Units:
frequency (x axis) and Jus I I,Fz‘ iz E Hatin Num
amphtut_:ie (y axis) of —{ | — —
harmonics ET I i'\/ Percent dl__ Engineering
B Il
full scale graph relative t0 [ g woid |1 | Scale to Fund Fead
Avoy 1

ek _' Cancel ||
thah—llarm.—n!unﬂnmm—m—rf&m

L A A A A L

fundamental frequency

MARK236
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Harmonic List

Har monic text
display

To view the harmonics magnitude text display, press List from the Harmonic graph
screen on page 3-11. The harmonic parameters displayed on list include: (from leftmost
column) the harmonic/interharmonic frequency in Hz, frequency in number, voltage
rms or maximum load of current (depending on parameter selected), percent amplitude
of harmonics, and harmonic phase angle value.

By default, harmonic and interharmonic frequency values are arranged per increment
of 5Hz. Use the Sort button to organize harmonic text display according to percent
magnitude of the first 60 harmonics relative to the fundamental, followed by the
interharmonic values.

Harmonic phase degree values from 1 to 60 are displayed for voltage and current; while
phase degree values from 1 to 50 are displayed for harmonic watts. Harmonic phase
angle values can be normalized to the phase of the fundamental of the displayed
channel. Use the Norm button to show the normalized phase angle values.

Hz "'"‘:'l_’_:f Harmonics Details _E‘_I'u_a!s_e_ Q?E_F_EES

[bC 5.059 4.2% l"'.,."

I5 a B =

18 ] 57 |

[15 & e ; ;
|za @ B0 = Display is
25 @ 8.6 | updated
{20 & (o] .
s @ .0 approximately
<@ & .8

{45 a Az once per
=] 8 8.8

|55 ] B8 second

| 6 1 1108 100,60 0y’

|&s & 8.6

|78 C 865 |

|7= & .6 | ==

(2@ ] .87 |

(EETr——— [ 1 L

|y Sort || Horm | Exit

MARK237

Toggle between Normal and
UnNormal phase values

v
Hz Yolts Harmonics: Details Phase Degrees
{60 119.8 100.0% B
| 9O 15 5.418 4.5H 241.3° lk_—-i
Hiln L] 5.050 425K a0.0" :
| 840 14 3.386 2.8% 39.8"
| 900 16 2.750 235 #0.9° |
e L] 2.321 1.9 404"
| 1080 1% L9010 LGk 204.0°
(120 rd 1.647 145 121.3"
11140 19 L.621 145 170.8"
300 L 1.398 L2% 190.7°
(izon 20 1.352 LaX 63.3"
E TED 13 1.350 11X 148.2"°
| 180 3 1.300 11K 384"
(240 4. 1243 1.0 206.2°
(1260 21 1.204 L 337.9° |
1320 22 L126 0.9: 230.3° | =
| 660 11 1116 0.9} 085" ||+
'— I 1 1]
| Unsort | ‘Horm | Emit
| ST E— -— I —
MARK237b
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Phasor display

In this section
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Section D

Voltage and Current Phasor

The phasor screen displays a graph that indicates the phase relations between the
voltage and current based upon the angles of the fundamentals, as determined by
Fourier analysis.

Phasor screen shows eight phasors autoscaled with zero degrees to the right (normally
channel A voltage) for clockwise rotation and with synchronized channels. Users are
allowed to display up to four channels at any one time for either volts or amps, or a
single channel for both volts and amps, depending on the phases being monitored.

A touch screen Demo button presents an animated phasor demo rotation for resistive,
capacitive and inductive loads.

The following topics are covered in this section.

Topic See Page
Phasor Screen 317
Phasor Rotation 3-18
Phasor Parameter/Channel Selection 3-20




Phasor Screen
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Phasor screen
display

The Phasor screen is displayed by pressing Phasor on the Home screen.

The Phasor screen shows eight phasors autoscaled with zero degree to the right for
clockwise rotation and with synchronized channels. The left sidebar shows rms values
for VoltsAmps for channels A, B, C and D; zero, positive and negative values for
VoltsAmps; zero, positive and negative sequence component values for VoltsAmps.

Depending on the phases being monitored, up to four channels may be displayed at any
onetime for either Volts or Amps, or asingle channel for both VVolts and Amps. An
arrow head and channel label are displayed on the vector.

Correct rotation is clockwise from 0°

If a channel is less than
20% of the maximum ]
voltage (or current), the
phasor is not displayed

fere TELT

Pos
Neg
P
Z2-°H
BHMS

| 11810
m 14017

I60.0°
B 360.0°

Imbalance

Yolts  fimnps

1a.g
TE.E 185
Ep.4 123
B5. 5% E3.3%
iG2. 3595, 6%
g.8 8.8

o 270.0%

A,

240

o ala B - P e TR

e iy
| Demo | Exit

MARK24

Sync channel is
displayed at Q° -
normally channel
A voltage

Show animated phasor demo rotation for Resistive,
Inductive and Capacitive loads (p. 3-18)
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Phasor Rotation

Phasor Rotation

Animated
phasor rotation

Sample 3-Phase,
threewiredelta
rotation

3-18

Graphic illustration in the form of rotating phasors relative to the sine wave graph of a
four wire wye circuit is available by pressing the Demo button on the Phasor screen
(see page 3-17). The Demo button will be replaced by Start/Stop once phasor rotation
has been viewed. Press Start to replay animated phasor rotation. Users can choose to
Stop the phasor demo rotation at any time.

Phasor vectors are displayed using a clockwise rotation from the zero degrees
reference. Animated phasor demo for Resistive, Inductive and Capacitive loadsis
available for viewing.

The following diagrams describe the positive phase rotation of voltage and current
phasors (for Resistive, Inductive and Capacitive loads) for athree phase, three wire
delta connection. An arrow head on the line indicates direction pointing toward the
load.

DEMD: 3 Phase Wue |oad Resistive, PF: 1B

Three phase vectors are
displayed as three lines, 120
degrees apart in a Resistive load

(e e e —gme— |

i Chan || Start RLC & Eait
MARK242

Display parameter/channel Return to
selection (p. 3-20) Phasor screen

Start/Stop demo plot
waveforms as rotate
phasors; press any time

Switch phasor demo rotation between
Resistive, Inductive and Capacitive load
effects; press any time (p. 3-19)

Continued on next page
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Sample 3-Phase, The following diagrams describe the positive phase rotation of voltage and current
threewiredelta phasors (for Resistive, Inductive and Capacitive loads) for a three phase, three wire

rotation delta connection. An arrow head on the line indicates direction pointing toward the
(continued)

load.
ODEMO: 3 Phase Wye [oad: Inductive, PF. 5366
Three phase vectors are
displayed as three lines, 120
degrees apart in an Inductive
load
Chan L Srart _; RLC Exit
MARK243
DEMO: 2 Phase Wye Load: Capacitive, PF: B.286
Three phase vectors are
displayed as three lines, 120
degrees apart in a Capacitive
load
Chan L Start RLC Exit
MARK?244
Phasor Refer to Appendix E for the diagrams that describe the voltage and current phasors for
diagrams the standard type of power connections.
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Phasor Parameter/Channel Selection L

Phasor Parameter/Channel Selection

Parameter/ The Parameter/Channel selection screen is displayed by pressing Chan on the phasor
Channel display Demo screen. Depending on the phases being monitored, up to four channels may be
displayed at any one time for either VVolts or Amps, or asingle channel for both Volts

and Amps.
DEMO: 3 Phase Mue | cad Besistive BE LA
i. Vots | l ‘Amps !
= 1 — 1
N RV B
ANe e wl~
' m o —
. i 4 v
- L
2
| ok
Chan - T ! Exit

MARK245

Press to enabl e/disabl e the parameter/channel for display in the animated phasor
rotation. Any of the following will turn channels on/off:

* Pressthe desired Volts/Amps channel to turn it on/off.
* PressVolts or Amps button to turn on/off all channels of that parameter.
* Press A, B, C, D to turn on/off both the Volts and Amps for that channel.

Press OK to accept channel selection. The phasor Demo rotations will display the
parameters/channel s enabled.

3-20



CHAPTER 4

Instrument Settings

Overview

Introduction This chapter describes the miscellaneous tasks that users can perform to keep the
PowerVisarunning efficiently. These are tasks that users might perform only
occasionally.

Inthischapter ~ Thefollowing topics are covered in this chapter.

Topic See Page
Access Instrument Settings Menu 4-2
Time and Date Settings 4-3
Select Language 4-5
Set Display Preferences 4-6
Touch Screen Calibration 4-7
Turn Threshold Beeper On/Off 4-9
Communications 4-10
Data Card 4-12
Reset to Factory Configuration 4-14
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Access Instrument Settings Menu I

Access Instrument Settings Menu

Preferences All functionsin this chapter are found under the Instrument Settings menu. Follow
menu screen these steps to display the Instrument Settings menu screen.

Action... Result...

STEP 1: Press the PowerVisa On/
Off power button to turn the unit
on. The Home screen will be

displayed.

| Deo 28 B4

QEE s,
:2.00- ME-Fras R
Fomariliza Site

£ +

=3

» o

Meter Harmonics Phasor
il
—X
—
—*j =3
Trend Events Reports Preferences
[P = e T —
| START-SETUP
PVISAQO!

STEP 2: Press Preferences. The
Instrument Settings Setup Menu
will be displayed.

Turn Geeper On- 0

| Language (Sprik, e
Idioma, Sprache, I Communications
3

Langue, Lingual
|
Display Preferences L HMemory Card

3
| Reset to Factory Defaulis.

o

MARK15
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L CH 4/ Instrument Settings

Time and Date Settings

Timeand Date  Users have the option not only to set the exact time and date, but also to select the
display format of how time and date will appear on screen.

Action... Result...

STEP 1: From the Instrument
Settings Setup Menu screen, press Dec 28 B4
Time and Date.

* Press Timeif you want to ,
change the time settings. ’ \
Proceed to Step 2 on page 4-4. - L\

* PressDate if you want to \
change the date settings. 3 \
Proceed to Step 3 on page 4-4.

* Press Date Style to select the . ; : . X
format in which you want date | | Tme | mate | S3E | 58 | ok | Cancel
displayed on screen. View the VISAL52
three different date format
selections each time you press
Date Style.

o mm/dd/yy format
o dd/mm/yy format
e yy/mm/dd format

» Press Clock Styleto select the
format in which you want time
displayed on screen. View the
three different time format
selections each time you press
Clock Style.
 analog
« digital using 1to 12 hr

format (AM/PM)
« digital using 1to 24 hr
format

» Press OK to accept new time/
date settings and return to
Instrument Settings menu.

e Press Cancel to discard
changesin time/date settings
and return to Instrument
Settings menu.

Continued on next page
4-3



Time and Date Settings, continued I

Time and Date

Displa ;

D
STEP 2: Pressthefield
representing hours, minutes, and Dec 2@ B4
seconds to change time settings.
Use the numeric keypad to enter
new time settings. Time should be
entered in a.24'h0ur format Enter time in 24hr format  Chhenm:ss
(example: 16:00:00 for 4:00 PM). _ [ }

11|: |48 : ||28
« Press OK to accept changesin e
time settings.
e Press Cancel to discard . ===
changes in time settings. | Tme | pae | Bgie | S8 | ok | conce
. : VISA153
NOTE: Clock time and format
can be changed anytime
following this same procedure.
STEP 3: Pressto select the month,
day, and year. Enter the year - = i %
using numbers from the keypad. Jan | Jul Hin.. Mo bue Hed The FreoSat
1 2 e 4
. Feh Aug
* Press OK to accept changesin g e 15 15 15 5%
date settings. Hak] fep
12 13 14 15 18 17 18
Apr Oct | | ! |
¢ Press Cancel to discard 2o 7 19 20 21 _ 22 _ 23 . 24_ 25
changes in date settings. " 25| 27| on| 20| 30| 3
NOTE: Date settings and format —t
can be changed anytime | ET Tok | cancer |
following this same procedure. S, e e e e

VISA154
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Select Language

Select Language The PowerVisa menu screens appear in the English language by default.

Action... Result...

STEP 1: From the Instrument
Settings Setup Menu screen, press
Language.

F English

» Check to select the desired o
language in which you want
display screensto appear.

» Press OK to accept language
selection. The screen will
return to Instrument Settings
menu.

-

* Press Cancel to retain present ok | Cancel |

language.

L

PVISA155




Set Display Preferences I

Set Display Preferences

L CD settings User programmable settings for the LCD screen include the backlight timer, contrast,
password protect, parameter/channel colors, and touch screen calibration.

Action... Result...

STEP 1: From the Instrument
Settings Setup Menu screen, press
Display Preferences.

» Automatic backlight shutoff
timer is provided for the LCD
display. Press Backlight Timer
to automatically turn off pr—
backlight after 1, 2,5, 10 or 15
minutes of no user activity. Set .
the Backlight Timer to Always
On if you do not want the s
back“ght to Shut Off ' Calibrate Touch Screen

NOTE: The auto-shutoff feature Exit
extendsthelife of the battery and MARK156
should be duly considered.

* Press Contrast to brighten/dim
screen display to preferred
percentage.

Contrast 48

Password Protect aFF

Channel Colors

* PressPassword Protect to
enable/disable password log in
code to the PowerVisa. When
password protect is enabled and
the user reactivates the unit from
auto-shutoff (see Backlight
Timer setting), the keypad screen
used to enter the password will
appear. The user will have to
enter the correct password to
continue using the PowerVisa.
The message | nvalid Passwor d!
will appear when an incorrect
password is entered.

* PressChannel Colorsto change
the color of the parameter/
channel display. Select desired
color from a 28 color selection
grid.

» PressCalibrate Touch Screen
to calibrate the unit’ s touch
screen functionalities. Proceed to

page 4-7.
* Press Exit to return to
Instrument Settings menu.




Touch Screen Calibration

Calibration
procedure

CH 4/ Instrument Settings

The PowerVisais able to perform calibration to ensure the proper operation of the
unit’s touch screen functionalities. The calibration procedure will correct the problem
of out of tolerance touch screen malfunction. Note that errors corrected by this
calibration procedure are specific only to touch screen operation.

Action... Result...

STEP 1: From the Display Setup
Menu (see page 4-6) screen, press
Calibrate Touch Screen.Test if
touch screen recognition operates
properly by applying pressure on
the LCD screen.

* Press Clear toreset LCD
screen and delete display
markings.

* Press Calib to begin touch
screen calibration procedure.
Proceed to Step 2.

» Press Cancel to end calibration
test and return to Display
Setup.

Clear

Touch S5creen Calibration Test

test screen

T
| Calib. | Cancel

MARK164b

STEP 2: Follow the instruction
Tap Center of Target to begin
calibration. Target object X is
initially located in the lower
middle section of the screen.

* A series of screenswill flash
showing movement of the
target object: from the lower
middle section to mid-right and
finally to upper left section of
the screen.

» To end touch screen
calibration, tap the center of the
target object X now located in
the upper left section of the
screen. Proceed to Step 3 on

page 4-8.

Tan Cumar od ¥aroe

MARK164

Tair Ciiar of Faroes K

MARK165

Tap Cammr & Lirge.

MARK166

Continued on next page
4-7



Touch Screen Calibration, continued L

Calibration
(continued) Action... Result...

STEP 2: Once touch screen
calibrationisdone, amessage will

appear to indicate Touch screen X
was successfully calibrated.

» Press OK to continue on with
calibration test verification. Touch ""cj','ib‘:::e;_““"”‘“““
Proceed to Step 3.

r—
0k

MARK167

STEP 3: Test if touch screen
recognition operates properly by
applyl ng preSSUre on the LCD Touch Screen Calibration Test

screen Press Accept o save new calibration constants.

 Press Clear toreset LCD
screen and delete display
markings.

* Press Accept to complete the
touch screen calibration
procedure. Accepting will save
and store new touch screen

calibration datain memory. | Clear | fccest | Cancel J
Oncethe new datais stored, the MARKI6S

old touch screen calibration
dataislost. The screen will
return to the Display Setup
Menu.

» Press Cancd to discontinuethe
touch screen cadlibration
procedure. Pressing Cancel will
retain the previoustouch screen
calibration constants, no new
calibration data will be stored
in memory. The screen will
return to the Display Setup
menul.

4-8



Turn Threshold Beeper On/Off

CH 4/ Instrument Settings

Audiblealarm  When set to ON, the unit will beep when threshold limits are crossed and other event
triggers occur. The beep that provides audible feedback to pressing touch screen key is

not affected by this setting.

Action... Result...

STEP 1: From the Instrument
Settings Setup Menu screen, press
Turn Beeper On/Off.

» The unit can provide audible
alarm signals when triggered.
Press Threshold Beeper to
turn the alarm On or Off.

» Press Exit to return to
Instrument Settings menu.

oM

Exit

MARK157
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Communications

Communications

Communication Communications Settings is where instrument-specific information is entered to allow
the PowerVisato communicate to external devices using the optional |solated
Communications Modul e assemblies or modem (see related information on Chapter 9

interface setup

4-10

Downloading Events).

Action... Result...

STEP 1: From the Instrument
Settings Setup Menu screen, press
Communications.

* Press Enable Communicationsto
activate/deactivate the
communications port. External
communication devices connect to
the PowerVisa mainframe via the
optical seria dataport. The optical
serial data port connector is
located on the left side of the
instrument.

» Pressto enter the communications
Device Address from 01 to 32 for
use with the optional Fiber Optic
to Ethernet adapter.

* Select the corresponding Baud
Rate to set connection speed.
Default baud rate is 11520.

» PressExternal Modem
Connected if you want to activate
communications via an external
modem. Press Change to modify
the modem initialization string.
The string must begin with “AT”.
Dranetz recommends using
the same brand and model of
modem at both ends of the
communications link. See Chapter
9 Downloading Events for
instructions on modem
connections.

 Press|P to configure your
Ethernet settings and allow the
PowerVisato operate on the
network. Proceed to Step 2 on
page 4-11.

» Press OK to accept changesin
communications settings.

 PressCancel todiscard changesin
communications settings and
return to Instrument Settings
menu.

I:; Enable Commnunications
=
Device Address m

Baud Rate (bps)

— — ] —_— —
" oson || 2ga00 || | s7eon | 115200
E=l | ——=L | == | SoEmE

==

I_ External modemn connected
| N—

o

ATLFs0=2 | Change
[ i || p—
|a P ok Cancel

MARK159

NOTE: For instructions on how to physically
connect to NodeL ink using the external
communications devices, see Chapter 9
Downloading Events.




Communication
interface setup
(continued)

CH 4/ Instrument Settings

Action... Result...

STEP 2: Entering the correct IP
address settings will enable the
PowerVisato communicate with
the network.

Prior to entering the I P setttings,
make sure that the PowerVisais
connected to the computer
network viathe Fiber optic to
Ethernet Adapter (F/N COMM-
OEA).

After you have determined the
proper | P address and settings,
proceed as follows:

e Typeinyour Ethernet IP
Adressin the appropriate
fields. Use the numeric keypad
to enter the | P setting.

» Typeinyour Ethernet Subnet
Mask in the appropriate fields.
Use the numeric keypad to
enter the Subnet Mask setting.

» Typeinyour Gateway in the
appropriate fields. Use the
numeric keypad to enter the
Gateway setting.

When done entering | P settings,
press OK. Pressing OK will store
the valuesin the instrument.

Press Send to configure the
Ethernet adapter using the new 1P
address settings. Follow the
instructions that appear on screen
to complete the | P setting
configuration procedure.

Press Cancel to ignore changes
and retain the previous |P
settings, no new values will be
stored in the instrument.

the ethetrnet adapter,

The walues below. are used to configure the fiber
optic to ethernet adapter. Pressing the Dk
button will store: the walues in the mstrument. You
must press the femd button in order to configure

button you will be guided through the steps uou
need to take to configure the adapter.

Nhen you press the Send

f \
1P Address 1192
i

k|

- ||i6a " - k’-1_‘ . |l|1_-1

!

| 1
Subnet Mask 255 .
g=s

55 - 'L;g‘ Sl

Gateway | 0

| S—

(e
| Send

| S rreoridedl

%

| |
| !
5 L 5

[N | i |
oK Cancel

MARK159b
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Data Card

Data Card

Format/View
datacard

4-12

The Memory Card screen displaysinformation on the card inserted in the datacard slot,
including the amount of total space, available space, and used spacein card. The
Memory Card screen also prompts users to set filename and format card in preparation

for monitoring and writing of data.

Action... Result...

STEP 1: From the Instrument
Settings Setup Menu screen, press
Memory Card.

e Card Statusindicates status
condition of thecard inserted in
the data card slot. The
following messages may
appear under Card Status (refer
to pages 5-20 to 5-21 for a
detailed description of each
card status message):

* Not Inserted

Contains File

Empty

Fragmented

Unformatted

Invalid Card

» Card sizeindicates the full
storage capacity of the data
card. The amount of remaining
space and used space in data
card are also displayed on
screen.

* Press Format to format the
data card. Proceed to Step 2 on
page 4-13.

* PressView todisplay filesstored
in data card. Proceed to Step 3on
page 4-13.

* Press Exit to discard changes
and return to Instrument Settings
menu.

Contains file
3200 HE

Card Status:
Card Size:

I Free Space:; 24.0 ME [75%)
8 Used Space: .0 ME (25%)

=
Exit
MARK160

NOTE 1: The PowerVisa does not support file
fragmentation. When creating afile, it will take
the largest continuous block and use that size
block for data storage. Deleting files from data
card is not recommended. Whenever possible,
transfer the filesto a computer and then reformat
the card using the PowerVisawhen thereis no
more space available to begin new data storage.

NOTE 2: Refer to Chapter 5 Start Menu - Site
Name/Memory Card on pages 5-20 to 5-23 for
more information on data card operation.

Continued on next page



Format/View
datacard
(continued)

CH 4/ Instrument Settings

Action... Result...

STEP 2: All data and setups
stored in data card will be lost
when you format the card.

A confirmation message
verifies whether you want to
continue with data card format
or not.

Press Y es to continue data card
format. Press No to cancel data
card format.

» The message Format
Successful! indicates that data
card format has been
completed. Press OK to exit
card format procedure and
return to the Memory Card
screen.

Contains File
32.00 MB

Card Status:
Card Size:

-

il data will be lostt Continue
format? P
—_——— dl
| Yes Ho
LS, S O .
P _‘-"'\,
N -
—_— —
| Format | Wiew ol Exit
MARK161
v

Contains File
32.00 MB

Card Status:
Card Size:

P

L)
Format Successful? ME (7523
: .
R B (25
-

move the page up or down.

 Press Exit to quit and return to
Memory Card screen.

| Format ‘_ Yiew Exit
MARK162
STEP 3: The PowerVisalists data
file names stored in card, along : = =
Wlth f||e S.ZE, tl me and date When il. Dranetz—BM| Site BEODE E30 KB "':.3;;2‘:?5.2‘:,09_ LT_
datawas recorded. Thetext color | ||, panete-om site a1pms s 00 |
indicates the type of file: black is
for datafile (.ddb), greenisfor
setup file (.set), and red isfor an
unknown file.
» Press Up/Down arrow keysto
scroll the page up or down by =
oneline. |
m Data File m $etup File = Unknown File Exit
* Press and drag the scroll bar to
MARK163pg
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Reset to Factory Configuration I

Reset to Factory Configuration

Definition Factory configurations are the default settings of al programmable features of the
PowerVisa asit left the factory.

Procedure Follow these steps to reset the PowerVisato its factory configuration.

Action... Result...

STEP 1: From the Instrument
Settings Setup Menu screen, press
Reset to Factory Defaults.

Tirne and Date L Turn Besper On-OFF

A confirmation message verifies .

. . La Reset to Factory ations
if youwant to reset thelnstrument R i P vt e

to factory configuration and lose == erase sl data and

I i configur ations? ard

all new data and settings. L

————
* Press Yesto erase existing e e
settings and reset the C Reset to Factory Defaults.,
instrument to factory-
configured setups. The screen Exit
will return to the Instrument MARKI5S
Settings menu.

* PressNo to cancel.

4-14



L CH 4/ Instrument Settings

Factory default
settings

Dranetz has set the default values for the various parameters of the PowerVisa.

Current Probes. TR2500/TR2500A for A, B, C; TR2510/TR2510A for D
Scale Factors: 1:1 for V and |, channels A, B, C, D
Circuit Type: three phase wye
M ode of Operation: monitor
Nominal Value: measured V, |, frequency
Monitoring Mode: Sandard Power Quality
Advanced Operations: individual limit setups
Transient Limits: intantaneous peak = 3X nominal V, waveshape = 10% ,
rmsdev = 10%
RMS Variation Limits: 10% Very Low, 90% Low, 110% High for voltage; none for
current
Journal Limit: journalling By Time for the various parameters
Triggers. all V trigger; all V and | channels
Journal Interval
Power Values:
Power Values Interval: 15 minutes
Waveform Snapshot: On
Demand and Energy:
Demand Sub-Interval: 5 minutes
Sub-Intervals per Interval: 3
Harmonics Journal Interval: 15 minutes
Flicker:
Pst (Short Term) Interval: 10 minutes
PIt (Long Term) Interval: 2 hours
Site Name: PowerVisa Ste
Clock Type: Analog
Date: mmydd/yy
Language: English
Display
Backlight Timer: 1 minute
Contrast: 70%
Password Protect: OFF

4-15
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Overview

Start menu
options

CHAPTER 5

Start Menu

The Start Menu allows users to perform the following: set up the PowerVisafor
monitoring of an electrical system, load previously saved setups from card, and load
data from card.

There are three ways to set up the instrument for monitoring. The length of time to
monitor acircuit can vary from afew hours to afew weeks depending on the user
application.

» Automatic Setup automatically configures the instrument’s circuit type, voltage and
current channels, and parameter thresholds. The auto-configured setup enables users
to proceed directly with data monitoring.

» Wizard Setup takes the user through a series of screens prompting for information
about the circuit to be monitored. The unit automatically turns on the correct voltage
and current channels when user selects a circuit type. Parameter thresholds are
automatically set based on the line voltage and current values that the user enters.
Threshold limits for capturing events are also set according to the monitoring mode
selected.

» Advanced setup options (see Chapter 6) allow the user to modify trigger parameters
and intervalsthat were previously set up through Automatic or Wizard setups. Under
advanced setup, each channel must be turned on individually, but any combination
can be used. Threshold limits can be set to any value within the acceptable range.
The user can turn on any available parameter. Users have wider control over all setup
functions when using advanced setup options.

Selection of setup method typically depend on user application and extent of familiarity
with the operation of the intrument.

Monitor same circuit makes use of the existing setup for monitoring. If atemplate of
setups has been previously saved to the card, you may load it using the menu below.

L oad setup template from card enables you to use previously saved setups. If you wish
to load a previously saved datafile from the card, use the menu below.

L oad datafrom card allows you to transfer saved events from data card to the

PowerVisa

5-1



Overview, continued

Displaying Start Follow these steps to display the Start Menu.

Action... Result...

Menu

In this chapter

STEP 1: Press the PowerVisa On/
Off power button to turn the unit
on. The Home screen will be

displayed.

FowerYisa | Dec' 28 &4
Fi0l &5 e
:2.00- ME-Fires wo e &
Fowertiza Site
It 5 e
GEL: e s
= P rﬂ—F—_ —.
Scope Meter Harmonics Phasor
J =1
W =
: —x ==5
Trend Events Reports Preferences
= e — |
| START-SETUP
PVISAOO!

STEP 2: Press Start/Setup. The

Start Menu will be displayed.

Automatic fetup (Power Qualityl.

Wizard Setup.

HMonitor same cirouit.

Load setup ternplate from card.

Load data Fromn card.

T

MARK100
This chapter is divided into five sections:
Section Title See Page
A Automatic Setup 5-3
B Wizard Setup 5-5
C Monitor Same Circuit 5-24
D Load Setup Template from Card 5-34
E Load Data from Card 5-35




Overview

CH 5/ Start Menu

Section A

Automatic Setup

AutomaticSetup Automatic Setup is a one-stop process using pre-defined settings to set the unit
automatically. Users have the option to view the list of parameter settings, change
probe typesif current will be monitored, and/or proceed directly with data monitoring.
Follow these steps to perform Automatic Setup.

Action... Result...

procedure

STEP 1: From the Start Menu,
press Automatic Setup. The auto-
configured circuit type, nominal
voltage, current and frequency
values appear on screen. Data
card status and available space in
card are also displayed.

 To continue Automatic Setup
and begin data monitoring,
press OK. Proceed to Step 2.

» Toview thelist of parameter
settings for Automatic Setup,
press Summary. Proceed to
Step 3 on page 5-4.

 To display/change probe types
for current monitoring, press
Probe. Proceed to Step 4 on
page 5-4.

* Press Cancd to quit and return
to Start Menu.

= :
| Nuto-Confiz

Circuit Tupe: 3 Phase Wue
Maominal Maoltags: 120.00
Morminal Current: 30.07#
Mominal Frequeno: 60.00

Card Status: Empiy

Free Space: 32.00 MB

# Yerify if the select current probes are correct. To

change current probes, press the Prabe button

The instrument is now ready for monitoring, Trigger
parameters and thresholds are set to monitor poler
quality, Please rewiew the detected circuit for waliditu.

P ) =
Summary | Probe ” oK

| erasiscanird

/!
Cancel

MARK101a

STEP 2: The Monitoring Menu
screen allows usersto begin
monitoring immediately or at a
specified time and date.

» Tostart monitoring, press Start
Now!

Proceed to Section C Monitor
Same Circuit - Turning
Monitoring On/Off on page 5-24.

Start Mow?!

HMonitor uvsing 5tart and End tinnes.

Yiew Setup Summaruy.

Save Setup Template to Card.

HModify Trigoger Parameters and Intervals.

Enit

MARK123b

Continued on next page
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Overview, continued

Automatic Setup
procedure
(continued)

5-4

Action... Result...

STEP 3: Summary displaysthe
list of auto-configured parameter

* If using identical probetypefor
al Channels, pressto enable
Set Identical. The display will
change to show only one probe
selection for al channels. Press
Change to display the probe
typesavailable. Proceed to Step
5 on page 5-5.

» Press OK to accept probe
selection and return to Auto-
config screen.

* Press Cancel to disregard
probe selection and return to
Auto-config screen.

settings for auto setup. The setup Setup Summary
summary is available for review s (e
] | Mersion: Y Lel |
before, during and after |nstrument SM:  PHE_SIMBEEE |
monitoring. |Ereut: Toge S Ehase e =
ENDminaI Yolts: 2850
* PressUp/Down arrow keysto | | |Namndt Freauency:  enan
SCI‘0|| the page up or dOWﬂ by :Monitorlng Fode: Standard PR
one “ne {Frequency Tracking: Standard
) 15unc Input: YA
:Tracking Frequency [Mink ECEa Hz
° Press and drag the SCI'OlI bar to iTracking Frequency [Maxl: E5HA Hz
1 2 | —
move the page up or down. EEE:I; Fadtars: Yalts finps |";_w
» When done reviewing the e
Setup Summary, press Exit. e
The screen will return to Auto-
Config.
STEP 4: Various probe types are
available for each channel for
current monitoring. A [other, Scale: 1000 | 'ehange |
 Press Change to display the B Diiver, 5caie: 1000 ==
probe types available for each e
channel. Proceed to Step 5 on C |other, Scale: 1000 || thange |
page 5-5.
D :l]ther.. Scale: 1.000 | | Change !

S5et Identical

| oK Cancel

MARK101b

Other, Scale: 100D

( A
Change

(=== |
' Set ldentical
i._

| oK Cancel

MARK103b

Continued on next page



Automatic Setup
procedure
(continued)

CH 5/ Start Menu

Action... Result...

STEP 5: Select your desired
probe type.

displayed.

* Press -a— if you want to clear
and retype numeric values.

* Press x1000 to multiply the
value by 1000.

* Press Cancel to discard
changes and return to the
previous screen (screen shown
on Step 5).

NOTE USe the same pl‘ObeS for Current Probe Selection -
the following: TR2500 for Other, Scai= 100D e
TR2500A, TR2510 for TR2510A, | TR2500; 18A-588A AMS
e
TR2520 for TR2520A. imm SR8 MG -
* If the current probethat you are i
using is not on the list, select | AEAIE, BR-1506 - ALt
Other. Then press Scale to {nC-DC, BA-15889 AMS
define the CT scale factor on !m.,l._..,_ (R
ge Clél’l‘ent probe. Proceed to i, sesa A [
ep 6. = . =
| Zcale 1 oK 1 Cancel !
* Press OK to accept probe . - —
selection and monitor current.
» Press Cancel to retain previous
probe settings and return to
previous screen.
STEP 6: Y ou need to set the CT
scale factor when using a current Lurrent Probe Selection o
probe that is not on the list. Other, 5c3 ( ) i
Pressing Scale will show the |thas00; 1d ——
numeric window to enter the CT | || s of (10 (@) B8] 50|
scale factor on the current probe. |mm A= ) ETTL
UsethekeypadtosettheCTscae | || | [a’ [ [g °
factor. See sample scale factor e
calculation on page 5-10. (FEDC.ER) UGS NN |
| TR20198, ff —8 —— —— oK
» Press OK to accept the CT lizoz, «{ (TR @0 ? : [
scale factor value. The Current el e
Probe Selection screen will be T Seale | Ok | Cancel |

MARK101b




Overview

Overview

I ntroduction

Monitoring
modes

5-6

Section B
Wizard Setup

Wizard Setup guides the user through the circuit setup step-by-step, via a series of
screens prompting for information about the circuit to be monitored. The unit
automatically turns on the correct channels, sets the parameter thresholds and
waveform capture settings depending on the detected circuit type, nominal voltage and
current values, and monitoring mode specified by the user.

The PowerVisa allows users to monitor eventsin the following setup categories:
Standard Power Quality, Long-term Timed Recording, Continuous Data L ogging, and
EN50160 Power Quality mode. Selecting any setup category automatically sets trigger
and capture conditions. Advanced users are free to mix and match settings (see Chapter
6 Advanced Setup Options).

Standard Power Quality, Demand, Energy: The PowerVisa algorithms automatically
evaluate existing rms and waveform conditions to optimize setups to reliably capture
data. Thisfeature ensures that the first-time user gets the expected results, while
providing the experienced user with the ability to tweak settings for specific
applications. Either way, the necessary data used to identify critical events and
optimize mitigation solutions is recorded into the data card as it occurs.

Long-term Timed Recording, Demand, Energy: Performing a statistically valid power
quality energy survey requires the capture of a set of basic data over an extended period
of time. The PowerVisais designed to facilitate long-term monitoring by collecting
min/max/avg data at each pre-determined interval in order to perform post-process
harmonic and other events analysis. It isalso designed to be left unattended in the field,
recording statistically representative data for long-term analysis. Using the Dranetz
lockabl e portable case option or other available enclosures, power quality studies

can be carried out in harsh weather environments.

Continuous Data L oggding, Demand, Energy: This logs the rms and power values once

per second for totally gaplesslogging. Cyclic triggers are disabled. No waveforms are
recorded in this monitoring mode.

Continued on next page



I CH 5/ Start Menu

Monitoring
modes
(continued)

I'n this section

EN50160 Power Quality: EN50160 monitors and reports Quality of Supply (QOS)
compliance as specified by the EN standard. The seven parameters required by
EN50160 to determine QOS compliance are: Power Frequency, Supply Voltage
Variations, Flicker, Supply Voltage Unbalance, Harmonic V oltage, Interharmonic
Voltage, and Mains Signalling. A full discussion on EN50160 is found on Chapter 8
Reports.

The following topics are covered in this section.

Topic See Page
Current Probe Selection 5-8
Scale Factor Setup 5-10
Circuit Type Selection 5-12
Nominal Values 5-14
Mode of Operation 5-17
Monitoring Mode 5-18
Advanced Options 5-19
Site Name/Memory Card 5-20
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Current Probe Selection

Current Probe Selection

Selecting
current probe

Follow these steps to monitor current and select probe type.

STEP 1: From the Start Menu,
press Setup new circuit.

* If current will not be
monitored, press Next. Go to
page 5-10.

« |If current will be monitored,
press Changeto display the
probe types available for each
channel. Proceed to Step 2.

* If using identical probetypefor
al channels, pressto enable Set
Identical. The display will
change to show only one probe
selection. Press Change to
display the probe types
available. Proceed to Step 2.

* If you want to enable/disable
current channels, pressto
select/deselect Enable
Currents.

* Press Cancd to quit and return
to Start menu.

Action... Result...
Lurrant

Scale " f 1
Factars H [Other, Scale: 1.000 | L Change
Ciruit

Tupe B I T |
S DOther, Scale: 100D || Change
Yalues

Hude of E IF]lher. Scale: 1L.000 | Change !
Dperation — .
Honitoring ; T 1
Hode D Other, Scale: 1.000 |Il Change
Rdvanced i o
Opkionds [y =N

YRR o "E Enable Currents —H‘_ Set Mantical
Carid ) A

(e Ty
| Hext Cancel

MARK101

Scale

Factars FI B E D:

Circuit

-

Tupe [Dther, Scale: 100D

I 1
| L Change

Haminal
Yalues

Hode ol
Dpéeration

Honitormg
Hode

Rdvanced
Oipkions =
"l:; Enable Currents

HMainbry

Carid .

=
LE Ser ldentical

MARK103
STEP 2: %IeCt your des red Current Probe Selection
probe type. iT:
Other, Scale LOOD |
NOTE: Use the same probes for | vnzs06, 1on-c00m 51 .
the following: TR2500 for I———— =
TR2500A, TR2510for TR2510A, | b
TR2520 for TR2520A TR2520, 20EA-3888A AMS
' IHE/DE. BA-158A RS
o |If f[he (_:urrent probef[hat you are i"mc' R A
uos;l:ir‘:g IS_P}?t on the I;télse!teCt | TR2019B, 1A-200R RHS
er. Then press eto | : -
define the CT scale factor on bzl los
the current probe. Proceed to | scale | 0K | Cancel
Step 3 on page 5-9. MARK104

Continued on next page



Selecting
current probe
(continued)

Other relevant
information on
current probes

CH 5/ Start Menu

Action... Result...

STEP 2: (continued)

* Press OK to accept probe
selection and monitor current.

 Press Cancel to retain previous
probe settings and return to
previous screen.

STEP 3: You need to set the CT
scal e factor when using a current
probe that is not on the list.
Pressing Scale will show the
numeric window to enter the CT
scale factor on the current probe.
Usethe keypad to set the CT scale
factor. See sample scale factor
calculation on page 5-10.

* Press OK to accept the CT
scale factor value. The screen
shown in Step 2 will be

displayed.

* Press -w— if you want to clear
and retype numeric values.

* Press x1000 to multiply the
value by 1000.

* Press Cancel to discard
changes and return to the
previous screen (screen shown
on Step 2).

Current Probe

Selection

Other, Sc3

:Tll25l]l].. 14
|

iTlI251ll. BH
TR2520, 3

AC-DC, BR

|RC-DC, B8R
|

| TR20198, 1}

| TR2021, 1A

&

TR (R
+

|
I

I

=
|

e

1 B oy
| K
— — — 1 !
W B | #1000
o SN (NS
N K
b W W
4 8 g9
== == &= oK
W W —
+, [y
| B | /— | Cancel
———— s
| Seale | [T

Il
| Cancel
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Refer to Chapter 2 Voltage Measurement Cable and Current Probe Connections for
illustrations of typical current probes and for guidelines on how to connect current

probes.

Refer to Appendix A for descriptions and part numbers of probes and adapter cables.

Refer to Appendix B for Dranetz current probes technical specifications.




Scale Factor Setup

Scale Factor Setup

What isa scale
factor?

When to use

Non-Dranetz
equipment

Sample
calculation

5-10

A scalefactor istheratio of the input to output for aparticular current transformer (CT)
or potential transformer (PT). A scale factor is entered in the unit and then multiplied
automatically by the measured voltage or current so the unit displays the correct values,
asreferenced to the primary side, rather than the secondary side of the PT or CT.

NOTE: If voltage and current connections are made without using any of the above
named devices, the scale factor should be set to 1.

Scale factors must be entered for the following conditions:

* A Dranetz current probe is connected to a permanently installed CT.
» The current connections are made using a Dranetz | SO box.

» The voltage connections are made using a PT.

Refer to the CT name plate or to the manufacturer’ s literature to determine the scale
factor.

The scale factor for asingle CT or PT is calculated from its step-up or step-down ratio.

Example of step-down ratio
If acurrent transformer has a step-down ratio of 1000A:5A, therefore:
Scale Factor = 1000/5 = 200

Example of step-up ratio
If apotential transformer has a step-up ratio of 1V:10V, therefore:
Scale Factor = 1/10=0.1
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Scale factor After setting up current probe configurations, the Scale Factor screen is displayed.

setup screen
Action... Result...

STEP 1: From the Current Probe
Selection screen, press Next to P -
display the Scale Factor Setup. s o )
JCahe olts mps
« If voltage and current Cireul R [lnom Lo
connections are made without Heminai B | |
using any current or potential e gLom grooe
transformer devices, the scale Operation | | 1 FEO [frone )
factor is set to the default value | | [{zterine ! ;
of 1. Press Next and go to page navancea || D [nooo | |[s.oo0
5-11. gt
« To enter new scale factors, = - — ‘ 2
press the numeric field of the i, st st
V olts/Amps channel where you MARII09
want to enter new scale factors.
Proceed to Step 2.
* Press Cancd to quit and return
to Start menu.
STEP 2: Enter anew scale factor
value using the numeric keypad. (i o — -\
Press OK to accept the new scale
factor.
Circuit
* Press -a— to clear and retype THRe D .
numeric values. e e —
Hode of T ? ? (b
* Press x1000 to multiply the Phétavion| P P
value by 1000. vede | GER TER TER
Rdianeed li li Li (e
« Press Cancel to discard Setiraa o o R
changes and retain previous cad | P SN R
scale factor value, and return to 5 L e m.:ﬁm-w
Scale Factor Setup screen. - —
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Circuit Type Selection

Circuit Type Selection

Circuit setup

5-12

The PowerVisais able to display wiring diagrams from which users can select the
circuit type appropriate to their application. The instrument will display the detected
circuit configuration and compare the detected voltages, currents, and phase sequence
(if applicable) to the selected circuit type. Refer to Appendix E for the descriptions of

common circuit connections.

Action... Result...

STEP 1: From the Scale Factor
Setup screen, press Next to
display Circuit Type Selection.
Read the Warning advisory, then
press Accept to display the menus
for circuit selection.

» To select acircuit
configuration, press the Ckt
arrow keys until the desired
configuration is displayed.

An auto circuit detection window
isdisplayed to show if selected
circuit type and the detected
voltages, currents, and phase
sequence match (text in green) or
do not match (text in red).

When done with Circuit setup,
press Next. Go to page 5-14.

* Real-time Scope and Phasor
screens are available. These
functions help verify if the
wiring configuration matches
the circuit being monitored.

Press Scopeto check if the
waveforms ook correct for the
specified wiring setup. Proceed
to Step 2 on page 5-13.

Press Phasor to view if phasor
display match those expected
from the specified wiring
diagram. Proceed to Step 3 on
page 5-13.

* Press Cancel to discard
changes and return to Start
menu.

S
F i

Ha
Ya

5 11]
Op
Ho

Ry

WARMING? Improper connection of this
instrument could result in the loss of life,
rphusical harm or a fire hazard

Also, connection of this Instrument must be
performed in compliance with the Hational
Electrical Code (ANSI-HFPA 7E-26865) or any
aother additional safety requirements apelicable
to your installation.

Installation, operation.. and maintenance of this
instrurnent must be performed only by gualified
personnel.

The Hational Electrical Code defines a gualified
person as one familiar with the construction and
operation of the eguipment and the hazards
inuvoleed.

[
Accept
| S—

v

MARK107

Current

Probe

Scale
Factars
Hominal
Yalues
Huode of
Dperation
Honitarmg
Hode ] | | | |
| Scope | Phasor | Ckt * | Chkt +
Rdvanced - = -
Options Detected as 2 Phase Wye
Valtage O Sequence CCW (ABC)
Hemory Current 0K

Card

-,
2 Phase lalye

o

Prev

il | W |
| Hext | Cancel

MARK108

Continued on next page




Circuit Setup
(continued)

CH 5/ Start Menu

Action... Result...

STEP 2: Scope mode allows users

Type Selection screen.

to verify if waveforms look q 1207 ym
correct for the specified wiring 003 0N
S B 5 X8
 To check input range, press R
CkRng. The Input Range C Sods nm
screen displays the detected D 8985 ve
range for voltage and current 9.985 A8
channels A, B, C, and D. 'srggaueuﬂ:g
» Theinstrument registers a - -
50000 ¥.-Diw 12.50 A-Div
message on the Input Range — . —
screen that corresponds to the e L1 it ind, aloiot
detected input range for each v MARIET
channel:
Input Range Description A 3607 am m m
OK Within Range g 1203 vof ki < /
OVER Over Range . T
UNDIES Under Range G 1203 YWl g ok 10z 0K 103 Mg /
N/A Channel Disabled R ey ARV
CLIP Clipping D e :E € 0K 10% 0K 103 “__F'#/)
0 DK O 0K 0%
« When done checking theinput | | £as e e //
range, pressOK toreturntothe | | %™ — i
SCOpe mOde screen. Once in 50.00 ¥.-Diw : 12.50 A-Diw
Scope mode screen, press Exit | et ottt il i
to return to Circuit Type MARK205
Selection screen.
STEP 3: Phasor display shows a
graph that indicates phase A g dee P PR
rel ati ops between voltage and B2y 02 ia E\
current.
CEGLRE -
For more information on phasors, 9985 ¥ @ 380.0° M
. 9985 H g 360.0°
refer to Chapter 3 View Red o rallblin
Time Data - Section D Voltage Imbalance
and Current Phasor. ers i
) Pos TE:E 48.B
» Press Demo to show animated Nes 58.4 12.3
phasor rotations. P/H 65.5% E2.3% =
Z-N {B2.9%md8.6%
* Press Exit to return to Circuit e E
MARKZ4.
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Nominal Values

Nominal Values

Frequency,
voltage and
current settings

5-14

The Nominal Values screen allows users to enter values for frequency nominal line
voltage and current, or use the computed nominal values displayed on screen.

Action... Result...

STEP 1: Nomina Vaues screen
appears as users prepare the
instrument to record data. From
the Circuit Type Selection screen,
press Next to display Nominal
Vaues.

* If the computed nominal values
are accepted without change,
press Next. Go to page 5-16.

» To enter anew nominal
Frequency, Voltage and/or
Current value, pressthe
corresponding button and
proceed to Step 2.

 To set the propertiesto track
frequency of a monitored
system, press Tracking.
Proceed to Step 3 on page 5-14.

* Press Cancd to quit and return
to Start menu.

Current
Probe
Scale

Factars

Circuit
Tupn

Huode of
Dpéeration

Haonitoring
Hode

Rdsyanced
Uptions

Hemory
Card

The computed nominal walues for frequency,
waltags and current [(iF snabled) are sholan
on the screen. Make sure that the nominal

walues are correct. These wvaluss will

basis for setting default threshold and other

parameters for monitoring.

b

1

Frequancy: 6i.00

Hz

|

Yoltage: Yolts

]

Current: 30.04 RAmps

L

——)
Tracking

bnz the

o

[ 1
| Prev 1 Hext

-
1'[ Cancel

MARK110

NOTE: Make sure that the nominal values
computed by the PowerVisaare correct. Nominal
values are used as basis for setting default
thresholds and other parameters for circuit

monitoring.

STEP 2: Enter anew nominal
Frequency/V oltage/Current value
using the numeric keypad. Press
OK to accept the new value.

» Press ¢ toclear and retype
numeric values.

* Press x1000 to multiply the
value by 1000.

» Press Cancel to retain previous
nominal values and return to
Nominal Values screen.

Curraent | = ™y
Probe ;
Scale
Fuctars ( _ ) puzncs
Cirzuit rrinal
Tupn i 1 e the
1 E 3 % }d other
i | ||
|
| #1000
Huode of e
Dperation | 4 | 5 | E
Honitoring |
Hode ? E E
Rdyanced | | K [ ok
Ontions
I R (R I—
!_!-:mr»f ] - B +L/ .J_‘
Card | | | Cancel )
b Al )
Prev | Hent | Cancel
MARK110b

Continued on next page
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Frequency,
ot et st
current settings
(continued) STEP 3: Tracking allows usersto
set parameters to monitor changes
in frequency. Currenr— N
Probe Select Freguency Tracking Parameters:
Voltage Class. seale | [ standard titiity Power Line) ’
Check to select the power system ] =
that define the voltage range of Tupe F Fast (Locsl Generator) e
distribution of the monitored [Srmin R—
SyStem T lE Internal ;9.1
° Standal‘d VOItage range iS 16‘ ::ns.-. Sync Channel: Tracking Range: =
PowerVisaHz. Hode 5 chavaie Hine rﬁ Hz
« Fast voltagerangeis 16-65 Hz. | | A% = e
« Internal usesthe nominal Hesmal T enovers e |foson | we
frequency when making == R
measurements where no i - ———ancel
reference signal is available. MARKL10c

NOTE: Alwaysenter anominal
frequency that matches your
line frequency. This ensures
that if the PowerVisaloses
external sync, it will have a
corresponding internal sync.

Sync Channel:
Check to specify the external sync

mode to show which channel the

signal is connected to. See page

5-16 for more details on

frequency synchronization.

* ChAVolts: WhensettoCh A,
the PowerVisa attemptsto sync
to an incoming voltage signal.

e ChDVolts: WhensettoCh D,
the PowerVisaonly attemptsto
sync to voltage Ch D.

Tracking Range:

The Min and M ax refer to the
range of frequencies that the
phase locked loop will “hunt” if
syncislost. See page 5-16 for
more details on frequency
tracking.

* Press OK to accept new
frequency tracking settings.

* Press Cancd to quit and return
to Nominal Vaues screen.
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Nominal Values, continued

Frequency
synchronization

Frequency
Tracking

5-16

Normal frequency synchronization (sync) of the PowerVisa analog signal processing
circuitsis controlled by analyzing the external AC voltage signal input on channel A.
Loss of external sync causes the PowerVisato poll other valid voltage channels (A, B,
or C) for an alternate external sync. If none exists, then internal sync is automatically
selected. The frequency used for internal is entered under Frequency on the Nominal
Values screen (see page 5-14).

Depending on the type of circuit configuration, the instrument will attempt to
autosearch to sync to any valid voltage channel. The autosearch function will be
disabled when users specify sync mode Ch D Valts. Typically, external sync on Ch D
is specified if it is known that signalson A, B or C are inappropriate for use as a sync
source (i.e. the frequency is unstable or DC). A low distortion 50, 60 or 400 Hz signal
can beinput to Ch D and used as a sync signal.

NOTE: Failure to connect an external sync or to select an internal sync during current
monitoring will result in erroneous data being collected and displayed.

Tracking determines how the phase locked loop circuitry responds to sudden changes
in frequency.

Standard mode: On anormal power quality application [Standard], the system is
designed to “ride through” voltage changes to keep tracking the fundamental frequency
even in the absence of voltage.

Fast mode: When operating on alocal generator [Fast], the frequency will vary more as
loading changes occur. The Fast mode allows the instrument to follow these changes
more closely.

Internal mode: In cases where no reference signal is available (such as DC monitoring),
the Internal setting is used to set the sample rate.
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Mode of Operation

Basic meter After entering the correct nominal valuesfor circuit monitoring, users have the option
setup to set the instrument to record data or use the instrument as a meter.

Action... Resault...

STEP 1: From the Frequency

Tracking screen, press Next to probe. b

dl Splay the MOde Of Operatl on. i"-i:’.:s.t The instrurnent 5 now configured for your

Li‘ll'u" ¥‘i£n‘?a::atun and is ready to use as a meter.

* TO Set Up the inStrument to ":“”t x T=1 Continue and set limits to record
record da[a, press to enable :;:::I::'i LE events and statistical data.
Continue and set limitsto LA | =

L. AT Use as a meter.
record events and statistical Mordtiting| |
data. Press Next and go to Rase
page 5-18. Dotions
HMainbry

- Tousetheinstrument asa = - = : 4
meter, press to enable Use as a i it i
meter . Proceed to Step 2. MARI09

* Press Cancel to discard
changes and return to Start
menu.

STEP 2: The instrument is now

configured for your specified Current ™

wiring setup andisready touseas | | "

ameter. L [ B e

Circult You can:
Tupe

> PIESIAMED 1D 3= et | ) oo e e
instrument as a meter and -
return to Home screen. S | [F7) vee 20 2 mster.

Honitorimg
Hode

* Press Cancel to discard meter Rdvanced
mode operation and return to S
Start menu. Card [ X

i Prev 1; Finish "[ Cancel |
MARK109b
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Monitoring Mode _

Monitoring Mode

Choose a The PowerVisa provides four monitoring modes of operation from which to monitor
mogitoring and capture data relevant to user application.
mode

Action... Result...

STEP 1. From the Basic Meter
screen, press Next to display the P
different Monitoring Mode o

SetupS. EJT:I-_‘..;-. Standard Power Quality, Omd, Eng.
';':';"“: L Long—term Timed Recording, Dond, Eng.
 Check to select your desired Homiaal
Values Continuwous Data Logging, Dmd, Eng.

monitoring mode setup. Press
Next and go to page 5-19.

mll=]il:

Huode of
on

Dper EHS0160 Power Quality.

 Press Cancd to quit and return

Rdwranced

to Start menu. Opkions
Eard | L y
| Prev 1L Hext "l Eam:el_“
MARK11
Monitoring Standard Power Quality, Demand, Ener gy optimizes the instrument to collect data
mode for troubleshooting using standard power quality parameters, with numerous trigger
descriptions conditions set.

Long-term Timed Recording, Demand, Ener gy sets the instrument to use periodic
measurements only. This setting is used for long-term statistical studies and
benchmarking field-based equipment testing and evaluation. No triggers are set so only
trended values are available.

Continuous Data L ogging, Demand, Ener gy sets the instrument to log rms and
power values once per second until memory isfilled or for specified time period.

EN50160 Power Quality monitors and reports Quality of Supply (QOS) compliance
as specified by the EN50160 standard. A full discussion on EN50160 is found on
Chapter 8 Reports.

NOTE Users can override the default settings to customize the instrument to their application.
For the default settings of parameters in each monitoring mode, see Appendix B
Technical Specifications - Parameter Settingsin Each Monitoring Mode on page B-10.
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Advanced Options

CH 5/ Start Menu

Advanced setup After selecting amonitoring mode, the system is now ready to begin monitoring and to
record datain card. Prior to actual monitoring, users have the option to accept the
default threshold settings and proceed with monitoring, or to review and/or modify

options

monitoring settings.

Action... Result...

STEP 1: From the Choose
Monitoring Mode screen, select
monitoring mode, then press Next
to display Advanced Options.

« |f the default settings for the
specified monitoring mode are
acceptable without change,
press Next. Go to page 5-20.

» Toreview and/or modify
default threshold settings, press
the desired parameter on
screen. Go to Chapter 6
Advanced Setup Options.

* Press Cancd to quit and return
to Start menu.

The following screen will appear if the selected

monitoring mode is non-EN50160:

Current ™y
Probe
Scale E & .
U riabs The limits for capturing events are now set
5 according to the monitoring mode that wou
Circult selected. Press Mext ¥ Jou wish to
Tupe continue with the default, or use the keuys
E below o modifu:
Haminal
Yalues 5 =
[T Transient [ ' Characterizer
Hode of Limnik Dptions
Dperation
Monitoring | RMS ¥ariation [T Journal
Hode | Limnit Limnit
[T Waveform [T Journal
1 Capture Interval
N -
1 i ¥
| Prev | Hext | Cancel

The following screen will appear if the selected
monitoring mode is EN50160 Power Quality:

MARK112

Current ™
Probe
Scale E & .
Flirtars The limits for capturing ewvents are now set
i according o the monitoring mode that you
Circult selected. Press Mext ¥ you wish to
Tupe continue with the default, or use the keuys
E belaw to. modify:
Hominal
Yalues
Hud ¥
Operation | | [ EMS0160
L Dptions
Honitorimg
Hode
A
| | il Wi |
| Prev | Hemt | Cancel

MARK11

See Chapter 6 Advanced Setup Options for a detailed discussion of each threshold
parameter displayed in the Advanced Options screen.
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Site Name/Memory Card I

Site Name/Memory Card

Whereyou can  PowerVisa uses the Compact Flash data card as primary storage for data. It
save data automatically saves datain the card when monitoring is on. The Compact Flash card
must be installed in either data card Slot 1 or Slot 2 in order to record data.

NOTE: Although the unit is able to detect availability of data card in either slot,
Dranetz strongly recommends the use of only one card slot (one data card) at atime.

Datacard size  PowerVisarequires a Compact Flash data card with minimum storage capacity of
32MB, maximum of 128MB. See Appendix A Optional Accessories for the part numbers
of Compact Flash cards supplied by Dranetz.

NOTE: Dranetz Compact Flash data cards have been tested to work properly with
PowerVisa. Non-Dranetz Compact Flash cards may not be compatible with the
instrument and cannot be supported by Dranetz Customer Servicein case
problems arise. Users are advised to use only Dranetz parts and accessories.

Filename The following files are created on the data card: filename.set for setups template and
filename.ddb for saved events. The maximum allowable length for asite/file nameis 32
characters.

Data card screen Before monitoring begins, the Site Name/Memory Card screen is displayed. The screen
reports the current operational status of the data card.

" Site Mame- Memory Card |

Site Mame:

Power¥isa Site Change

Hominal Memory Card

Values
Free Space: 32.00MB
Status: Empty

Press Finish to continue or: -

Honitoring
FHode

]
Rdvanced i Format card (Data wil be erased)

Opkions
pRSEN S 1 A

=
| Memory Card Contents

i Prev 1" Finish '[ Cancel |

VISA113

Data card status The following messages may appear in the data card status line.
messages

Status M essage Description
Not Inserted Data card not inserted or not detected. Insert avalid data card to
proceed.
Empty Data card is empty.
Contains File Data card presently contains files.

Continued on next page
5-20



Data card status
messages
(continued)

Data card
operation

CH 5/ Start Menu

Status M essage Description

Fragmented A fragmented FAT was detected. Monitoring cannot proceed with
afragmented data card. Either change the data card or format to
continue.

Unformatted Data card is not formatted. Format the data card or replace with a
different card to continue.

Invalid Card Datacard is not valid for monitoring. Change the data card to
proceed.

STEP 1: From the Advanced
Options screen, press Next to
display data card status.

« If the default filenameis
acceptable without change, and
if the card is formatted to save
data, pressFinish. Thesytemis
ready to begin monitoring. Go
to Section B Monitor Same
Circuit - Turning Monitoring
On/Off on page 5-24.

» Press Changeto enter anew
site/file name. Proceed to Step
2 on page 5-22.

* Press Format card to format
the data card.

NOTE: All dataand setups
stored in data card will be lost
when you format the card.
Copy any filesthat you want to
save to a computer first before
formatting card.

* PressMemory Card Contents
to view list of datafiles stored
in card.

* Press Cancel to discard
changes and return to Start
Menu.

The data card screen prompts usersto set filename and format card in preparation for
monitoring and writing of data.

Action... Result...

Curraent
Probe
Scale
Factars

Power¥isa Site

Circuit
Tupie

Hominal Hermory Card
Yalues

Hode of

Honitoring
Hode

Rdvanced
Options

i

Free Space: 32.00ME —— —

: 4 ﬂ
Doaration Status: Emptu el e

Press Finish to continue o
| Format card (Data wil be erased)

—
|| I Mermory Card Contents.

O Free Spoce:s 100000
B Used Spoce: 009

A

- i Y o |
| Prev L"‘_III_ISII ll:arncel

VISA113

Continued on next page
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Site Name/Memory Card, continued

Data card
operation
(continued)

STEP 2: Enter anew siteffile
name using the onscreen
keyboard. Press OK to accept the
new site/file name.

» Press Shift to enter a character
in uppercase.

* Press CAPSto enter all
charactersin uppercase.

* Press Spaceto enter aspace in
between characters.

* PressClear All to delete the
entire name on the space
provided.

* Press -w— to erase acharacter.

» Press Cancel to retain the
default site/filenameand return
to Site Name/Memory Card
screen.

Action... Result...

PowerVisa Site_

CRPS z x

Clear Al

ok

Shift

Cancel

VISA114

Writing setup

templateto data the data card. Configurations and setups include the following:

card

NOTE: The filename extension for the setup template is SET, i.e. filename.set.

Present circuit type
Present scale factors
Thresholds

Waveform capture settings
Interval for timed readings
Site name

Saving setups template means writing current configurations and threshold setupsto

5-22
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Guidelineson  The PowerVisatreats the Compact Flash card like a hard disk storing filesin DOS
filedatatransfer format. For successful card datatransfer, keep the following pointsin mind:

» PowerVisa supports a maximum DOS directory size of 128MB. Minimum required
Compact Flash data card size is 32MB.

» Compact Flash cards allow usersto store multiple files in one card. The Site name
will be used as the filename for record files (i.e. if the site name is PowerVisa Site,
the filename will be PowerVisa Site 00.DDB). A number is automatically appended
to the name such that filenames are automatically incremented every time the user
starts monitoring with that same filename.

» PowerVisadoes not support file fragmentation. When creating afile, it will take the
largest contiguous block and use that size block for data storage. Deleting files from
the memory cardis NOT RECOMMENDED. When there is no more space available
to begin new data storage, reformat the card using the PowerVisa, after transferring
datafiles to a computer.
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Overview

Overview

I ntroduction

Monitoring
options

I'n this section

5-24

Section C

Monitor Same Circuit

Menu options for monitoring become available only after setting up the instrument or
from reading a setup template from the data card. Users can monitor the same circuit,
and configure combinations of setups unique to their task applications.

Users have the option to begin monitoring immediately or at a specified time and date.
The Monitoring Menu also allows users to do Advanced setups via the Maodify Trigger
Parameters and Intervals option. Unlike the Automatic and Wizard setup procedures,
Advanced setup allows users to change parameters and enter new limits to capture
events. A full discussion on modifying threshold settings is found in Chapter 6
Advanced Setup Options.

The following topics are covered in this section.

Topic See Page
Turning Monitoring On/Off 5-25
Monitoring at a Specified Time and Date 5-28
Modify Trigger Parameters and Intervals 5-32




I CH 5/ Start Menu

Turning Monitoring On/Off

Start/Stop Follow these steps to start and end monitoring.

monitoring
Action... Result...

STEP 1: From the Automatic
Setup screen, press OK to start
monitoring (see page 5-3). The
Monitoring Menu screen will be
displayed.
OR
STEP 1: From the Start Menu [
screen (see page 5-2), press
Monitor Same Circuit. |
NOTE: Monitoring Menu screen
will only be available after setting | Save Setup Template to Card,
up the instrument or from reading
asetup template from card. i
OR MARK12
STEP 1: At the end of the Wizard
Setup, the Site Name/Memory
Card screen prompts usersto
press Finish so asto start
monitoring (see page 5-21). The
Monitoring Menu screen will be
displayed.
 Tostart monitoring, press Start
Now! Proceed to Step 2 on
page 5-26.

» Toset monitoring at a specified
date and time, press Monitor
using Start and End times.
Go to page 5-28.

» To modify parameter settings,
press Modify Trigger
Parametersand Intervals.
Proceed to page 5-32.

» Toreview the present setups,
press View Setup Summary.
Proceed to Step 5 on page 5-27.

* Press Save Setup Templateto
Card to write setups to card as
template for future use.

* Press Exit to cancel and return
to Home screen.

Start Mow?!

HMonitor using Start and End tinnes.

HModify Trigoer Parameters and Inteirvals.

Yiew Setup Summnary.

Continued on next page
5-25



Turning Monitoring On/Off, continued

Start/Stop
monitoring
(continued)

5-26

Action... Resault...

STEP 2: While the instrument is
actively monitoring data, the
message MONITORING
STATUS: ON appears on the top
section of the Home screen (see
NOTE).

Users cannot change the time and
date nor perform data card
operationswhile theinstrument is
actively monitoring data.
However, the rest of the function
keys, including date style and
clock style, are operable even
while monitoring statusis ON.

» To end monitoring, press Stop.
Proceed to Step 3.

Dec. 2@ B4

aH 2
S01ag, Des 20 04 T

W

Harmomnics Phasor

h =) €D
- | | .—-rl |
- | et —'I'?.r—*ﬁ
Trend Events Reports Pr‘elerences

=
I

PVISA122

NOTE: The following status messages are displayed
after monitoring is turned on.

MONITORING STATUS: ON (monitoring will continue
until Stop is pressed or when specified end timeis
reached; START TIME and date are displayed while
monitoring is on)

CIRCUIT TYPE: xxxxxx (default or user specified)
MEMORY CARD: x% (remaining space in the data card
in percent)

FILENAME: User specified or PowerVisa Site xx..ddb
(where xx increments every time data is saved using the
same file name)

EVENTS SAVED: xx (counter on the number of events
saved to the datacard; CY CLES SAVED appearsinstead
of Events Saved if characterizer is set to None (Raw
Data) - see page 6-15)

JOURNALS LOGGED: xx (counter on the number of
timed readings recorded)

STEP 3: Stop Monitoring Menu
confirms whether users want to end
monitoring, cancel monitoring, or
view present setups.

 To turn monitoring off, press Stop
Now! Thiswill save any pending
data and close the file. Proceed to
Step 4 on page 5-27.

» To cancel monitoring, press
Abort. All data collected will be
lost when monitoring is aborted.

e To view setups, press View
present setup. Thiswill not save
any monitoring parameters.
Proceed to Step 5 on page 5-27.

 To continue monitoring, press
Exit.

Yiew present setup.

e
. Exit
MARK123

Continued on next page



Start/Stop
monitoring
(continued)

CH 5/ Start Menu

STEP 4: When monitoring ends,
the message MONITORING
STATUS: DONE appears on
screen (see NOTES).

» To capture anew set of dataor
to edit threshold settings, press
Start. The Start Menu screen
will be displayed. Go to page
5-2.

» Toview recorded data, press
Trend, Events, or Reports. Go
to Chapter 7 View Event Data.

DOHE

Foweriisa Site
103

i o

Preferances

Events

Raports

START-SETUP

PVISA124

NOTE 1: The message MONITORING
STATUS: DONE appearsto indicate that
monitoring is completed and active recording is
disabled.

NOTE 2: The Events button will display dataif
periodic measurements at regular intervals are
available or if thresholds have been crossed. See
Chapter 7 View Event Data.

STEP5: Press View present setup
to dislay the parameter settingsin
effect. Setup summary is
available for review before,
during, and after monitoring.

* Press Up/Down arrow keysto
scroll the page up or down by
oneline.

* Press and drag the scroll bar to
move the page up or down.

» When done reviewing the
Setup Summary, press Exit.
The screen will return to the
Stop Monitoring Menu options
on page 5-26.

Setup Sumnmary
| t
| Mersion: Y¥Len s
| Instrument SoM: PRE_SIMaaaa
| Site Marne: Paoeriiisa Site
| Circuit Tupe: 2 Phase Wue | |
(Horninal Moits: S8.58
|Mominal Amps: 16.62
| Mominal Frequency: EE.86
;Monitorlng Fode: Standard PR
1
{Frequency Trackina: Standard
1 5unc Input: VA
:Tracking Frequency [Mink ECEa Hz
iTracking Frequency (Maxl: B5AA Hz
|Scale Factors: Yalts Arnps | —
|Channel  A: 1668 1.68& |_-‘_
[—rrr—
. Exit
VISA123
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Monitoring at a Specified Time and Date

Monitoring at a Specified Time and Date

Schedule
monitoring

5-28

Follow these steps to set monitoring at a specified time and date.

Action... Result...

STEP 1: From the Automatic Setup
screen, press OK to start
monitoring (see page 5-3). The
Monitoring Menu screen will be
displayed.

OR

STEP 1: From the Start Menu
screen (see page 5-2), press
Monitor Same Circuit.

NOTE: The Monitoring Menu
screen will only be available after
setting up the instrument or from
reading a setup template from the
memory card.

OR

STEP 1: At the end of the Wizard
Setup, the Site Name/Memory Card
screen prompts users to press
Finish so asto start monitoring (see
page 5-21). The Monitoring Menu
screen will be displayed.

» To set monitoring at a specified
date and time, press M onitor
using Start and End times.
Proceed to Step 2.

For functional descriptions of the
other buttons, refer to Section C
Monitor Same Circuit - Turning
Monitoring On/Off on page 5-25.

Start How!

HMonitor uwsing 5tart and End timmes.

HModify Trigger Parameters and Intervals.

Yiew Setup Summnary.

Save Setup Template to Card.

Exit

MARK12

STEP 2: The PowerVisawill
monitor and collect data using
either of the following monitoring
schedules:

* PressStart & End timeto
specify the date/time when the
unit will begin and end
monitoring. See page 5-29.

* Press Time Interval to specify
the length of the recording
interval for each file, and the
time/date to start monitoring
interval. See page 5-32.

 Press Cancel to quit and return

to the monitoring menu.

]

Start How!

HMonitor Using:

Start & End tinne

Time Interval

T—
| Cancel

Save Setup Template to Card.

r—
Exit

b

MARK125a




I CH 5/ Start Menu

Monitoring Y ou can specify the date and time when the unit will begin and end monitoring.
using start &

end time Action... Result...

STEP 1. When monitoring using
the Start & End timeschedule, the
current date and time (set to the
next full hour) are displayed on
screen.

» Start at: indicates the date and
time when the unit will begin
data monitoring.

» End at: indicates the date and
time when the unit will stop data

monitoring. Dec 2@ B4 14:5B8:48
By default, the system will =
automatically end monitoring one it i
week from the time/date VISALZS
monitoring starts. However, users
are allowed to specify their own
time/date when they want to stop
monitoring.

Start at: Dec 20 04 I 15:00:00

End at: Dec 27 04 | 15:00:00

For example: Set monitoring to -
Start at: Oct. 27, 2004; 12:00:00
End at: Nov. 3, 2004; 12:30:00
Press the End at: Date and Time
keys and proceed to Step 2.

* Press OK to accept the settings
and return to Home screen.

 Press Cancel to retain previous
monitoring settings and return
to Home screen.

STEP 2: Usethe Date and Time
function keys to set when
monitoring will start and end.

i v ﬁ.i' ﬁ. i.i‘w Fi..i..ii

Jul Sun Mon Tue Wed Thu Fri Sat

» Press Date to enter desired i el B

month-day-year to start/end
monitoring. Use the numeric
keypad to enter the year. fior | Oct

Aug
5 L] T ] q 10 | 11

Sep
12 |12 |14 15 16 17 | if

. 19.20.21.22.23.24.25
* Press OK to accept changesin May | Hov [ TR E A
date settings. Continue with Step o 2627 28 20 3 3

2 on page 5-30.

—_— -

0 ==
« Press Cancel to discard changes (2004 e |
in date and return to Monitoring ———or———camtel
Control Menu. VISA126

Continued on next page
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Monitoring at a Specified Time and Date, continued I

Monitoring

using start & Action... LTI
end time

(continued) STEP 2 (continued):

* Press Timeto enter desired
hour-minute-second to start/

end monitoring. Press to select
the hour/minute/second field to
dl Splay the numeric keypaj Enter timne in 24hr format  Chhenm:ss)
Use the keypad to enter time ' 1 == =
settings, 15]: |ea |oa
» Press OK to accept changesin
time settings. Proceed to Step 3
on page 5-31 DB& : oK | Seqmear J
* Press Cancel to discard | ok | Cancel
changesin time and return to VISAL27
Monitoring Control Menu. y
'
) [
e
premmsemms
| cancel ] i_;
oK J‘| Cancel
VISA129
v

Enter timne in 24hr format  Chhenm:ss)
15]: |38 - |oa
[Tr————— p—
ng | oK | Cancel )
., ey
0K | Cancel

VISA130

Continued on next page
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Monitoring
using start &
end time
(continued)

CH 5/ Start Menu

Action... Result...

STEP 3: The screen will display
the new settings once the
monitoring Start time/date and
End time/date have been set.

* Pressthetime and date
function keyswhen you want to
change time/date monitoring
settings. Refer back to Step 2
on page 5-29.

» Press OK when done setting
the Start and End monitoring
time/date. Proceed to Step 5.

* Press Cancdl to discard the
changesin time/date
monitoring settings and return
to Monitoring Menu.

Start at: Dec 20 04

W W

End at: Dec 27 04

Dec 28 H4 14:42:

P |

|

3

|

35

S

15:00:00

153:20:00

P T——
Cancel

VISA131

STEP4: After specifying the Start
and End time/date of monitoring,
the message MONITORING
STATUS: ARMED appears on
screen.

Armed means that the system
will automatically begin
monitoring at the specified Start
time and date.

Once monitoring statusis ON,
follow the Start/Stop monitoring
procedure found on page 5-26.

RN

Harmonics

et
==
Trend Events Reports
[P et |
START-SETUPF

L

Dec. 28 B4

¥

Preferences

PVISA132
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Monitoring at a Specified Time and Date, continued

Monitoring at
scheduled
intervals

5-32

Y ou can specify the date and time when the unit will begin monitoring, and choose
from the following interval cycleswhen the unit will end recording and start anew file:
daily, weekly, bi-weekly, or a customized number of days. Data monitoring will end
when memory is full or when monitoring is stopped manually.

Action... Result...

STEP 1: When monitoring using
Time Interval, the current date and
time (set to the next full hour) are
displayed on screen. Select the
interval schedule on how often you
want the unit to automatically end
and start anew datafile.

» Start at: Indicates the date and
time when the unit will begin
monitoring.

* Interval: Indicatesthetime period
when the unit will automatically
collect and download event data.

« Daily: Monitorsdatain 24-hour
cycle and then starts a new file.
The unit will append the
filename for data collected
every 24 hours.

« Weekly: Monitorsdatain 7-day
cycle and then starts a new file.
The unit will append the
filename for data collected
every 7 days.

e Bi-Weekly: Monitors datain
14-day cycle and then starts a
new file. The unit will append
the filename for data collected
every 14 days.

e Custom: The user specifiesthe
time period (in days) when the
unit will end recording interval.
Press Change to set new time
interval.

» Press OK to accept the settings
and return to Home screen. The
message MONITORING
STATUS: ARMED appears on
screen.

Armed means that the system will
automatically begin monitoring at
the specified Start time and date.

» Press Cancel to retain previous
monitoring settings and return to
Home screen.

Start at:

Interval:

212315354 e 20 B

Dec 20 04 - 16:00:00
Daily:
Weekiy
Bi-Heekly:
Custom (1 Days)
Py T TT——

| DK | Cancel

VISA125¢c

Start at:

Intarval:

| Change

(15219016 Dec. 28 B4

—

Dec 200 D4 16:00:00

|
Daily:
Heeakly

Bi—-Weekiy:

Custom (1 Days)

| T |

| oK | Cancel

MARK125d
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Modify Trigger Parameters and Intervals

Advanced setups The Modify Trigger Parameters and Intervals screen allows users to turn on any
available parameters and enter new threshold limits. Advanced Setup provides users
wider control over all setup functions.

Action... Result...

STEP 1: From the Monitoring The following screen will appear if the selected
Menu screen, press Modify monitoring mode is non-EN50160 (see page
Trigger Parameters and Intervals. | 5-17) :

* Pressthe parameter whose

default threshold settings you I v:ansients U Journal Limit
want to review and/or modify. _ _
Goto Chapter 6 Advanced | RS Yariation Journal Interval
Setup Options. . _

| Wavelorm Capture Site Mame

Press Site Name to set new
f| |ename pI’iOI’ tO data | Characterizer Options '___ Scale Factors
monitoring. The onscreen
keyboard will appear (see page
5-22 for instructions on how to
use the keyboard).

Exit

MARK136

« Press Scale Factors to enter The following screen will appear if the selected
new scale factor values for monitoring mode is EN50160 Power Quality (see

VoltsAmps channels. The page 5-18):
Scale Factor Setup screen will ST
appear (see page 5-11 for
instructions on how to enter a
new scale factor value).

 Press Exit to quit and return to
Monitoring Menu.

Exit
MARK13

Refer to Chapter 6 Advanced Setup Options for a detailed discussion on modifying
trigger parameters and intervals.
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Section D

Load Setup Template from Card

The PowerVisa enables users to load saved setup template files (.set) from the data

card.

NOTE: Loading a setup template from the card will overwrite your existing setup.

Action... Resault...

STEP 1: From the Start Menu,
press Load setup template from
card. The PowerVisaliststhe
setup templatefiles (.set) storedin
datacard, along with file size,
time and date when the setup files
were recorded. Setup files are
arranged in the order of date and
time they were recorded.

» Press Up/Down arrow keysto
scroll the page up or down by
oneline.

» Pressto select (highlight) the
desired setup template file.

* Press OK to load setup
template from card to the
PowerVisa. Proceed to Step 2.

» Press Cancel to quit and return
to Start Menu.

Select Setup Template to load
5 +
||. PainerYisa Site B8 e
| _ ; '
|2 Powertisa Site @l 510 KE }Sjgé_mq
——
| A
Ny -
_1_E||
Ok Canc

VISA138

STEP 2: The message Setup
Template L oaded appears once
the setup is successfully loaded
from the data card to the
PowerVisa.

* Press OK to exit. The
Monitoring Menu screen will
appear and users can begin
monitoring.

Select Setup Template to load

1. Paiyeryisa Sits G5 FEOKE osdoos
| .
|2 Poweryisa Site &l

An0E
0E.F00S

Setup Tempiate Loaded
| 1

E1.0 KE

[t

| 1 1
0k Cancel

e

.__‘
n

VISA139




I CH 5/ Start Menu

Section E

Load Data from Card

Overview

I ntroduction Datafiles (.ddb) consist of eventsthat are saved to the data card while monitoring is on.
The PowerVisa allows users to load stored data directly from card.

Inthissection  Thefollowing topics are covered in this section.

Topic See Page
Loading Data from Card 5-35
Card Error Messages 5-36

L oading data Follow these steps to load data from card.

from card
Action... Result...

STEP 1: From the Start Menu,
preSS Load datafrom Cal’d. The . Select Data File to Yiew
POWGI‘VI Ssa I|§S the data fl I es i!. Poiueryisa Site 06008 £2.0 KB
(.ddb) stored in card, along with
file size, time and date when the
data files were recorded. Data
files are arranged in the order of
date and time they were recorded.

FEE)
12 0EZ004 |

. o 00
|2 Poweriisa Site B100B 5.0 KB qpos.zooda

* Press Up/Down arrow keysto
scroll the page up or down by L
oneline. ; |

« Pressto select (highlight) the | Ok | Cancel
desired datafile. VISAT40

* Press OK to load data from
card to the PowerVisa and
return to Home screen.

* Press Cancdl to quit and return
to Start Menu.

NOTE If an error message is displayed, refer to Card Error Messages on page 5-36.
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Card Error Messages

Card Error Messages

Error messages The following error messages may be displayed.

5-36

Error Message

Description

Card not inserted

No data card inserted or inserted improperly.

Card not ready The Compact Flash data card controller is not ready. Try
reinserting the data card.
Card read error The data contains errors or the file has an invalid version.

No fileson card

No valid datafile on card.




Overview

Introduction

Definitions

In thischapter

CHAPTER 6

Advanced Setup Options

This chapter describes the options available to users with applications that require
advanced setups. Although PowerVisais designed to capture data no matter what the
setup is, users are able to configure combinations of setups unique to their task
applications.

Setup: A pre-set condition of parameter thresholds and waveform capture settings for
each channel that determines what will constitute an event and what waveform data
will be saved when this event occurs.

Event: An event occurs when a pre-set or programmed threshold is crossed. Events
result in a contiguous collection of cyclesthat is saved into memory. An event consists
of pre-trigger cycle(s), trigger cycle(s), and post-trigger cycle(s).

Parameter threshold: A value that the PowerVisa compares to a measurement to decide
if an event occurs. Also called alimit. For example, if the input voltage is measured as
135 Vrms, and the parameter threshold for voltage is 132 Vrms, PowerVisa saves this
limit crossing to memory as an event.

This chapter covers the following topics:

Topic See Page

Advanced Options Menu 6-2
Transient Limit 6-3
RMS Variation Limit 6-8
Waveform Capture 6-13
Characterizer Options 6-14
Journal Limit 6-15
Journal Interval for Timed Readings 6-18
EN50160 Power Quality (for strict EN50160 6-20
monitoring only)
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Advanced Options Menu .

Advanced Options Menu

Advanced menu Advanced Options lists the threshold parameters available for review or modification.

settings The PowerVisa allows users to customize threshold settings according to their task
applications.
Action... Result...
STEP 1: From the Choose The following screen will appear if the selected
Monitoring Mode screen (see monitoring mode is non-EN50160:
page 5-15), select monitoring — =
mode, then press Next to display Proba :
Advanced OptionS. i'i':l.:;‘.t The lirmits for capturing events are now set
: according to the monitoring mode that wou
« To review/modify limits for Tune. || s s Ehe ceraut o use the s
transient events, press Mominaf | | PS4 e modiy
Transient Limit. Go to page e ar || Topeien PR Suaracterizer
6_3. Dperation -
Monithring BMS ¥ariation T Journal
) ) L. ode \__ Limi L Limi
» Toreview/modify limits for " t '
rms variations, press RM S e | () Yaveform B jownal
Variation Limit. Go to page s )
6-8' . Prav 1'\ Hext 1.l Eancei_‘
 To review/modify trigger MARK112
channels, press Waveform _ ) _
Capture. Go to page 6-13. ThefoII_OW| ng screen will appear if the selgcted
To sdlect evertt characterizer monitoring mode is EN50160 Power Quality:
press Char acterizer Options. ottt )
Go to page 6-14. e - _
. ) ) ; ) Factars = IITI_I S Tor capturu_‘ng E_"uents are now set
» Toreview/modify journal limit | | ., || e oo, s meeorns mode mar wou
SetUpS, press Journa| Limit. l:mrt : E‘;Elﬂuio.l’\’r:fgdﬁf default, or use the keus
Go to page 6-15. Viles
« To review/modify journal Ouesation || [ EHo0160
interval settings, press Jour nal Moy
Interval. Go to page 6-18.
» To review/modify threshold
settings for EN50160 _ 1 1 4
monitoring, press EN50160 ottt iz, i
Options. Go to page 6-20. RERKLL
 Press Next to accept threshold
settings for advanced setups
and to display memory card
screen. Go to page 5-20.
* PressPrev to return to the
Monitoring Mode screen. Go to
page 5-18.
* Press Cancd to quit and return
to Start Menu.

6-2




I CH 6/ Advanced Setup Options

Transient Limit

Transient
detection

RMSvariations

Absolute peak
settings

Waveform
capture settings

Dranetz instruments label rms voltage or current variations as either sags (voltage

or current decreases below low limit) or swells (voltage or current increases above high
limit) as per IEEE 1159. V oltage disturbances which are shorter in duration than typical
sags and swells are classified as transients. Two basic types of transients are:

1) impulsive transients characterized by very rapid changes in the magnitude of
measured quantities and commonly caused by capacitors or inductors switching on
line, loose wires, lightning, static, and power failures; and 2) oscillatory transients
defined as atemporary, rapid discontinuity of the waveform. The PowerVisa has
extensive recording capabilities for low and medium frequency transients using the
following trigger mechanisms:;

* RMS difference cycle-to-cycle
* Crest or Absolute peak (Instantaneous)
» Waveshape cycle-to-cycle magnitude/duration variation

RMS stands for root mean square, amathematical formula used to measure the average
voltage and current behaviors. RM S variations result whenever voltage or current
behaviorsrise above or fall below the programmed thresholds. See RM S Variation
Limit on page 6-8 for more information on rms variations.

The crest factor or instantaneous peak is the absolute peak sample value within one
cycle. The instantaneous peak triggers on the absolute peak value of the entire
waveform.

Oscillatory transients are types of disturbances usually captured as waveshape faults.
The PowerVisa captures pre-trigger and post-trigger waveform cycles. The waveshape
fault triggering algorithm essentially compares the samples for each cycle to the
corresponding samples from the previous cycle. If the samples differ by more than the
threshold tolerance for alength of time exceeding window percent of the power
frequency cycle, awaveshape fault is registered. A trigger occurs when either
waveshape or rms deviation rise above the programmed thresholds. Waveshape trigger
values include the magnitude and duration of the difference between the present and
previous cycle.

Once arecord trigger is detected, instantaneous waveform information is recorded for
the prescribed voltage and current channel (s). Disturbance monitoring requires that
voltage be continuously sampled, and recorded only if the signals exceed specified
values. Waveshape changes are only triggerable for voltage transients as the current
waveshapes are usually continually changing on a normally operating distribution
system. However most types of disturbances require that current be recorded as well to
help determine the source of the disturbance.
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Transient Limit, continued

Procedureto
record transient
disturbance

» Waveshape threshold magnitude or tolerance

Action... Result...

PowerVisa uses three different algorithms to detect and record transients:
* Peak or Instantaneous trigger magnitude
» Waveshape threshold duration or window

STEP 1: From the Advanced
Options screen, press Transient
Limit.

» Pressthe limit field to change
limit. Use the keypad to enter
the instantaneous limit. This
value is compared against the
absolute value of each A/D
sample of theV and | channel
waveforms.

NOTE: Do not set thisvalue to
lessthan or equal to the peak of

the normal waveform. For a

sinusoidal waveform, the peak

is1.414 x the rms value.
Failureto do thiswill result in
continuous triggering.

» Enable toggles whether this
limit is enabled or disabled.

» Amps toggles between Volts
and Amps.

* PressGroup A B C to set
identical limit value for
Channels A, B and C.

* Press Next to set the
waveshape threshold duration.

Proceed to Step 2 on page 6-5.

* Press Cancel to discard
changes and return to
Advanced Options menu.

{,f‘l:hannel H\<Ehannel B\<Ehannel IZ\(Ehannel [I\

i !
fibsolute Instantaneous
Peak
—
v ‘Emable
|
[
VA [z040 ¥pk
1
—1
'1.r- Group A B C
b A
:_i i ||
Amps Hant Cancel
MARK112_101
v

/Channels A B CY{Channel 0

i !
:"! fibsolute Instantaneous
- Peak

—_—1
|+ Emable
7

Il\-. /| VABC L!zu4.n | ok

—1
Ii—; Group A B C

2 | =

b A
— = —
Amps Hant Cancel

MARK112_102

Continued on next page



Procedureto
record transient
disturbance
(continued)

CH 6/ Advanced Setup Options

STEP 2: PowerVisa showsthe
“floating window” algorithm used
for waveshape fault detection.

* Presslimit field under
Threshold to change limit. Use
the keypad to enter the
threshold limit or tolerance. If
the wave samples differ by
more than the threshold
tolerance for atime exceeding
the duration or window percent
of power frequency cycle, a
waveshape fault is registered.

* Presslimit field under
Duration to change limit. Use
the keypad to enter the
threshold duration or window.

» Enabletoggles whether this
limit is enabled or disabled.

» Ampstoggles between Volts
and Amps.

* PressGroup A B C to set
identical waveform threshold
duration valuesfor Channels A,
B and C.

* Press Next to set the rms
distortion waveshape limit.
Proceed to Step 3 on page 6-6.

* Press Prev to return to the
instantaneous peak transient
screen.

 Press Cancel to retain previous
threshold duration and return to
Advanced Options menu.

Action... Result...

J.f‘l:hannel ﬂ\(thannel B\(Ehannel E\{Ehannel D\
Threshold
¥ 7 St
L Cycle-to-cucle Waveshape
Dur gtion —
Ip Enable
Threshold:
——
|12.uu Yaolts
Duration:
|1u.un i of cycle
=
;E Group A B C
b A
I'_i i L] 1]
Amps | Prev | Hext | Cancel
MARK112_104

Brief explanation on floating window algorithm:

Previous Cycle
with Floating Window

|
Trigger

The figure above helpsillustrate the “floating
window” agorithm used for waveshape fault
detection. Thiswindow isvisualized on screen as
dliding along awaveform, precisely one cycle
behind the previous sample point, v;. The height
of the window defines a maximum allowable
voltage deviation in magnitude. The width of the
duration corresponds to a number of sample
points, N. For each sample v;, when compared to
Vi_1 cycle Where the deviation in magnitude is
outside the maximum allowable deviation, a
counter isincremented. For each samplev; that is
within the maximum allowable deviation, the
counter, if greater than 0, is decremented. If the
count reaches N, atrigger occurs.

Continued on next page
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Transient Limit, continued

Procedureto
record transient
disturbance
(continued)

6-6

Action... Result...

STEP 3: PowerVisa allows users
to set rms distortion waveshape
limit.

* Pressthelimit field to change
limit. Use the keypad to enter
thetreshold limit beyond which
rms voltage variations occur.

» Enable toggles whether this
limit is enabled or disabled.

» Ampstoggles between Volts
and Amps.

* PressGroup A B Ctoset
identical rms threshold value
for Channels A, B and C.

* Press Next to set the transient
waveform capture pre- and
post-cycles setup. Proceed to
Step 4 on page 6-7.

* Press Prev to return to the
cycle-to-cycle waveshape
screen.

 Press Cancel to retain previous
rms limit and return to
Advanced Options menu.

{,f‘l:hannel H\<Ehannel B\<Ehannel IZ\(Ehannel [I\

a o
\_/I - /\/ = T
Present Presaou; Difference

Cucle Cucle !

RHE Distortion Waveshape

—_— —
i:f‘"" Enable
| e

[[g.a00 | woms
—_

== |
I_ Group R B C

1 | 1
Amps L Hant 'll:ancel

| Prev

MARK112_105

Continued on next page




Procedureto
record transient
disturbance
(continued)

Note on phase
settings

CH 6/ Advanced Setup Options

Action... Result...

STEP 4: Select how you want to
specify the number of waveform
cyclesto record before (Pre-) and
after (Post-) the trigger cycle.

» Enable Use Default if you
want to use the default
waveform trigger cycle counts
for transient events (Pre-trigger
cycles= 1, Post-trigger cycles
=2).

* Enable Set thesameasRM S
Variation Wave Snapshot
Pre/Post Settingif youwant to
use the same waveform trigger
cycle counts to capture
transient events and rms events
(Pre-trigger cycles = 2, Post-
trigger cycles=2). See Step 3
of the Procedure to record rms
variation on page 6-11.

* Press Finish to accept the new
waveform capture cycle
settings. The screen will return
to Advanced Options menu.

 Press Prev to return to the rms
distortion waveshape screen.

 Press Cancel to retain previous
cycle counts and return to
Advanced Options menu.

i gt -'-\ -.\‘ L N
| a y . ,
|
. - |
= ! fet the same as BMS
'.I Use Defaulr: (I} Yariation Wave

Transient Pre-Post Cucle Setup:

Snapshot Pre-Post
Letting:

u Pre-Trigger Cucles: 1 5 Pre-Trigger Cycles: 2

® Post-Trigger Cucles: 2

| 1 ]
| Prev '\ Finish | Cancel

MARK112_106

4 " 7 £
% s . r
: —

Transient Pre-Post Cucle Setup:

bt

I_—_‘ fet the same as RBMS
| Yariation Have
Snapshot Pre-Post
Setting:

:I—P-} Use Default:

8 Pre-Trigger Cycles: 1 8 Pee-Trigger Cycles:

® Post—Trigger Cucles: 2 ® PFost—Trigoer Cucles: 2

| 1 ]
| Prev '\ Finish | Cancel

MARK112_107

Phase settings depend upon the wiring configuration or circuit type selected under
Setup New Circuit. For example, for wye circuits, Line-Neutral (L-N), Neutral-Ground
(N-G), and Line-Line (L-L) voltage limits can be set. For deltacircuits, only L-L limits

can be set.
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RMS Variation Limit

RMS Variation Limit

RM Svariation
setup properties

RMStrigger
parameters

RMS stands for root mean square, a mathematical formula used to compute the
equivalent value of the voltage and current. Voltage and current changes are measured
and checked against the programmed limits. Thresholds are set as high limits (threshold
above the programmed limit) and low limits (threshold below the programmed limit).
RM S variations result whenever voltage or current rms value rise above or fall below
the programmed threshold limits. The limits determine how sensitive the instrument
should be (note that statistical and trending information is always captured regardless
of the limit settings, so the user will never be without a data even if he/she did not set
the limitsto the ideal values).

The PowerVisa allows users to set the limits for each of the triggers, as well asthe
amount of rms sample (cycles) to record before and after trigger cycle.

In order for the instrument to trigger on rms variation, any one of the measured
quantities for which atrigger is enabled must go above the High Limit or below the
Low Limit for aperiod of at least one rms sample point (which are taken twice per
cycle with aone cycle diding integration window).

The disturbance end point is defined as the cycle when all channels for which triggers
are enabled have come back within limits (plus hysteresis) for a minimum duration of
Cycles specified in range to end event. Until this criteriais met, any subsequent
excursions beyond the thresholds are considered part of the original disturbance. To
minimize the number of triggers recorded for a sequence of closely spaced
disturbances, hysteresisis employed in both voltage and time for the begin-event and
end-event thresholds.

NOTE: Hysteresis values assigned to limits are set by the system and not
programmable by the user.




I CH 6/ Advanced Setup Options

Procedureto The following parameters are required to define how an rms variation is triggered:
record rms e Low Limit

variation « High Limit
» Cyclesin range to end event

Action... Result...

STEP 1: From the Advanced

Opti ons screen, press RM S ¥olis A% Yolts B'Yolts £{Yolts DY A-BY{¥ B-C¥ C-n
Varlatlon Ll mlt PR R i i RME Yariation Selun_\I
* Pressthe threshold parameter wion |[1320 | v
(High, Low, Very Low) to =
change/enable or disable tow oo | v
threshold values. See Appendix Vers: 000 | v
G Event Classification for = '
definition of limit values. = hem
Proceed to Step 2 on page 6-10. &.LI_: # of Mominal
e Press% of Nominal to display | Hext | Cancel
the base unit for entering MARK112_20
thresholds. To enter limitsin Y
percent of nominal, check the /olts A B C'{¥olts D'{Nolts AB BC CA
% Of nominal CheCkbOX' If Pﬂﬁigil”; w:;:ﬁ‘l].? C20.7 i RMS Yariation Setun-\
unchecked, limitsareenteredin s
High |{132.0 v

—_—,—,,—
Low llﬂs.ﬂ v

| ¢

Yary
112.00 v

absolute values.

* PressGroup A B C to set
identical threshold values for

Low
Channels A, B and C. —
E_ Group A B C
* Press Next to define the _ [
number of rms summary and e .
rms waveform cycles to be | ‘mos | Memt | Cancel
saved. Proceed to Step 3 on MARK112_202
page 6-11. y
/Bnps R'{Amps 6'{Amps C{Rmps D
o Pre$ Cancel tO dl&ard FRESENT LALLE! 10.02 A i G F et
changes and return to geiiniy
Advanced Options menu. woh |[1320
Low :‘Ilﬂs.ﬂ ! ]
Yo [zee s
f Group A B C
:I—_-‘ # of Hominal
=
[} | A ——y
s Volts | Hemt | Cancel

MARK112_206

Continued on next page
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RMS Variation Limit, continued |

Procedureto

record rms Action... Result...
variation

(continued) STEP 2: Press the High limit,

Low Limit, and/or Very Low

Limit field to display the numeric /Wolts A'{Volts BYVolts C¥Wolts DY A-BYY B-CY¥ C-0%,
keypad used to set threQ']OId FRESENT anP— -Qis—\
values. Use the keypad to enter (- ) Jon e
limitsfor the corresponding phase — 0 T - )| v
inthe High limit, Low Limit, fowios] BN BN Y
and Very Low Limit fields. RMS Ol = ¥
variation event occurs at the time = = = e
153l ']
one or more phases of voltage or = g g T
current goes outside of the ===
- {
programmed limits. The event_ e — ? ; e
endswhen al channels for which | ) )

. (= YT
triggers are enabled have come | #mps | Hext | Cancel
back within the limits for the MARKL12 211
duration of the cycles specified to
end event. NOTE 1: Parameter thresholds are best |eft

_ , disabled unless you have an application that
* Press Disabl to deactivate the specifically calls for them.

limit field.

« Press OK to accept the new NOTE 2: The High limit must be set at least .1
threshold limits for rms higher than the Low limit for each active channel
variation. or the entered value will not be accepted.

* Press Cancel to discard NOTE 3: Hysteresis values assigned to limits are
changes and returnto therms | set by the system and not programmable by the
Variations Setup screen. user.

» When done entering limit
values, close the keypad (press
OK or Cancdl).

Continued on next page
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Procedureto
record rms
variation
(continued)

CH 6/ Advanced Setup Options

Action... Result...

STEP 3: Users can define the number
of rms summary and waveform
cyclesto be saved before the start
(pre-), after the start (post-start), and
after the end (post-end) of the event.

The Pre- and Post- trigger settings
under Waveform Capture (Cycles)
specify the number of waveform
cyclesto record before, during, and
after the event. Although waveform
cyclerecording is enabled by default,
users have the option not to record
waveform cycles.

* Press Enable to turn waveform
cycle recording on/off.

Press any Pre- or Post- trigger cycle
field. Use the numeric keypad to
enter the cycle counts for
corresponding rms sample/waveform
cycle capture.

RMS Summary (Cycles):

* PressPre-Trigger to set the
number of cycles for Pre-event
start rms samples. This setting is
also used for Pre-event end cycles.
Use the keypad to enter the
number of cycles of rms samples
to record before the event start
trigger cycle.

* PressIn-Out Post to set the
number of cycles for Post-event
start cycles. Use the keypad to
enter the number of cyclesto
record after the event start cycle.
The maximum number of cyclesto
record is 100 cycles.

* Press Out-In Post to set the
number of cycles for Post-event
end cycles. Use the keypad to
enter the number of cyclesto
record after the event end point.
The maximum number of cyclesto
record is 100 cycles.

RME Summary [Cycles)k:

mfre—Trigger:

—
e

Waveform Capture (Cycles, must be <= RM5):

In—Ouk Post:

m0ut—In Post:

—_—
ro—
e

=Pre—-Trigger: = Post-Trigger: ‘I.E‘! i
ey omm———y ]+" Enable
| ! |
iZ iZ
e | —
i Prav ‘L Finish 1i Cancel |
MARK112_209
v
i 4
— (e =
| | i ‘
-
| O [ S \I
i | i
BHME Summ
=Pre—Trigy 4 5 E Hin Prost:
'|=" | | | =
Ilﬁ L (R
- 2 ey ey
aveform | | | | T
Pre—Tri i
‘I’_’E._E‘!?.“ e | ‘T Enabla
!
e e e

o
il [} 1
| Finish | Cancel

MARK112_212

Continued on next page
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RMS Variation Limit, continued

Procedureto
record rms
variation
(continued)

NOTE

6-12

Action... Result...

STEP 3 (continued):

Waveform Capture (Cycles):
These values can also be used for
transient waveform capture.

* PressPre-Trigger to set the
number of cyclesfor Pre-event
start waveform cycles. Use the
keypad to enter the number of
waveform cycles to be saved
before the event start and event
end cycles.

» Press Post-Trigger to set the
number of cyclesfor Post-event
end waveform cycles. Usethe
keypad to enter the number of
waveform cycles to be saved
after the event start and event
end cycles.

When done entering values, close
the keypad by pressing OK to
accept the new cycle count
settings or Cancel to ignore
changes and return to previous
cycle settings.

* Press Finish to accept the new
cycle count settings for rms
variation.

* Press Prev to return to the
RMS Variation Limit screen.

» Press Cancel to retain previous
cycle count settings and return
to Advanced Options menu.

Screen below shows sample changesin cycle
settings:

\ —
",
ey g .
= - (] —&— =
RS Summary [(Cuclesk:
=Pre-Trigaer: In—Dut Post: u0ut—In Post:
1 [y [
Iz [[s [+
| EEs—m— L | NS
Waveform Capture [Cycles, must be 4= RSk
= Pre-Trigger: =Post-Trigger: =
ey ey [+ Enable
[z ([ —
B —— w
{ o ] ]
il | Finish Il Cancel

MARK112_213

The number of pre-trigger cycles for waveform capture should be less than or equal to
the number of pre-trigger cyclesfor rms summary. The same appliesto the post-trigger

cycles.




I CH 6/ Advanced Setup Options

Waveform Capture

Trigger channel The PowerVisaallows users to set the trigger channels/parameters for waveform
setup capture.

Action... Resault...

STEP 1: The checked fields show

the channels that will have Dot Tva v woova "l e 1 |
waveforms recorded should a Voltsm [ | V| T
trigger occur. This cross-trigger el IEAEAIIT Ml Edl T
function prevents recording of Volts B | 7
meaningless data from unused s | I
(disabled) channels. fmps B 7
* Pressto select the Volts or ::::: E . ‘ - 7
Amps channel matrix. The vorrs -5 | .
channels selected for the matrix Yolts B-C
will be displayed. Each matrix et | '

assigns a different group to E Group .5 C
trigger and save. See NOTE
describing the characteristics of
each channel matrix. NOTE: N e iy
Check/Uncheck a channel field First row chann ection: When individu

16 enable/disable channel for Volts (Va, Vg, V¢, Vp) trigger, save waveform

of Proceed data for the checked channels under “ Saved
waveform capture. Proceed to W e

Step 2.

* Press OK to accept new trigger | Second row channel selection: When Amps (1 4,
channel settingsand returnto | Ig, I¢, Ip) trigger, save waveform data for the
Advanced Options menu. checked channels under “ Saved Waveforms”.

» Press Cancdl to retain previous
trigger channel settings and
return to Advanced Options
menu.

* PressGroup A B Ctoset
identical matrix for Channels

|| el
Canc
MARK112_207

Third row channel selection: When Volts phase-
to-phase ﬂtlngs (VA-B' VB-C' VC—A) trlgger,
save waveform data for the checked channels
under “ Saved Waveforms'.

A,BandC.
STEP 2; Dependl ng on the matrix Egiggeq ,ﬁSa:Ed Waveflormsﬁ
selected, press to check/uncheck Ty - . W ¥
the trigger channel for waveform Yoltg , , ]
capture. vl varsa [ [ [ 0 -
= = = (= i
« Press Clear to reset channel i RS U = ] B |
matrix. The previous channel ol s B B B P ]
settings will be cleared. — — =
o oo [0 BB ]
Yoltg ey T pre—— :
F‘ l:le:r“ 4 I (1] 8 | l:am‘:el L '
| = | oK | Cancel

MARK112_208
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Characterizer Options .

Characterizer Options

Event Eventswill be characterized according to the measurement standard selected under the
characterizer characterizer mode.

setup
Action... Result...

STEP 1: From the Advanced

Options screen, press Brobe. '-':=:._- anced Options b
Characterizer Options. scale .
fiactars Select Characterizer Mode: biou
. Circuit
The EowerV|§a measures event Tuno T Wone Raw Data) us
datain compliance with the Hommaf| == :
criteriaset by IEEE 1159 0r IEC | | yuue of| (] tEE 1259 standara
Dperatindg
61000-4-30 Class A. Honitarin F IEC 51000-3-30 Standard
» Check to select IEEE 1159 :
Standard or | EC 61000-4-30 [0 | Gancdt |
Standard to characterize event . ' ol ¥
data. Check None (Raw Data) | Prev | Hemt | Cancel

if you do not want to
characterize event data
according to any measurement
standard.

MARK112_214

* Press OK to accept changesin
characterizer setting and return
to Advanced Options menu.

» Press Cancel to retain previous
characterizer setting and return
to Advanced Options menu.

Refer to Appendix F Event Classification for information on the range of variations as
per |[EEE and |EC Standards.

6-14



I CH 6/ Advanced Setup Options

Journal Limit

Journal entry
settings

L ogging data by
limits

L ogging data by
time

NOTE

PowerVisa alows power parameters to be trended using periodic readings that are
stored in ajournal. Statistical information is always captured regardless of the limit
settings, so users will never be without atrend even if he/she did not set the limits
correctly. The system collects data even when no disturbances occur by recording
periodical statistical data (By Time).

Page 6-16 shows one example of how to set entries under the Standard - Basic
parameter. The same procedure applies when setting entries under other journal
parameters.

Page 6-17 features the list of journal parameters that can be trended.

Limit methods allow usersto set the threshold units by which high and low limits of
voltagetrigger and current trigger are calculated. Thresholds are set in ranges with high
[imit (threshold above the normal range) and low limit (threshold below the normal
range). The following threshold limits are used to trend journal parameters:

Very High: specifies an absolute limit for comparison that is higher than the high limit
High: specifies an absolute limit for comparison that is higher than the low limit

Low: specifies an absolute limit for comparison that is lower than the high limit

Very Low: specifies an absolute limit for comparison that is lower than the low limit
Deadband: specifies how much avalue can change before another event is recorded

The Very high must be greater than High, Very low less than Low. Deadbands or
sensitivity is used to record incremental changes in the parameter besides when limits
are crossed. The hysteresis values assigned to limits are fixed and not programmabl e by
the user. All limit values are used to determine if corresponding reporting or logging
action should take place.

PowerVisais able to measure periodic samples as well as take snapshots of the voltage
and/or current waveform. The Journal Interval menu (see page 6-19) allows usersto set
the time of how often the instrument will record power parameter values, demand and
energy, harmonics, and flicker.

Users can record data simultaneously by limits and by time. Make sure to enable the
parameters to trend under Journal Categories and Journal Interval.
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Journal Limit, continued |

Samplejournal

parameter setup NGt Il Result...

STEP 1: From the Advanced
Options screen, press Journal
Limit. The Journal Categories
screen will be displayed.

Pressacategory to display journal
parameters and the limit setup
menu. For example, press
Standard List to display the
parameters under it. Proceed to
Step 2.

| Finish | el
inish Canc
MARK112_30:

STEP 2: Pressto select the
journal parame‘[er you want to set JBasicy l:nmputed\<Power\<Demand\<Energg Y Harmm Y, Flicker\

up. a8 Y D Ya-BY{B-CYC-A",
« Pressto select the applicable rrr— 1203 iigh. |
phase (A, B, C, D) or phase-to- g r—
phase setting (A-B, B-C, C-A) Frequency s
where you want to set threshold Enable: iy [
limits. i )
e Bry i_
« If you want to set threshold Group aiC
limits to capture data, pressto 'm rod |
check Enable. The limit fields =
will be activated to allow you Exit
to enter threshold values. MARK112_302
A\ 4

Pressthe limit field (Ver
H | gh H |gh L ow \/(ery { ow S Basicy l:nmputed\<Power\<Demand\<Energg % Harom Flicker\

Dead Band) to display the i €3 60 1B (2 o

numeric keypad. Use the = s Nt 1200 |
keypad to enter the limits for —
the corresponding phase. FriaRane sh (foe |

* Press Exit to accept the new s Low |[enon
threshold limits for the journal i very )
entry Group ABC e L&

« If you want to record periodical ' pead \[So00
statistical databy timeinterval, - = =
select Journal Interval under Euit
Advanced Options screen. MARK112_302b
Refer to pages 6-18 to 6-19.

NOTE Repeat the same procedure to set entries for other journal parameters.
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Journal

CH 6/ Advanced Setup Options

The following parameters are available for trending under the Journal Limit Setup.
Parameter List Refer to Appendix B Technical Specifications - Computed Parameters for the

definition of parameters.

Standard List
Basic Computed | Power Demand |Energy |Harmonics | Flicker
Basic
RMS Vector Active Active Watt Voltage Short
Voltage Displace- Power Power Hrs THD Term
ment PF Demand Flicker
RMS Arithmetic | Apparent Apparent | VA Hrs | Current Slide
Current Displace- Power Power THD Long
ment PF Demand Term
Flicker
Frequency | Residua Reactive Reactive | VAR Harmonic | Long
Current Power Power Hrs Power Term
Demand Unsigned Flicker
Net Current | True Power | RMS
Factor Current
Demand
Displace-
ment Power
Factor
Distortion
Total Total Telephone | Crest Power Transformer
Harmonic |Interharmonic | Influence Factor
Distortion | Distortion Factor
Voltage Voltage TID Voltage TIF | Volts Harmonic | Transformer
THD (Fund) | (Fund) (Fund) Crest Power Derating
Factor | Signed Factor
Current Current TID Current TIF | Amps Harmonic | Transformer
THD (Fund) | (Fund) (Fund) Crest Power K Factor
Factor | Unsigned
Voltage Voltage TID - | Voltage TIF
THD (RSS) | (RSS) (RMYS)
Curernt Current TID - | Current TIF
THD (RSS) | (RSS) (RMYS)
TIF Current
Product
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Journal Interval for Timed Readings

Journal Interval for Timed Readings

I ntroduction

Definitions

6-18

The Journal Interval screen allows users to define how often the PowerVisa saves data
periodically, regardless of power quality disturbances and journal limits.

Power Vaues

Power Values Interval - Power parameter values are based upon al cycles during aone
second interval. Datais aggregated or summarized into min, max and avg values over
the averaging period and stored at the end of the interval. Data measured include watts,
power factors, as well as the one-second rms (not to be confused with the one cycle
rms). Cyclic min, max and avg are based upon full cycle waveforms with aresolution
of one half (1/2) cycle. They record the rms, crest, and waveshape parameters that are
also used to capture a snapshot of the waveform. Note that if users did not set the
thresholds for rms variations properly, the min, max and avg will still provide arecord
of what happened during the interval.

Waveform Shapshot- Contains properties that measure periodic sample or snapshot of
the voltage and/or current waveform. Users are able to determine how often the
instrument will record waveform snapshots by turning the function on or off.

Demand and Energy

Demand Sub-Interval and Sub-Intervals per Interval - Refer to thetime interval used in
calculating power demand values. Demand cal cul ations are made every sub-interval on
the values that occurred during the most recent Demand Interval. Values set for
Demand Sub-Interval must be an integer-divisor of the Demand Interval since the
former applies when updating certain parameters of the latter.

Harmonics

Harmonics Journal Interval - VVarious harmonic parameters such as total harmonic
distortion (THD), total interharmonic distortion (T1D), and telephone influence factor
(TIF) can be trended using periodic readings that are stored in the journal. Depending
on the harmonic journal interval set, the instrument records a sampling of the waveform
synchronized to the fundamental frequency, to ensure accurate cal culation of harmonic
phase angles.

Flicker

Pst (Short Term) Interval - Pst is short term perceptibility, used to set the Pst
calculation interval. Typical calculation isover a 10-minute interval, though users can
specify Pst Interval under Flicker.

PIt (Long Term) Interval - Pt islong term perceptibility, used to set the Pt calculation
interval. Typical calculation isover a2-hour interval, though users can specify Plt
Interval under Flicker.

The Pit interval must be an integer multiple of the Pst interval. Sliding Pt recalculates
the PIt value at each Pst interval, rather than only at the Plt interval.




Timed settings
menu

CH 6/ Advanced Setup Options

Options screen, press Journal
Interval. The Journal Interval
menu will be displayed.

Press the parameter that you want
to change. Each journal interval
must be pressed repeatedly to
display the available selection
values.

» Selections for Power Values:

Power Values Interval: OFF,
1 SEC, 1 MIN, 2 MINS,
3MINS, 5 MINS, 10 MINS,
15 MINS, 1HR

Waveform Snapshot: OFF, ON

Selections for Demand and
Energy:

Demand Sub-Interval (in
MINUTES): OFF, 3, 5, 10, 15
Sub-Intervals per Interval:
OFF, 1,2,3,4,5,6

Selections for Har monics:
Harmonics Journal Interval:
OFF, 30 SEC, 1 MIN, 2 MINS,
3 MINS, 5 MINS, 10 MINS,
15 MINS, 1 HR

Selections for Flicker:

Pst (Short Term) Interval (in
MINUTES): OFF, 1, 2, 3, 5,
10, 15, 30

Plt (Long Term) Interval (in
HOURS): OFF, 1, 2, 3,4, 8

Press Finish to accept the new
timed settings.

Press Cancel to retain previous
timed settings and return to
Advanced Options menu.

The intervals for timed readings are user programmable.

Action... Result...

STEP 1: From the Advanced

Harmonics

Flickar

Power Yalues (RM5 Watrs, ¥Yil..)

Demand and Energy

(T ey =r eIy
| Finish | Cancel

MARK112_401
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EN50160 Power Quality I

EN50160 Power Quality (for strict EN50160 monitoring only)

Advanced setup ENS50160 is a statistical analysis of power quality data based on the EN standard. The

options for statistical package called Quality of Supply (QOS) is built into the PowerVisa, with

ENS50160 monitoring and setup protocols set to determine voltage measurement compliance
required for EN50160 monitoring. The EN50160-required measurement parameters
include Power Frequency, Supply Voltage Variations, Rapid Voltage Changes, Supply
Voltage Unbalance, Harmonic Voltage, Interharmonic Voltage, and Mains Signalling.
The monitoring siteis said to be IN COMPLIANCE if the statistical value over one (1)
week for the specified parametersis 95% or greater.

EN50160 Options setup allows users to define up to five mains signalling frequencies
below 3 KHz. Users can also select pre-defined values for main voltage characteristics
of electricity supplied by Low Voltage (LV) and Medium Voltage (MV) public
networks.

NOTE EN50160 is defined for the el ectricity supplied at the supply terminals, and does not
deal with the supply system or consumer’ sinstallation or electrical equipment itself.
Since the standard deal s with the voltage characteristics which can be expected in
public distribution networks, other aspects essential for supply quality (i.e. short circuit
power) are not treated within the scope of the standard. EN50160 standard is applicable
only under normal operating conditions of the supply system.

ENS0160 Action... Result...

optional settings

STEP 1: From the Choose
Monitoring Mode screen, select

EN50160 Power Quality, then Probe

press Next to dISplay Advanced :K;:hm The limits for capturing events are now set
j according o the monitoring mode that you
Optl ons for EN5016O Circult selected. Press Mest (£ you wish ta
Tupe continue with _the default, or use the keus
i Vomiaal below to modify:

« |f the default settings for the VoI

EN50160 PQ monitoring are T LT | ——

. e ation g
acceptable without change, S| | Ok

press Next. The Site Name/ e
Memory Card screen will 0
appear. See pages 5-20 to 5-23.

A
« To review and/or modify [“rev | Hent || Cancel |
threshold settings for EN50160 MARKL12b
monitoring, press EN50160
Options. Proceed to Step 2 on

page 6-21.

* Press Cancd to quit and return
to Start menu.

Continued on next page
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EN50160
optional settings
(continued)

CH 6/ Advanced Setup Options

Action... Result...

STEP 2: EN50160 Options alow
you to define up to five frequency
signals set in 5 Hz resolution.
Mains signalling compliance or
non-compliance is determined by
calculating/adding the status of
each of the defined frequencies.

» To modify frequency settings
for EN50160 monitoring, press
the desired frequency field. Use
the numeric keypad to enter
new frequency values.

* Pressto select from the
following EN50160 monitoring
voltage levels. Leaveasis(120
Vrms); Low Voltage (230
Vrms, +/-10%); Low Voltage
(230 Vrms, +10/-6%); Low
Voltage (230 Vrms, +6/-
10%); Medium Voltage (11
kVrms). LV isdefined as
<1kV nominal. MV is 1kV to
35kV nominal.

* Pressto enable/disable
miscellaneous option | slanded.
Islanded means isolated from
the power grid. ISlanded is
disabled by default, indicating
that the system being
monitored is synchronized to
grid.

Press Next to accept changesin
EN50160 setup and return to
the EN50160 Advanced
Options screen.

* Press Cancel to discard
changesin EN50160 setup and
return to the EN50160
Advanced Options screen.
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[5et in 5 Hz. Increments) — =
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5 T
— | ‘/'." Low Yoltage
Freguency 2: i3ﬂﬂ Hz (25010230 ¥ris,+— 1071
L
— | |—h Low Yoltage
Frequency 3: _5420 Hz |1 230 ¥rms, +10.-6%)
k =
— | "Low Yeltage
! -
Frequency 4 ;540 Hz U (230 Yems,+5--105)
p—— I"’:‘- Mediumn Yoltage
Freguency 3: ;ﬁﬁﬂ Hz == (11 k¥rms)
h
. L
(—Miscellaneous &
=1
I— Islanded o F—
e - DK Cancel
| USSR N
MARK112c
A
T ” =z TR |
Mains Sigr =it = Alal
Setin 5§ R
Fragueny ( — )
S
W W ppe——) .
Freguendg 1 a2 3 | + - 107
K K A ] P
Frequent —— = 10 —6HY
4 5 B e
—_— —
Freguend el B B LtﬁsabTe b —10H)
2 a g tage
Frequent _
A A L —— D.K
Mo L & I
Hiscellang B +£ L
= | = | Cancel ]
(7 istar. AN
e - oK i Cancel
MARK112d

Refer to Chapter 8 Reports for adetailed discussion of the EN50160 compliance bar

charts and statistical reports.
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Overview

Types of data
display

View dataicons

CHAPTER 7

View Event Data

PowerVisa offers a graphical, information-packed, and easy to navigate display of
event data. The firmware architecture of the PowerVisais designed to engage in
various stages of acquisition, characterization, communication, and visualization of
event dataand journalled data. It also does Quality of Supply or QOS compliance
monitoring as specified by EN50160, which requires that measurement parameters
must be within a specified percentage for 95% of the time.

Event: An event occurs when a programmed threshold is crossed. An event consists of
pre-trigger cycle(s), trigger cycle (fault), and post-trigger cycle(s). A contiguous
collection of cycles caused by eventsis recorded into memory. An event may also
contain information about other channels depending on how the user sets up the
application.

Trend: A trend is a graph of the value of one parameter and channel over time. Trends
aim to show amacro view interface of timespan, trigger conditions, and channels of
waveforms and rms that were recorded. Users can zoom in on trends for amore
detailed view.

The Events and Trend icons are used to view event data. Both icons are accessible at
the Home page.

The Events button will display event activity graphs, waveform display, event Detail
magnification, and Options to change and/or add parameters/channels to plot. Buttons
to view previous/next event and waveform/rms cycle display are also available.

NOTE: Event data becomes available while the instrument is monitoring or by loading
apreviously saved file from the data card. Otherwise, a status message appears
indicating that there are no event data available to view.

The Trend button displays time plots or trend visualizations of journalled data. The
parametersto plot consist of journal entries under the Journal Limit Setup (see pages
6-18 to 6-20). The Trend screen can display up to four plots, with a maximum of two
parameters per plot. One parameter can have multiple channels to plot. Users have the
option to enable/disable plot display, where display areawill resize according to the
number of plots enabled for display. The Trend screen also features a Zoom box, where
users can expand or narrow the zoomed area via touch and drag. Users can select the
trend coordinates to view in detail.

7-1



Overview, continued

Downloading
and viewing
dataon a
computer

Event files stored in data card can also be viewed on the computer. Insert the card to a
Compact Flash card reader connected to the computer. No communication software
protocol between the PowerVisa and computer is necessary.

Dranetz NodeLink® and DranView® programs are required to retrieve event data

in the computer. NodeL inke transfers stored data from the PowerVisato acomputer via
standard RS-232 serial port, USB port, Ethernet, or modem connection. DranViewe isa
viewer and data analysis software that allows users to manage event data downloaded
in the computer. See Chapter 9 - Downloading Events for more information on
NodeLink® and DranView® applications.

NodeLink® and DranView® are owned and distributed by Dranetz. For pricing and
availability, contact Dranetz Customer Service Department at (732) 287-3680 or
1-800-372-6832.




CH 7/ View Event Data

View datausing Follow these steps to display event data.

Action... Result...

Events, Trend

In thischapter

STEP 1: Events and Trend are
accessible from the Home screen.
Note that event data will be
available for display while
monitoring or upon reading a
stored file from the data card.

A monitoring status message
appears on the top section of the
screen. Refer to Chapter 5 Start
Menu - Section C Monitor Same
Circuit on page 5-24 for the
procedure on how to capture
events by turning monitoring on.

* PressEventsto view event list,
graphs and waveform/rms
display. Proceed to Section A -
Events on page 7-4.

* Press Trend to trend journal
data and view time plots.
Proceed to Section B - Trend

on page 7-17.
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This chapter covers the following topics.

Section

Topics

See Page

A Events

7-4

B Trend

7-17
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Overview

Overview

What is
displayed?

In this section

7-4

Section A

Events

The event screen displays actual voltage or current waveforms that occurred when a
certain threshold parameter was crossed. Event activity graphs, event list, waveform
display, rms display, and time plots are visually interfaced showing event patterns and
behaviors over threshold limits and time. The event screen also enables usersto
customize data plots, allowing users to change and/or add parameters/channelsfor each
of the four plot areas. Zoom box features, wherein users can expand or narrow the size
of azoomed areaviatouch and drag, are also available for more thorough data analysis
and interpretation. Users can select the number of waveform and rms cyclesto view, as
well as display event textual summary as shown on pages 7-9 thru 7-13.

The following topics are covered in this section.

Topic See Page
Event Data Display 7-5
Event Activity Graph 7-6
Event List 7-7
Event Detail 7-9
Event Options 7-14




I CH 7/ View Event Data

Event Data Display

Event screen The event screen will display an event activity graph, waveform detail, and buttons like
Detail magnification, Options to change and/or add parameters/channels to trend,
buttons to view previous/next event, and RM S/Waveform toggle. From the Home
screen, press Events. The following screen will be displayed:

color coded blocks monitoring start time and date,
show triggered events monitoring end time and date
in the record (or present time & date if monitoring is still on)
trigger channels -/ //
—rr : 2 2 VA
E : ¥ Fevent activity graph (p. 7-6)
time, date, channel/ WTEEZTE -~ THEA5 200, Mar 0Z 04 10 SECE- D -
parameter 11_:;;_\?22120';' Y |ll§-[illlillll!l]l_]$ Sao. l: dlSp'ay event ||St (p. 7'7)
! 1200 L n 0 P f I} az.00
classification of s0.00 i ‘ ‘ . 2150
displayed event o ' o event plot (p. 7-9)
=20.00 -21.50
— 0.0 - ¥ ¥ Uy -dZ,00
vertical axis for voltagé ™ Preac v A~ h—A—7—h || a.00 vertical axis for current
0,00 S| . b &5} 21.50 .
D AN SARANANA AN 5 event start and end time
5065 SIILTRTRTEY RIS }sp//and date; horizontal axis
plotted channels/ Az0.0 { 1 ! / —azioa time/division
parameters NAZ0z B0 — 1R 2 TS, vr;l_f»'— 02 048 100t SECS-Dit
[ Detan | :“['"ﬁ'p';,"""‘k o % wkg & 4 return to Home screen
MARK500pg
view event display toggle between
detail previous waveformand rms
event display
options to change/add display next event
parameter/channel to plot
(p. 7-15)

NOTE: Event datais displayed only while monitoring or upon reading a stored file
from the data card.
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Event Activity Graph I

Event Activity Graph

Event graph The event graph islocated on the top section of the event screen (see page 7-5). Four

description timelines represent all events recorded from the time monitoring started. Events for
voltage channels are displayed above the grid and current channels are displayed below
the grid.
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I CH 7/ View Event Data

Event List
Event list Event list presents a summary of all captured eventsin the order that they occurred.
description Each event contains a general heading indicating the time and date when the

disturbance occured, the disturbance category, disturbance classification, and number
of cycles of duration.

View event list  Follow these steps to access the event list. Note that event data becomes available only
after monitoring has been turned on or upon reading afile from the data card.

Action... Result...

STEP 1: From the Home screen,

press Events. The down arrow £
button IOcaIed on the tOp rlght ?3:55:20.0§1 TS AEAE 205, Feb 18 odi T NS 0n .
. . Sl Severe frcing imp L
section of the screen is used to il =
access the Event List.
To.00
« Pressthe down arrow button 2
to view the Event List screen. e |
{000
To00
The top section of the Event List b
screen features a summary P —

. . 1=ESEA.503 _-_EEEE.S'JDS_‘:WW"J\E"EQ: 200 m SECIS/DiU
o!@crlptl_on of the selected event Coear oo 0 o | s
(in highlight). MARK50

. - 2
Each entry isidentified by the Gazzstee o oo P
tl me and date When the e\/ent was -Severe AFcing imp IZ0TI55E9.Q" i
captured, the color coded channel/ [Feb 1223 gy syitch DFF L2 Cuc E"
parameter of captured event, and |E2d2dh AV Mild frcing imp [
the event classification. [iSSs2dsie OV Mild frcing fmp
;:;:351:34%72 Mult 2 C¢
. Press Up/DOWn arrow keys to Ef;g;;f;‘n AY Savers B?nol Trans imn
57;351:3“?‘;]72 Severe Bipol Trans imp
scroll the page up or down by [ |
one line or press and drag the [Fb 1904 gy severe Aircing imnp |
scroll bar to move the page up [EEBE— Savere fircing imp |
or down. S
oK Cancel
H H MARK502
* Pressto select (highlight) the

desired event entry. Proceed to
Step 2 on page 7-8.

Continued on next page
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Event List, continued L

View event list  Follow these steps to access the event list. Note that event datais displayed only while
(continued) monitoring or upon reading afile from the data card.

Action... Result...

STEP 2 The highlighted field e LT e
Indl cates that the partlculal’ event CLASSIFICATION: Mo:‘:;nf;:? |'r?rr:.-rruprion E MM 006 MAM TRE
DURATION: 007 Cucles
i |
entry has been selected. if;g;;;gm figg Instantanecus $ag. !:_;"_'___
. . ‘F;:%s‘:gz;gus Rgog Momentary interruption. ,—T
* PressOK toview detailsof the | |[reeos gy a2 o i
selected event. R Mult 2 Cr
|Fera0d  AY Mild Binol Trans imp
q | Febo 42 04 g
* Press Cancel to ignore event ey 0¥ Saydra. Arding Jue
. |FeB 12 04 gy fewers Peak Limn Cross 1-16 Cuc
entry selection and returntothe | | | ===
B = HMild Unipol Trans imp
default event screen. Bl _ -
| {25 61e AY  Switch OF 1716 Cyc ' &
| |
0K, | Cancel
MARK503
v
g
B
C
£z
|3:35:20.055'|‘ - AS:gEAE. 208, Feb 13 01 T MIMS DL m—
:5351:3;'?3'03 fAgg Mnmer.ltarg Interruption. Li
=00 F
aT.E0
E5.00
SZ 50
L]
1=o0 i
3750
ES.00
=ZED
ul f
gL EY
1Z:E5E2 585 - 15:56: 25 768, Feb 19 0d4; 900 m SECS. Diw
e e i f =
| Detail | Options |+ | + | Wave | Euit
MARKS504
NOTE: Theleft and right arrow keys can be used
to display previous/next event.
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Event Detail

Event details PowerVisa alows usersto view eventsin graphic waveform/rms display. The
Detail screen features zoom buttons to magnify event cycles, and azoom box that users
can resize viatouch and drag. The Detail screen also allows viewing of events
alternately in rms or waveform.

Horizontal axis Auto-scaled to display al waveformsin file until range is narrowed by zoom in.

Vertical axis Auto-scaled to the minimum and maximum value within time range.
View event An event detail screen is generated for each event. The detail screen shows eventsin
detail rms by default. Follow these steps to view event details.

Action... Result...

STEP 1: From the Home screen,
press Events. Eventsmust already | | :
be loaded into memory to be ﬁ T B T TR =
available for display. i s AR 53 =
Py i “—\_/
. FO.00 £
Usetheevent list to scroll through | |22
event entries OR use the left and Bo0, :
right arrow keysto view previous/ | e
next event display. s
000 :
TO.00 £
* PressWave/RM Sto toggle 2060 \/
between waveform and rms et S ae 19 04 100 m secs. v .
dlsplay s Detail | Dptions I--"—1 + { Wave I Exit
MARK505bpg
NOTE: The gray area marks the —
duration of the event displayed. g :
Thedotted black linesindicate the ?3:13::19.033 TEAE RO E0E Apr 15 0d1 1 MHE - hy —
Stal’t Of e\/ent f;;s:'zg‘:gﬁ. Agq Insl:_ant_aneflus Lfaq. ___4‘
o
o =20,00
* Press Detail to use the zoom 200 1
features and view waveform/ el e
. . o
rmsin detail. Proceed to Step 2 | | -s0e
on page 7-10. 0.0 7
20.00 H
o
e N\MM]W\MN\MM[WWA
=1E0.0 i
g EV mCL
[EASMT SIS ZLENT, FEE {5 0100 m SECSD N 3
| Detail | Options - L + L WMs | Exit
MARK505cpg

Continued on next page
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Event Detail

View event
detail
(continued)

7-10

Action... Result...

STEP 2: Once the magnify button
is pressed, ablue box showing the
default zoomed area appears. The
touch screen zoom functionality
allows usersto select the number
of waveform/rms cycles that they
can zoomin.

Touch any side of the zoom box
to activate the drag function.
Touch and drag the sides of the
zoom box to expand or narrow in
on the waveform/rms cycle. The
cycle duration (in seconds) of
event covered in the zoom box is
aso displayed.

NOTE: The horizontal drag is
locked between all graphs. This
means the horizontal drag will
apply consistently to all data
plots. The vertical dragis
independent by axis. Users have
the option to lock/unlock the
vertical drag.

e PressLock Y if you want the
vertical axisto apply
consistently to all data plots.

* PressUnlock Y if you want to
adjust the vertical axis
differently for each data plot.

* Oncethe zoom areais
determined, press the M agnify
button once. Proceed to Step 3
on page 7-11.

ZASELET - 124521525, Apr 13 04 OUT aF LIMIT ALUES:

CATEGORY: Shert Duration A M 2000 HAH 120,
CLASSIFICATION:  Instantancous Sag B MIN 20000 HAR 12005
DURATION: 1E.00 Cycles C MM 0000 AR 1203
ApE 1304

AR ST ‘Aag Insl:_a'nt_a'nenus Lfaqg.

150.00 i
000
0
20,00
=120.0
Fy
=1 B j
000
o

=000
=120.0 3
&

1200 b

0,00 i
i 3

~40,00

1200

S

T 1]

mpy CEM mCw
13ASEHT ~ A5 ARZLETT, REF 13 0% 100 m SECS.Di
JeasEti o 2, i
| Texnt WHS | Back
A

| P L —
MARKS506cpg
A 4
=]
E
c
o
12:43:39.08% ~ 1=16: 236038, Apr 13 04t 1 MIHS /i
18 5.0m SECS
12000 RE- ERaEAN]
2000
o
“atin
=120.0 et
1200 0 L
2000
o
=20,00
=120.0 =120.0 1

120.0

LR DO
'30 oo
=1E0.0

BN WL SHER EEE - 1S95:21.951, AFF 19 04
13 15: 21 117 = 13 1521647 ARr 19 0 100 m SECS/D

Lock \' Eam:el
—_ SLLNT ALY

b

MARK507bpg

Resize/move zoomed area by touching and
dragging the sides of the zoom box.

=]
E
[
o
12:12:99.082 - 121629608, AP 12 04 1 MINS /D
ZE1Em SECS

1300, R
20.00

o
=20,00
~igi0 ooy
=00 ] =00 W
000

o
=20.00
~4g0.0 —1g00
120.0 Zh.
20.00

o
=20,00
Azon =,

L1 BV ECL IS5 ESS - 1345:21.510, Apr 13 04

13 {5 21 11_|‘ -113 152117 AFK 19 04 100 m SECS.Dint
s | Undock: 'c‘ X Cancel

MARK508bpg

Continued on next page



I CH 7/ View Event Data

View event

(continued) Action... Result...

STEP 3: The magnify buttons

i S ST ~ 154821525, Apr 19 0d DUT OF LIMIT LALUES:
serve as zoom function keyS, each CATEGORY: Ehaey paratior, A MIH 2000 HAH: 1203
. R CLASSIFICATION:  Instantancous Sog B MIN 2000 Mk 1E0E
Of Wh|Ch feature a pl us Sgn ora DURATION: 1200 Cucles C MM 20000 MOH 1Z0E
. . s AR tEad e
minus sign within. e S e S

zoomed area and view the i giben

event cyclesin greater detail. i

=050

Users may repeatedly zoomin o | “

on aplot for up to seven (7) Shen: P
levels. To further zoomin on soso | |

an event cycle, simply repeat

* Press Zoom-+ to display the S M\A/\/W\/

-y BN mCL
Eﬁ:ﬂ&gqus:ls:ztsm. ARF 13 .04 400 m SECS - Diw

the procedure on Step 2. ! gé"“* .HM;;KMJWZHT'
* Press Zoom-(n) to unzoom MARKS10bpg
cyclesdisplay one increment at L
. . 13:15:21.317  fApr 19 04 Channel AY
atime, where nis the counter Trigaer Threshold | Hin : Hax
of how many times the event sl g 080 2000 (1203
cycles have been magnified. Bbsaluts tndlsuianeeis 204.0 2829 170.0
RM5 Distortion Waveshape 2.400 0 1003
¢ Use Wa\/dRM S to toggle Cycle—to-cycle Waveshape 12,0, 10.0% : Triggered
between rms and waveform T
I 13:15:21.317 - 13:15:21.525, fipr 19 04
i3y e minEh
% Li1g# uratiom
o ] 3 CLASSIFICATION: | k3
NOTE: Pressing Wave will BURATICHN: 13.00 Cucles (16, TmSECS)
only display waveform datafor
channels that are enabled to
record waveforms. For (e = e
channels that do not have = - —_—

associated waveform data, the
screen will maintain theformat,
but will leave the plot blank.

NOTE: The event textual summary is color

coded. Redindicatesthethreshold val ue(s) and

parameter(s) that are out of limits. Green

« Usethe Text button to display | indicatesthe measurement parameters that are
the event threshold valuesand | Wwithin limits.
other details pertaining to the
disturbance that occurred.
Pages 7-12 and 7-13 show
examples of useful event detail
included in the textual
summary (for select event types

only).

» Press Back to return to the
event screen.
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Event Detail, continued L

Event text PowerVisais equipped with the algorithm that determines the origin of a 3-phase
detail: Sag voltage sag event. The sag origin or directivity can be Upstream or Downstream from
Directivity the monitoring point. The direction is displayed in the Event Text Detail screen.

Action... Result...

Once events are available for E —
d|Sp|ay, press Deta]l to d|sp|ay IZEFEEIEE - oo g . Aa%, Hew 24 0di 5 MINS. i —
. :‘;“2’3'231_‘?1‘; figg HMomentary Sag. |+
the functions that can be used to Hoo e | zamn
Z05.0 B.S00
further analyze the waveform/rms | [zuo — 00
. 1250 Z.400
i.e. the Text button. 150.0 i o
b [n T e T [ T 1| s
Z05.0 &350
Press Text to display the event o | ¢ oo
1200 — <]
threshold values and textua 2100 : I 2:7cin
ZOS.0 E5ES
summary. 2000 =—=—_—" lazs0
155.0 2175
1200 .E. 0
On|y events generated by 3 1_3:23:31.;5“0 —_I1.E‘E|23=E=-2.CEI-'|‘='I.-??O-5 243::lc4i-c1-§0 m SECSDiw
° =) ] /| i
. Detail 1 Options . e I\ Wave i Exit
phase voltage_ an_d current T mKG0
waveforms will include v
information on Directivity in SEe - SEALRpAnA 0t o o T A
the text summary. Directivity Sdmrion: " S3EE JaE
.. ) Haw 2d0a
shows the origin of the sag e o
whether Upstream or e £ ——Gim
Downstream from the e ) i
monitoring point if thevoltage | [k [* =
and current signals are s | 2280
20,0 — =]
adequate to detect. b2 : S e
Z05.0 E.5ZE
2000 =—=—_—"" |azs0
155.0 2175
120,00 ‘ [=]
1_2;23\:_31_;3\; - I|:|232r2cl5|-'|‘4._-r?0-3 243-0%:-c1-\:?0 fi 5EF_5/DIV
| e i _ Diag i\ Text . Wave {. Back
MARK62.
A 4
13:23:31.417 Hov 24 04 Channel A-B
Trigger Threshold Min Man
fibsolute Instantaneous 353.6 282.9 2023
Faak 2 2, 2
RMS Distortion Waveshape 14.56 504, 4nE 15.93
Cucle-to-cycle Waveshape 20.8, 10003 | Mot Triggered
IFT::::::: #ir‘li';ger 208.0 Hot Triggered
13:23:31.417 - 13:23:32.566, Hov 24 04
CHAMMEL: A-B, .-,
CATEGORY: Short Duration
CLASSIFICATION: Momentary $agq
DURATIOMN: 69.50 Cucles [(1.158 SEC5)
DIRECTIMIT' Downstream
L. Thamn i | | Back X
MARK622
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Event text
detail:
Capacitor
Switch Analysis

CH 7/ View Event Data

In addition to determining directivity, PowerVisais also able to detect if 3-phase
voltage and current waveforms experience a capacitor switching event. The result of
the analysisis displayed in the Event Text Detail screen.

Action... Result...

The following transient event
types - bipolar, ocillatory, or
capacitor switch - will include
text detail on capacitor switch
analysis and directivity (when
detected). This capacitor
switching event is generated only
in 3-phase voltage and current
waveforms.

Press Text to display the event
threshold values and textual
summary. The text summary will
display the following
characteristics to describe the
capacitor switching event.

» Thetype of the event whether it
isNormal, Back-to-back, or
Re-strike.

» The direction of the probable
location of the switching
capacitor whether it is
Upstream or Downstream
from the monitoring point.

£140:E5.947 Dec 0 04 0 MAGET.TEE
Channel @ CW 50¢:  MAG=T.TIE
Mild Eipol Trans 1418 Cuc 2120 O
WIDTH: AT5.40 us

MAG=T,79& RISE=375.4u
Warst Fh-FE=3&2d

S Readi.y  CY Mild Bipol Trans 1/16 Cyc
1800 EO0LD
S5.00 000
o o
-35.00 -S00.0
-13000 -E00.0
1200 A0
S0.00 Z45.0
o [}
—50,00 -245.0
-ig000 -d50.0
1700 5000
500 1350
o o
-£E5,00 -135.0
-170.0 -SE0.0
mQoy CEN EOY mG =R mC)
ZIEE. 988 - FEAEEEIED, Deo 01 04 10 M SECS.Diw
_: m— Py i1 \. b. 1
| % | & | piag || Temt | RM$ | Back
MARK623
A 4
21:40:35.947 Dec 01 04 Channel CY
Trigger Threshold |  HMin Man
RHS High, Low, 132.0 108.0 9.0 q
Yery Low 12.00 110, i
fibsalute Instantaneocus 204.0 164.5 §164.5
Paak B J :
RHMS Distortion Waveshape 3.000 4.455 {4.455
Cucle-to-—cycle Waveshape 12.0, 10.0% | Hot Trisgered
Integrated High 120.0 Hot Triggered
Freguency Trigger

Worst Peak-Peak = 38.8415
163 mag = F.79566,

S8 mag = T.79366,

SEY: mag = 7.79566;

Rise time = 975.40 u SECS

— y —

I Than + ! o

21:40:35.247F CY¥ HMild Pos Bipol Trans at 21.3°, 1-16 Cuc
Duration = 975.4u SECE
offset 650266 u SECS
offset 630266 u SECS

Hormal-hack to back-Restrike Cap Sw, direction is Unknowmn.

-

Back

MARK624
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Event Options

Event Options

Voltage and
Current
channelsto plot

RMStrigger
parameters

What is
displayed on a
time plot?

Channels

7-14

A time plot is a graph of the value of one parameter and channel over time. The
PowerVisais able to display time plots for individual Voltage and Current channels
(Va, Vb, V¢, Vd, Ia, Ib, Ic, Id) or phase-to-phase V oltage channels (Vab, Vbc, Vca),
depending on the available channels for Voltage and the selected circuit type.

RMS variation is the most common type of disturbance and isidentified as a specific
type of event by IEEE and IEC. Event characterization implemented in PowerVisa
adheresto the IEEE 1159 and IEC 61000-4-30 Class A standards (Refer to Appendix F
Event Classification). RMS values are updated at half-cycle rates, calculated over one
cycle and compared against limits on a cycle-by-cycle basis. The high and low limits
can be enabled and programmed individually for each phase and phase-to-phase value.

The following parameters are required to define how an rms variation is triggered:
Very Low limit

Low limit

High Limit

Cyclesin range to end event

As per |[EEE and |EC standards for multi-phase systems, the beginning of the voltage
rms event occurs when any phase voltage goes outside the limits, and ends when all of
the phases are within limits for an end-event number of cycles specified. Thisisonly
true for voltage, not current.

In addition, rms variations can have three stages of averaging or chart rates, which is
particularly useful for long duration events to save memory in exchange for reduced
resolution. This mode beginsif the rms value remains out of limits for longer than the
post-start number of cycles that were programmed.

Refer to Chapter 6 Advanced Setup Options for more information on rms variation
limits.

A time plot consists of the timed and threshold waveforms for the parameter on display.
The instrument provides users Options to change and/or add parameters/channels to




I CH 7/ View Event Data

View event Follow these steps to access event Options.

options
Action... Result...

STEP 1: From the event screen, :
. A
press Options. £
IB:BE:ZD.D_&T = 124218208, Feb 13 041 1 MINS .~ Div o ]
. Fzb 12 .04 | Jls
Plot #s appear on the left side of Eecwiges A99 lnantancous Sag =
the screen. Users have the option 100.0
to enable/disable channelsfor any :Z:E
of. the PI ot# The pl otdisplay area | |,...
will resize according to the oo |
number of parameters/channels e
enabled/disabled for display. g
10,00
* Pressthe Change button ;,s,,;smg;{.;‘g I;&%;gﬁg‘s_ﬂuﬂ_o%__m s
adjacent to the Plot # where [ Detail | Options | ¢ |+ | Wave | Eait
you want to change and/or add MARKS05
parameters/channels to plot. : 24
e
= —
For example: Press Change '?:.;sr select Channels to Plot kT
adjacent to Plot #1. Proceed to =00 . . —
) woo| Plot s i A¥ i Chiaiii
Step 2 on page 7-16. I o -
accol plot #2; ’ [renarge
« Press OK to accept changes Gl g =
a a & iR ange
and view new plot display. L j .
] 1000|  pror 14 [ |
« PressCancel toignorechanges | |ecos| : | R
and return to the event screen. | | 0K | Cancel |—
12:25:24 508 - 12:25:25.105, Feb 13 04 Z00 f SECS. DN
(i (Mgl | e e
| ‘Detail | Dptions 1 - + L Wave | Exit
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Continued on next page
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Event Options, continued

View event
options
(continued)

7-16

STEP 2: Check the channels that
you want to enable, uncheck those | |é:— —
you want to disable. il "'“_LL‘ Sl —
# B rF oRel &
For example, check to enable ——
Channd A-B Volts, inadditionto | | =[] 8 [ = B-c [ {
Channel A Voltsfor Plot #1. i
) c B ® c-Af
* Press OK to accept parameter/ tomy —
channel changes. Proceed to < b 0 m
Step 3. ~2i0,
mz=a{|_Clear L oK | canee If
* PressClear if youwanttoreset | || Detail | Totions |+ T s bt
channel selection. MARK512
» Press Cancel to ignore
parameter/channel changes and
return to the event screen
containing the original plot.
Step 3: The parameter/channel
changes are reflected in Plot #1. '
|53:-35: T [,
e PressOK to accept Changes et | Select Channels to Plot ,:2
and view event with the new veve| Plovat: | AV, BB, e
configuration. s 5 g
-s50d Plot 12t [ienange
» Press Cancel to ignore ol e —

Plot #3: i\ | Change
parameter/channel changesand | | s L —
return to event screen with the “ | plov ad: . [enanoen
original configuration. i e

\. - A
NOTE: The event screen retains | Detal | Options |« |+ | uws | Ew
MARK513

the present configuration every
timeit is accessed. The channel/
parameter configuration will reset
to default anytime a new
monitoring session starts.




I CH 7/ View Event Data

Section B
Trend

Overview

Trend categories PowerVisais able to display statistical trends or plots for the following parameter
categories:

Standard: Parametersinclude basic volts and amps, displacement power factor, residual
and net current, energy, harmonics, standard demand, and standard flicker. These
power parameters are measured more accurately using a one (1) second interval,
summarized by min, max and avg at the end of the interval.

Distortion TIF RMS, THD, Frequency: Parameters include voltage and current THD,
voltage and current TID, voltage and current TIF rms, crest factor, signed and unsigned
harmonic, and transformer factor.

NOTE: See pages 6-17 for the detailed list of parameters available for trending.

Inthissection  Thefollowing topics are covered in this section.

Topic See Page
Trend Display 7-18
Trend Setup 7-19

7-17



Trend Display

Trend Display

What is
displayed on a
trend?

Sampletrend
screens

7-18

A trend consists of the timed and threshold waveforms for the parameter on display.

Users have the option to enable/disable atrend or plot display, wherein display area
will resize according to the number of plots enabled for display. In addition, users have
the option to enable/disable channelsto trend in a select parameter. Each parameter can
have one or multiple channels to plot.

The trend screen also features a Zoom box, wherein users can expand or narrow the
size of azoomed area viatouch and drag. The zoom feature allows usersto view trend
coordinates of min, max and avg valuesin greater detail.

Sample screens below feature the same Voltage RM S parameter.

Example 1 - One Parameter, Multiple Channels plot: Voltage RM S parameter with
enabled channels A (inred), B (in yellow), and C (in blue). The plot below has been
zoomed in three times.

1279

wes | /‘\

-

1T

TRME WA E WG
1ESAARTTE - 1THRETTS JUH 16 85 A MINSADIY
el AL S il

- : e
| a2 i Param Exit
MARK443

Example 2 - One Parameter, One Channel plot: Voltage RMS parameter with enabled
channel C (in blue). The plot below has been zoomed in five times.

threshold values i\a
Hi limit, Low limit
( ) les [—trend of max values
1213 & ‘\ trend of avg values
T b ——
trigger parameter, N

124

trigger channel .
g9 | trend of min values

waa A
TRAE WE
time and date when *3_4.4?.?15 ._ 14.3.9.:93‘?5. JUH tE @3 4 MINS/D!U .
s " Param Exit

event was captured
MARK444




Trend Setup

Trend settings

CH 7/ View Event Data

Follow these steps to view data trends. The same procedure applies even when you
select different journal categoriesto plot.

Action... Result...

STEP 1: From the Home screen,
press Trend.

 The default number of plots
displayed in the trend screenis
two. Press Param to show the
current parameters and
channels displayed on screen.
Proceed to Step 2.

* Press the Magnify button to
use the zoom features and to
view plot coordinatesin detail.

 Press Exit to quit and return to
Home screen.

152.a

=52

12ae

1a5.a

LRl

YWRHMS B
A2 o

2750
=500

zz.ER

1l

] E EC

| RMS

| il
| S——cC- —

L]
DHAEAS@AE - BNELQSPE, JUH 26 @3
[y

WE WL
1 MINS~DIL
P

Param Exit
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STEP 2: Individua plot numbers
appear on the left hand section of
the screen. Users have the option
to change and/or add parameters/
channelsto display.

* Pressthe parameter field that
you want to change.

For example: Pressto change
Plot #2 - Parameter 1. Proceed
to Step 3 on page 7-20.

» Press OK to accept changes
and view plot display.

* Press Cancel toignore
parameter/channel changes and
return to the screen containing
the origina plot.

i
5@, 3

1354
Plot 11z
128,

125,

Plot #2:
0.4

Ad.8

5| Plot #t3:

5 Plot 14

Param 2

_—
! oK |

Cancel
| ——

o |

Tar o T
—

MARK432

Continued on next page
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Trend Setup, continued

Trend settings
(continued)

7-20

STEP 3: The Journal Categories
alow usersto select parameters/
channelsto trend for display.

Press Disableto clear the
parameter display in Plot #2
(from Examplein Step 2).
Proceed to Step 4.

Users have the option to choose
ajournal category from which
to select parameters/channelsto
plot.

For Standard List - RMS
parameter s, see RMS Settings
on page 7-21.

Press Cancel to ignore changes
and return to the previous
screen.

2 1
Disable

Standard List.

Distortion.

[
Cancel

MARK433

STEP 4: Parameter/channels on
Plot #2 were disabled.

Press OK to accept changes
and view new plot display. The
plot areawill resize according
to the plot numbers enabled for
display. (Whereas the original
plot in Step 1 shows Plot #1
and Plot #2 on display, the
screen auto-adj usts when
parametersin Plot #2 were
disabled.)

Press Cancel toignore
parameter/channel changes and
return to the screen containing
the original plot.

i
158, 3

1554
fza
185,

8.

A28

Plot #1: | ¥ RME
Plot #2:

z7s| Plot #3:

zzs5| Mot #4:

=

Param 1 Param 2

_—
! oK | Eancel L
A :

v ar an =
| S, S —
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158.8

1252

1za.a

125.a

0.2

|

YEREMS EAR
@2A4eN5AAT - 52RO, JUN 2E B3 1 MIHS<DIY
Lot e a

E ®C

T —
| Param | Exit
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I CH 7/ View Event Data

RM S settings The PowerVisa provides setup options to measure rms data per cycle or per second.

The RMS Voltage and RM S Current parameters are avail able under Journal Categories
- Standard List.

S Basicy l:nmputed\<Power\<Demand\<Energg % Haron % Flicker

| % oS Voltage
| S—
=1
| RS Current
=
!
| Frequency
| S—
—
Back Cancel
MARK436
v
’fBasii;,-V" aeai'n n P L e "'?'E
RMS Voltage
et
| = =
9 8 B e F
| s |
< B il B-c L
i) = =
g C il c-a [F
=
|
D .
_ =
LE Cuclic BMS Lp 1-5ac RMS
[Tk | ok | cancel
il Bac | ancel | |
Ilal- [ Li’ilt!‘

MARK514

Cyclic RM'S: RM S values are computed over 1 power frequency cycle (16.67 msec @
60 Hz) in 1/2 cycle steps (every 8.33 msec). The min/max/avg of these cyclic values
are continually updated and saved every user-programmed journal interval (see Chapter
6 Advanced Setup Options - Journa Interval for Timed Readings on page 6-21).

1-Sec RM S: Similar to cyclic rms, except that each rms value is computed over 1
second’ sworth of data points (which is 1/60th of asecond @ 60 Hz), rather than over 1

cycle.

NOTE: Datafor Cyclic or 1-Sec sampling rates apply only to rms parameters.

7-21
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Overview

Report types

View Reports
options

In thischapter

CHAPTER 8

Reports

Users have the option to view QOS compliance reports in two ways: via EN50160 or
Status. Each report has their own method of presenting compliance data. Each also
differs on the length of evaluation period to monitor compliance. From the Home

screen, press Reports.

Fowerisa
THTLUE

OH

14:49:07, Dec 21 04
= Fhaze Whye
SZ2.00 ME Fres
Eowcr'u'isn Site

i

fr— —
=

EM50160

Status

e
Cancel

(27 1)

—_—
i 5TOR

Ph_a_s'nr

2—3

Preferences

PVISA49

EN50160 displays statistical reports on QOS compliance. Statistical datais calculated
on the required parameters specified in EN50160 over aone week interval to produce a
PASS/FAIL decision of compliance. The standard monitoring period is one complete
week, beginning Sunday 00:00 (midnight). Monitoring periods of 1ess than one week
will render an evaluation status that is Incompl ete and compliance marked as
Undetermined. Press EN50160 to access the EN50160 statistical reports.

Status displays meter data (or event count) in a 2x2, 3x3, or 4x4 matrix. The
annunciator panel isalso color coded to indicate whether the parameter iswithin limits.
The elements of the matrix are linked to the journal plot screen.

This chapter covers the following topics.

Section Topic See Page
A EN50160 8-2
B Status Report in Annunciator Panel 8-16




Overview

Overview

What is
EN501607?

EN50160
monitoring
mode

I'n this section

Section A
EN50160

EN50160 is a European standard that stipulates the voltage characteristics that can be
expected in public distribution networks. The QOS functionality is equipped with
monitoring and setup protocol s to meet the measurements required for EN50160
monitoring. EN50160 specifies that various parameters must be within a specified

percentage for 95% of the standard one week monitoring period.

EN50160 will be able to display data when the instrument has been configured to
monitor EN50160 Power Quality. Refer to Chapter 5 Start Menu - Section B Wizard
Setup - Monitoring Mode on page 5-18 for the procedure on how to turn EN50160

Power Quality monitoring on.

The following topics are covered in this section.

Topic See Page
EN50160 M easurement Parameters 8-3
EN50160 Compliance Limits 8-5
Compliance Statistical Bar Chart 8-8
Compliance History 8-11
Event Statistics 8-13
Min/Max Table for Power Frequency and RMS Voltage 8-15




_ CH 8/ Reports

EN50160 Measurement Parameters

EN50160 Statistical datais calculated based on the parameters required by EN50160 for
parameters determining QOS compliance. PowerVisa displays the parametersin the form of a
Compliance Statistical Bar Chart. From the Reports screen, press EN50160.

Compliance Statistics 15:30:11. Jul 10 03
Faowrer Fregusncd

SUPPlY W Uariations

Flicker

Supply W Unbalance

Harmonis Yot

InterHarmonic Yaltoge

Muains. Sianolling

I OIT BT A ASE IEE T ISR I

f " = T e
| Wistory | DISDIP | MWin Max' Exit

MARKA471

The bar chart indicates the percentage of the intervals passing the specified compliance
criteria. The color of the bar indicates the compliance status. A green bar indicates that
the parameter is within compliance. A red bar indicates that the parameter does not
comply with EN50160 Standard. See below for the description of each measurement
parameter. For the QOS compliance limit values of EN50160 parameters, refer to the
table of Compliance Limits on page 8-5.

Power Frequency: In case of afault operation, parts of an interconnected system may
become isolated. Compliance will be assessed over an observation period of one week,
by a statistical analysis carried out over the sequence of 10 seconds measurement.
Freguency is represented by a single value and a single bar. The bar is a hyperlink to
the Power Frequency Graph (see page 8-8).

Supply Voltage Variations: Under normal operating conditions, load changes cause
variations of the 10 minute average supply voltage. Generally this is compensated by
automatic voltage regulation within aperiod of afew tenths of seconds. Supply Voltage
Variations display a cluster of bars, one for each phase. The color of each bar indicates
the compliance status for its phase. A green bar indicates that the parameter is within
compliance. A red bar indicates the parameter does not comply with EN50160.

Flicker: Typical rapid voltage changes or flicker do not exceed a magnitude of +5% or
-5% of the nominal or declared voltage. This limitation is possible because connection
of loads capable of creating rapid voltage changesis usually subjected to regulations.
However under certain conditions, higher values of up to 10% may occur. These higher
values can occur for instance in areas where high power motor equipment (blower,

Continued on next page
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EN50160 Measurement Parameters, continued

EN50160
parameters
(continued)

8-4

pumps, compressors, etc.) isused. Flickersdisplay acluster of bars, one for each phase.
The color of each bar indicates the compliance status for each phase. A green bar
indicates that the parameter iswithin compliance. A red bar indicates that the parameter
does not comply with EN50160.

Supply Voltage Unbalance: The unbalance of athree phase supply voltage consists of a
loss of symmetry of the phase voltage vectors (magnitude and/or angle), created mainly
by unbalanced load. Compliance is verified when 95% of the sequence of valid 10
minute values are within the specified tolerance of normally 2% (in single phase/two
phase supplies 3%). Supply Voltage Unbalance is represented by asingle value and a
single bar. The color of the bar indicates the compliance status for each phase. A green
bar indicates that the parameter iswithin compliance. A red bar indicates that the
parameter does not comply with EN50160.

Harmonic Voltage: Harmonic displays a cluster of bars, one for each phase. The color
of each bar indicates the compliance status that is calculated by adding the status of
Total Harmonic Distortion (THD) and Harmonics 2 thru 25. The bars for Harmonic
Voltage is a hyperlink to the Harmonic graph (see page 8-8).

Interharmonic Voltage: Interharmonic displays a cluster of bars, one for each phase.
The color of each bar indicates the compliance status that is calculated by adding the
status of Total Interharmonic Distortion (TID) and Interharmonics 2 thru 25. The bars
for Interharmonic Voltage is a hyperlink to the Interharmonic graph (see page 8-8).

Mains Signalling: Mains Signalling is represented by a single value and asingle bar.
The color of the bar indicates compliance status that is calculated by adding the status
of each of the defined frequencies (a maximum of five) for its phase. Users can specify
the signalling frequency values under Advanced Options (see Chapter 6 Advanced
Setup Options - EN50160 Power Quality on pages 6-20 to 6-21). A green bar indicates
that the parameter iswithin compliance. A red bar indicates that the parameter does not
comply with EN50160.




EN50160 Compliance Limits

CH 8/ Reports

Compliance

The table below indicates the limit numbers or range of values required for each
parameter to pass QOS compliance and satisfy EN50160 standard.

Parameter

Limitsfor QOS Complianceto Pass

Un = Low Voltage (LV) Supply nominal voltage, upper limit 1kV
Uc = Medium Voltage (MV) Supply Characteristics - declared voltage, range 1kV to 35kV

Power frequency with
synchronous connection to an
interconnected system

Mean value over 10 seconds
» +1% during 95% of one week
» +4% during 100% of one week

Power frequency with no
synchronous connection to an
interconnected system

Mean value over 10 seconds
» 2% during 95% of one week
e +15% during 100% of one week

Magnitude of the supply voltage
(Inlow voltage systems, declared
and nominal voltage are equal)

Mean rms over 10 minutes
e +10% of Un or Uc during 95% of one week
e +10% to 15% of Un during 100% of one week

Supply voltage variations (Under
normal operating conditions,
excluding situations arising from
faults or voltage interruptions)

Mean rms over 10 minutes
e 0% of Un or Uc during 95% of one week
» £10% to 15% of Un during 100% of one week

Flicker

Pit < 1 for 95% of thetime
Also 5% normal, 10% infrequent for LV, 4 &6
for MV

Supply voltage dips

No criteria specified, just reported in DISDIP
table

Short interruptions of the supply
voltage

<1 second for 70% of the short interruptions

Temporary power-frequency
overvoltage between live
conductors and earth

1.5kV for LV
170% for solid or impedance earth,
200% unearthed of resonate earth

Transient overvoltages between
live conductors and earth

Short duration surges: <1 us
Medium duration surges: >1 to <100 us
Long duration surges: >100 us

Supply voltage unbalance
(Under normal operating
conditions)

10 minute mean rms val ues of the negative phase
seguence component/positive phase sequence
component

» <2% during 95% each period of one week

Continued on next page



EN50160 Compliance Limits, continued I

Compliance The table below indicates the limit numbers or range of values required for each
limits parameter to pass QOS compliance and satisfy EN50160 standard.
(continued)

Par ameter Limitsfor QOS Complianceto Pass

Un = Low Voltage (LV) Supply nominal voltage, upper limit 1kV
Uc = Medium Voltage (MV) Supply Characteristics - declared voltage, range 1kV to 35kV

Harmonic voltage 10 minute mean rms values
(Under normal operating Individual Harmonic voltage up to the 25th shall
conditions) be < the value of Un given under Harmonic
Compliance Limits (see table below) during 95%
of one week
e <8% THD (THD up to the 40th) < 8
Interharmonic voltage Individual Interharmonic voltage up to the 24th-

25th shall be < the value of Un given under
Interharmonic Compliance Limits (see table on
page 8-8) during 95% of one week

» <8% TID (TID up to the 39th/40th)

Mains signalling voltage onthe | 3 second mean of signal voltages compared

supply voltage against the Meister curve
Har monic The general approach of EN50160 isto express all voltage characteristics by reference
compliancelimit to the nominal voltage or declared voltage, as appropriate. The table below indicates
values the Harmonic Compliance Limit valuesin relation to the nominal voltage.
Har monic Number Limit
DC
2 2.0%
3 5.0%
4 1.0%
5 6.0%
6 thru 24 (all even nos.) 0.5%
7 5.0%
9 1.5%
11 3.5%
13 3.0%
15 0.5%
17 2.0%
19 1.5%
21 0.5%
23 1.5%
25 1.5%

Continued on next page



Interharmonic  The general approach of EN50160 is to express al voltage characteristics by reference
compliancelimit to the nominal voltage or declared voltage, as appropriate. The table below indicates

values the Interharmonic Compliance Limit valuesin relation to the nominal voltage.
Interhar monic Group Number Limit
DC-1 5.0%
1-2 4.8%
2-3 4.6%
34 4.4%
4-5 4.2%
5-6 4.0%
6-7 3.8%
7-8 3.6%
8-9 3.4%
9-10 3.2%
10-11 3.0%
11-12 2.8%
12-13 2.6%
13-14 2.4%
14-15 2.2%
15-16 2.0%
16-17 1.8%
17-18 1.6%
18-19 1.4%
19-20 1.2%
All other groups 1.0%




Compliance Statistical Bar Chart I

Compliance Statistical Bar Chart

Chart The Compliance Statistical bar chart displays the seven parametersthat are required for

description determining QOS compliance. See pages 8-3 to 8-4 for the description of each of the
EN50160 parameters. The bar chart indicates the percentage of the interval passing the
specified compliance criteria. The color of the bar indicates compliance status. Select
barsin the chart i.e. Power Freguency, Harmonic Voltage, and Interharmonic Voltage
will further display component details when pressed.

View Follow these steps to access the EN50160 Compliance Statistical Bar Chart.
Compliance

atg[r'?'c‘c'bar Action... Result...

STEP 1: From the Home screen,
press Reports. Press EN50160 to

. .. Compliance Statistics 15:30:11. Jul 10 03
dl Splay the EN50160 StatIS[I Cal Fower Frequencty
reports SURFlY W Variations
The Compliance Statistics bar -
chart displays the parameters -
required for determining BlgRLE AN

compliance. A green bar indicates Hironis Usitasd
that the parameter iswithin

compliance. A red bar indicates Infertaruanis; attise

that the parameter does not Vi Bk ;

Com I Wlth EN50160_ : : B S A QY A5 e ST s aed
Py | History | DISDIP rLPﬁniHau' =5

Select bars will show component MARK471

detail when pressed.

» Pressthe Power Frequency
bar to view the Power
Freguency Graph. Proceed to
Step 2 on page 8-9.

* Pressthe Harmonic Voltage
bar to view the Harmonic
Graph. Proceed to Step 3 on

page 8-9.

* Pressthe Interharmonic
Voltage bar to view the
Interharmonic Graph. Proceed
to Step 4 on page 8-10.

» PressHistory to view the
Compliance History table. Go
to page 8-11.

Continued on next page



View
Compliance
Statistics bar
chart
(continued)

CH 8/ Reports

Action... Result...

STEP 1 (continued):

* Press DI SDIP to view the
Event Statistics. Go to page
8-13.

* PressMin/Max to view the
min/max values for Power
Freguency and RMS Voltage.
Go to page 8-15.

 Press Exit to quit and return to
Home screen.

STEP 2: The Power Frequency
parameter has two ranges
considered for compliance. This
graph displays the status of
parameter with respect to each
range. The bar chart indicates the
percentage of intervals passing
the specified compliance.

» Press Exit to return to the
Compliance Statistical bar
chart.

Power Fregquency

16:01:12, Jul 10 03
HINRANGE: _

HIMFRANGET

4 Erra EE a4z a5 el e o=t -

i
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STEP 3: The Harmonic graph
displays the status of each of the
individual harmonics and THD
for each phase. The bar chart
indicates the percentage of
intervals passing the specified
compliance.

* Press Prev/Next to display
Harmonic bars from 1st to
25th.

» Press Exit to return to the
Compliance Statistical bar
chart.

Harmonic Yaltage 16:01:12, Jul 10 03

Hig

H3

HE

HT

He

HE

H4a

H=

Hz

H1

it rars S 2 T HEY AT BEL A

e
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Continued on next page



Compliance Statistical Bar Chart, continued I

View Compliance

Statistics bar Action... Result...
chart

(continued) STEP 4: The Interharmonic graph
displays the status of each
individual Interharmonic and TID InterHarmonic Yoltaga 16:01:12, Jul 10 03
for each phase. The bar chart o ’

indicates the percentage of W

intervals passing the specified s

compliance. e

IHE:

H5

* Press Prev/Next to display
I nterharmonic bars from 1st to

1H4

IH=

25th HZ
* Press Exit to return to the Tio
Compl | ance Stml ﬂi Cal bar i Sz a5 aad a5 BEY T a5 '39.2
chart. = — TIIHARK480
NOTE Many instruments used for harmonic measurements of power supply systems express

their output with reference to the fundamental component of the voltage, especially
those indicating the THD factor.

Harmonic and Interharmonic values are specified only up to order 25 (EN50160 limit),
for the practical reason that for higher orders, the values are generally so small asto be
impractical to measure. Another reason is because of the difficulty of giving values
which would be relevant to all networks.
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Compliance History

QOS Status
Summary

Compliance
History table

EN50160 provides ahistorical summary of the QOS compliance evaluations made. The
standard monitoring period is one week, usually beginning Sunday at 00:00 (midnight).
Any compliance evaluation performed in less than one week will receive an Evaluation
Status marked as Incomplete, and Compliance marked as Undetermined. For
completed monitoring periods, Compliance status may either be PASS or FAIL if all of
the specified parametersiswithin limits for 95% or more of the monitoring time period.
A PASS or FAIL statusis hyperlinked to the Compliance Statistical Bar Chart.

Compliance History displays atable that summarizes the QOS evaluation status. From
the EN50160 screen on page 8-3, press History. The Compliance History table will
appear as shown below.

Eualnﬂim Euthﬂm lHS!ml Tran, Event
‘Status  Perlod  Compliance  Count Count

| o6 583
Complete | 126081 Pass 8 @

52063 z
Compiete | tpaam |Fail

| Prav Heaxt Exit

MARK472

o -
scroll through previous/ PASS (green) or FAIL (red) status is linked to
next items in the list the Compliance Statistical Bar Chart (p. 8-8)

Evaluation Status: The EN50160-specified compliance evaluation period is a 7-day
(one week) period. The evaluation status is Complete if monitoring is done within one
full week, or Incomplete if monitoring is donein less than one week. An evaluation
status is Incomplete under the following scenarios:

* Itisthe current evaluation period and it has simply not completed.

* Itisaprevious evaluation period but not enough data samples were included in the
statistical analysis. This may be due to the following reasons: data was not collected
or too many samples were tagged as unusable due to rms variations.

Continued on next page
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Compliance History, continued I

Compliance Evaluation Period: Displaysthe date and time of the beginning of the evaluation period.

History table Each evaluation period isindependent of each other. The default length of evaluation

(continued) period is a 7-day week period by which the unit calculates information in strict
compliance with the EN50160 standard.

Compliance: Displays a PASS (green) or FAIL (red) mark if evaluation is done for a
complete 7-day week period. Compliance displays an Undetermined (black) mark for
incomplete periods. A PASS or FAIL compliance status is hyperlinked to the
Compliance Statistical Bar Chart that shows the seven parameters required for
determining compliance. See Compliance Statistical Bar Chart on page 8-8.

RMS Event Count: Details of rms variation event count are shown in the EN50160
DISDIP table on page 8-13.

Transient Event Count: The complete table for Transient Overvoltages appearsin the
EN50160 DISDIP table on page 8-14.
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Event Satistics

EN50160
DISDIP

UNIPEDE
DISDIP
Statisticstable

The EN50160 DISDIP (distribution of dips) table is based upon the event statistics
calculated by EN50160. It includes the UNIPEDE DISDIP Statistics and the table for
Transient Overvoltages. UNIPEDE DISDIP datais collected and saved on a weekly
basis with the counts reset as the final save occurs. If additional datais detected for an
evaluation period after that period has been saved, that internal datais retrieved and
updated.

RM S variations shown in the UNIPEDE DISDIP tableis afiltered version of the Event
list. The DISDIP table includes those events of rms variation type (sags, swells, and
interruptions). From the Compliance Statistics bar chart screen on page 8-3, press
DISDIP. The UNIPEDE DISDIP Statistics table will appear as shown below.

DERTH 0 I"REEc [ sec | sk | sec | sec | sec | miM | mn
FroM | To < |edeal 405 [esa | ws | sce [zece] 1w | =
BIFS
@ [ @ @ [ @ @ @ @ @
) 15 @ @ @ @ @ @ @ @
15 = 2 o (o] 2 a @ 2 @
0. |&@ ° E @ @ @ @ @ @
e @ @ @ @ @ @ @ @
INTERRUFTIONS
22 e [ & [ o [ e [ e e o a] ]a
TEMPORARY OMERVOLTRGES
ne | 1z@ @ 2 @ @ @ @ @ @
120 | 199 @ @ @ @ @ @ @ @
e | ee 2 2 2 @ 2 2 [ @
€D | zee @ 2 @ @ @ @ @ @
Fo8 @ @ @ @ @ @ @ @

= S ¥
| Page 1 | Page 2 | Page 3 Exnit
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Display table for Transient Display DISDIP 3D
Overvoltage (p. 8-14) Graph (p. 8-14)

RMS Event Count: The table shows rms variations of specified range of magnitude and
duration, also called bins. For example, an rms variation with a magnitude of 80-90%
of nominal and 1-5 cyclesin duration is one bin, whereas 80-90% and 10-30 cyclesis
another, 70-80% and 10-30 cyclesis another, and so on. Each time that the
characteristics of an rms variation match the criteria of the bin, the counter is
incremented. RM S phenomena are typically found in bin groupings such as:

» DIPS - classified in 5 Magnitudes x 8 Durations
* Interruptions - classified in 1 Magnitude x 8 Durations
» Temporary Overvoltages - classified in 5 Magnitudes x 8 Durations

Continued on next page
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Event Statistics, continued L

UNIPEDE The DISDIP table also includes those events of Transient type. Scroll down the next
DISDIP page of the UNIPEDE DISDIP Statistics table to display datafor Transient
Statisticstable  Oyervoltage as shown below.
(continued)
Transient Overvoltage Courits

1B 126 5]

126 146 5]

144 i=ls] 5]

156 266 5]

ZEE 5]

I[ Page 1 1[ Page 2 IL Page ‘3-' Exnit
MARK474

Display table for RMS Display DISDIP 3D
Events (p. 8-13) graph (see below)
Transient Event Count: Transient phenomena are typically found in bin groupings such

as.
» Transient Overvoltage - classified in 5 Magnitudes x 1 Count

The EN50160 DISDIP 3D Graph is an object representation of the table for rms
variations found in page 8-13. The graph offers a quick and visual way to see what
category most of the rms disturbances fall into, whether as Dips, Interruptions, or
Temporary Overvoltages.

UHIPEDE DISDIP Statistics 13:55:11, Jul 10 02

1eiE E@iaa
Dl;rati]nn = FElEw R Depth (i)
sec
[ - = x| ns 1
| Page 1 [ Page 2| Page 3 Exit
MARK47..5

Display table for RMS Display table for Transient
Events (p. 8-13) Overvoltage (see above)
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Min/Max Table for Power Frequency and RMS Voltage

Min/Max table

CH 8/ Reports

The Min/Max table displays the minimum and maximum values for Power Frequency
and RM S Voltage along with the time and date of occurrence. Maximum phase values
of Rapid Voltage Change, Flicker, Supply V oltage Unbalance, and Harmonic are al'so
displayed along with time and date of occurrence.

From the Compliance Statistics bar chart screen on page 8-8, press Min/Max. The Min/
Max table will appear as shown below.

v .
press to show Harmonic
values up to order no. 25

HMin Man
Power Frequency - ER L ERE
- % Unbalance (§2-51) Jun 2204 Jun 25 04
16000 G000
Maanitude of Supply EE IEET
Yoltage — ¥rms Jun ZE o4 Jun 2= o4
162000 152000
Max Yaloes Phase A Phase B Phase C
Rapid Yrms 12027 05 120EE
Change Jun 25 04 Jun 2S04 Jun 25 04
000 1200 AR 000
: 000 0,00 oL
Flicker (plt} [Oon = o4 Jun == od Jun z= o4
162000 162000 AE:20:00
— ———
| Prew " Hext | Eait
| RIS S ————
MARK476
Harmonic # Phase H Phase B Phasa C
TEO 088 005
THD Ton 55 04 Ton £5 04 Ton 25 04
1EiS0:00 162000 15iZ0:00
LES 0,00 000
E wdun 25 0d Jun 25 0d dun 25 09
16:S 000 12000 15000
130 .04 g
3 un 22 04 dun 22 0d ur 22 04
1EiE0:00 16000 AE:S0:00
124 0,00 0,00
4 Jun 25 o4 Jun 2= 04 Jun 25 o4
162000 1E2000 152000
1.40 0,00 g
5 un 25 0d Jun z25 0q un 25 0
L0000 16000 AEiS0:00
—
| Prev L Hext | Eait
-— TR
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Overview

Overview

Annunciator
panel

In this section

8-16

Section B

Status Report in Annunciator Panel

Status summary for three report types - Standard PQ, EN50160, and Maotor Quality -
can be displayed via the annunciator panel. Real time data, event count, or user-
specified calculated datais available in the matrix display of the annunciator panel.
When monitoring is on, the annunciator panel displaysthe status of a parameter using a
color scheme. Journal data and events can be directly viewed from the annunciator
panel.

For example:
From the Reports screen, press Status. The annunciator panel will display Standard PQ

preset parameters by default (shown below).

Frequency

TaE5H . B8

Transient

MARK600

NOTE: Where applicable, the values reported within a parameter in the panel refer to
measurements on channels A, B, C, and D respectively. The measurement values for
each channel are updated approximately once per second while monitoring is on.

The following topics are covered in this section.

Topic See Page
Panel Setup Options 8-17
Panel Operation 8-19
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Panel Setup Options

Setup options

Press Options to select the Preset parameters and/or Panel Size to display.

Presets provide a set of default parameters that will be displayed in the annunciator
panel. The screen matrix size can also be customized (Small, Medium or Large)
according to user application.

The sample screens below show preset parameters for Motor Quality setup.

| BMS Current ¥ RMS5 Imbalance

Preset: Motor Huality

(|
Load Praset

1 Panel Size:

Small (4x4)

|l

[* Hedium {3x3)

f— |

Large (22}

I

- A 1
‘Dptions Exnit
MARK602

| BMS Currenmt

Select Presat:

e = [ Standard P
" Tiue Power LE andard PQ
' | Exsoiso
—

==
|[+# Hoter Duality
_—

tive Sequen..

sl . 285

"[rntions‘- Exit 1
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The following are the three different presets available:

Standard PQ uses the standard power quality parameters based on |EEE 1159 PQ
standard. Thisincludes basic power parameters such as volts, amps, watts, event
counters, THD, and flicker.

EN50160 displays parameters as specified by the EN50160 standard.

Motor Quality displays parameters that affect the operation of motors.
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Panel Setup Options, continued

Preset
parameters

Thetable below shows the default parameters on display in the annunciator panel. Note
however that you can edit and change the parameter settings using the Edit Panel

8-18

function described on page 8-22.

Setup Parameters
Standard | RMS Voltage RMS Current Frequency
PQ Sag Swell Transient
Pst Voltage THD Active Power
EN50160 | RMS Voltage Frequency V RMS Imbalance
Sag Swell Transient
Pst Voltage THD Current THD
Motor | RMSVoltage RMS Current V RMS Imbalance
Quality | True Power Factor | Horsepower Derating Factor
Voltage THD Fund | Current THD Fund | Negative Sequence
Current
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Panel Operation

Annunciator
panel color
scheme

Annunciator
pand links

The annunciator panel displays metered data for the selected parameter. The metered
datais updated once per second. Thisis the same data that appears in the meter screen,
and used in calculating journals. If the selected parameter is not journalled, the rms
event or transient event count can be selected to appear in the panel instead of
journalled data.

Disabled parameters appear in gray. A panel is considered disabled if none of the limits
were set.

Enabled parameters, on the other hand, are color-coded. A panel is active while the
instrument is monitoring or by loading a previously saved file from the data card. An
active panel can have two or three states (Normal, Moderate, or Severe). When
monitoring, parameters that are within limits are shown in green (indicates Normal
state). Those that are moderately out of limits, exceeding the Low or High threshold
limits, are shown in yellow (indicates Moderate state). Parameters that are extremely
out of limits, exceeding the Very Low or Low threshold limits, are shown in blinking
red (indicates Severe state).

Users may choose to plot a parameter since the panel islinked to the plot screen.
Simply select the parameter if you want to view it in detail. Use View Graph to display
the parameter plot and use View Limitsto view the parameter threshold values.

The properties of apanel can also be customized. Use Edit Panel to enable/disable
channelsto plot.

The next pages show how to view a parameter in detail using the annunciator panel.
The same procedure applies even when you select different journal categoriesto plot.
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Panel Operation, continued I

Parameter data The following procedure describes how to view parameter details in the annunciator
plot panel.

Action... Result...

STEP 1: From the Home screen
press Reports. Select Statusto
display the summary report via
the annunciator panel.

¥ RMS Imbalance

FOR EXAMPLE:
The summary report type
described hereisfor Motor

Quallty SEtup CIICk on V RMS \Foltage THD (Fu. Current THD (Fu.. | Hegative Sequen.

Imbalance to view the parameter s B " B.

in detail.Proceed to Step 2. B E.E B E.E Tt . 285
C . c B.

MARK608

STEP 2: Pressto select the
parameter that you want to view
in detail.

Horsepower

- T2
EF .E Yiew Graph
Y

|| Wiew Limits
|

—_—
Edit Panel

» PressView Graph to display
the dataplot for V RMS
Imbalance. Proceed to page 8-
21.

» PressView Limitsto display
the threshold values crossed.
Proceed to page 8-22.

* PressEdit Panel to display the Exit
tab function where you can MARK609
disable/enable parameters/
channelsto plot. Proceed to NOTE: An activity indicator periodically appears
page 8-22. in the middle of the screen signifying that data

monitoring is on and the unit is actively
characterizing events and searching database.

Continued on next page
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Parameter data
plot (continued)

Action... Result...
FOR EXAMPLE:
Once View Graph is selected, o

coordinatesfor V RMS
Imbalance event are displayed on | |==
screen.
NOTE: Imbalanceistherms
deviation calculation per channel
if theinstrument isin Standard

5.E50

PQ Mode. It will display the :
ANSI definition of unbalancefor | |- L._____ £ & £ 2
ChanneISA, B and C If the ,‘?—:\2-?1?3,;1%:50:00' Doc &2 08 5 MIHSADive = —
selected monitoring modeisother | ke il koot
than EN50160. When monitoring il MARKGL0
under EN50160 mode, Imbalance .
will beasimplevalueasper IEC | |*'T Param 1 Param 2 )
definition, defined as the sum of Plot at: ¥ Unbal
negative sequencing components 15 A
divided by the sum of positive B
sequencing components (similar ko
to meter readings under Meter
I\/Iode)_ Plot 1#3:
* Press the Magnify button to kN _
use the zoom features and to o _ _____ |-
view plot coordinatesin detail. | | . s e |

MARK611
* Press Param to show the

trigger parameter and channel/s
displayed on screen.

* Press Exit to return to the PQ
Status screen.

Continued on next page
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Panel Operation, continued

Parameter data
plot (continued)

8-22

Action...

Once View Limitsis selected,
threshold values crossed that
cause the V RMS Imbalance
event are displayed on screen.

| M5 Current

¥ RM: Imbalance

¥ RHMS Imbalance Lirnits
¥-Hiah High Low ¥-Low
A pgl s 510} 1_86a
Tr
E 2. a6 1. BE0
| = 2. aan 1880
Yolta
i E Maw
B E
i rp—
c E | 0K | Cancel
T T ]
‘Options Exit
MARK612

Once Edit pandl is selected, the
window where you can select
Metered Data journal categories
to plot is displayed.

Y ou can also view the trend plot
for sag, swell, and transient by
pressing the Status button.

Metered Data

Status (Saq, Swell etcd
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Overview

In this chapter

CHAPTER 9

Downloading Events

PowerVisa alows users to download, archive and view event datain a computer.
This section discusses the external communications device and software applications

necessary to transfer and store PowerVisa data files to a computer.

Topic See Page
External Communication Interface 9-2
Connection Setup via RS232 9-3
Connection Setup viaUSB 9-4
Connection Setup via Ethernet 9-5
Connection Setup viaModem 9-6
Downloading Events via NodeL ink® 9-10
Viewing Eventsvia DranView® 9-11
DranViewe with HASP 9-12
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External Communication Interface

External Communication Interface

| solated
Communications
Module

To download events from the PowerVisa through the optical port, you must have the
following: a personal computer or laptop with Windows® operating system with either
RS232 seria port or network adapter, NodeLink®, and the appropriate | solated
Communications Modul e assembly as described below.

The Isolated Communications Module assembly consists of two parts:

1. A fiber optic cable (P/N 900406) which connects the PowerVisa optical serial port to
the communication module;

2. The PowerVisa communication module which is available in three types:
¢ a9-pin RS232 Communication Module (P/N COMM-RS232)
* aUSB Communication Module (F/N COMM-OUA)
« an Ethernet Communication Module (F/N COMM-OEA)

The PowerVisa communication modules are optically isolated devices using infrared
light to transfer text and graphics to acomputer running NodeL inke. These modules are
designed to connect the PowerVisaoptical seria port to the appropriate interface -
either a standard RS232 seria port connector, USB adapter, or Ethernet adapter.

With NodeLink® you will be able to download data, upload or download instrument
setups, or view real time meter data from the PowerVisa. The downloaded data can be
viewed using the DranViewe application.

Each adapter interface is supported using the computer’ s standard serial ports.
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Connection The following procedure and diagram describe how to connect the PowerVisato a

setup viaRS232  computer via RS232. Once the physical connection is done, see Chapter 4 Instrument
Settings - Communications on page 4-10 for instructions on how to enable the
PowerVisa settings to communicate with external devices.

1. Connect one end of the fiber optic cable (P/N 900406) into the Fiber Optic Serial
Data Port located on the |eft side panel of the PowerVisa

2. Connect the other end of the fiber optic cable into the Fiber Optic Port on the plastic
housing of the 9-pin/RS232 Communication Module (P/N COMM-RS232).

3. Connect the 9-pin RS232 connector to any available serial COM port on your
computer.

NOTE: If the RS232 COM port on your computer supplies voltage power, the battery
charger/UPS for DC power input is not required. Otherwise, COMM-RS232 requires
that an external power source be connected. For external power supply, use the optional
accessory Battery Charger/UPS (P/IN XBC-PX5) available from Dranetz.

Connect the DC plug from the battery charger/UPS to the 12V, 3W max input jack on
the RS232 adapter. Configure the AC power plug of the battery charger by sliding the
proper plug supplied (US, Euro, UK or Australia) and locking it into place. Connect the
AC power plug of the battery charger to the proper power source 120V AC for UStype
plug or 230V AC for Euro, UK or Australiatype plug.

4. Refer to the NodeLink® User's Guide (P/N UG-NODEL INK) for instructions on
how to set up aNodeLink site.

DC POWER
INPUT

FIBER OPTIC

TO PowerVisa
3 OPTICAL
PORT

RS232 PLUG o
w
RS232 - FIBER OPTIC
ADAPTER
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External Communication Interface, continued L

Connection The following procedure and diagram describe how to connect the PowerVisato a

setup viaUSB  computer via USB. Once the physical connection is done, see Chapter 4 Instrument
Settings - Communications on page 4-10 for instructions on how to enable the
PowerVisa settings to communicate with external devices.

1. Connect one end of the fiber optic cable (P/N 900406) into the Fiber Optic Serial
Data Port located on the left side panel of the PowerVisa.

2. Connect the other end of the fiber optic cable into the Fiber Optic Port on the plastic
housing of the 9-pin/RS232 Communication Module (P/N COMM-RS232).

3. Connect the 9-pin RS232 connector to the USB to RS232 Serial Adapter.

4. Install the software on the compact disc that came with your USB to RS232 Seria
Adapter. Thiswill create avirtual COM port on your computer at the next available
serial port.

5. Connect the USB cable from a USB port on your computer to the USB socket of the
RS232 Serial Adapter.

6. Check the Device Manager in the Windows® control panel to identify the new COM
port number created by the USB - RS232 Serial device. Use this COM number to
connect the PowerVisawith NodeLinke.

7. Refer to the NodeLink® User’s Guide (P/N UG-NODELINK) for instructions on
how to set up a NodeL.ink site.

FIBER OPTIC

TO PowerVisa
3 OPTICAL
PORT

RS232 - FIBER OPTIC
ADAPTER

DRANETZ }

-

: i
TO PC | USB TO RsS232 !
usB ! :

ADAPTER
PORT

DB9

J~L

ol
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Connection
setup via
Ethernet

The following procedure and diagram describe how to connect the PowerVisato a
computer via Ethernet. Once the physical connection is done, see Chapter 4 Instrument
Settings - Communications on page 4-10 for instructions on how to enable the
PowerVisa settings to communicate with external devices.

1. Connect one end of the fiber optic cable (P/N 900406) into the Fiber Optic Serial
Data Port located on the |eft side panel of the PowerVisa.

2. Connect the other end of the fiber optic cable into the Fiber Optic Port on the metal
housing of the Ethernet Communication Module (F/N COMM-OEA).

3. The COMM-OEA requires connection to an external power source. Connect the DC
plug from the AC adapter supplied (P/N 11707-G1) to the 12V, 3W max input jack on
the Ethernet adapter. Configure the AC power plug of the battery charger by sliding the
proper plug supplied (US, EURO, UK or Australia) and locking it into place. Plug the
AC power plug of the battery charger to the proper source 120V AC for US type plug
or 230V AC for Euro, UK or Australia type plug.

NOTE: For battery backup operation, replace the AC adapter with the optional
accessory Battery Charger/UPS (P/IN XBC-PX5) available from Dranetz.

4. Set the IP configuration of the Ethernet Communication Module. Consult your I T
Department for the appropriate setting of your local area network. See Chapter 4
Instrument Settings - Communications on page 4-10 for the procedure on how enter IP
settingsin the PowerVisa.

5. Connect the Ethernet port on the Ethernet Communication Module to the local area
network to which your computer is connected to.

6. Install the software contained in the compact disc that came with your Ethernet
Communication Module. Thiswill install the“Real COM Installer Program” plus some
utility programs from MOXA Technology, Inc.e for the Ethernet Communication
Module on your computer.

7. Run the Real COM Installer. Map and activate a COM port to the first available
COM port on your computer.

8. Refer to the NodeLink® User’s Guide (P/N UG-NODELINK) for instructions on
how to set up a NodeL.ink site.

FIBER OPTIC

TO PowerVisa
OPTICAL
PORT

DC POWER
INPUT

NOTE: SET ALL
SWITCHES IN
OFF POSITION.
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External Communication Interface, continued L

Connection
setup via
Modem

9-6

When configuring both the PowerVisa and NodeL ink® for modem communications,
keep in mind that the PowerVisa uses afiber optic serial port in order to maintain
electrical isolation. This meansthat there are no control signals available to a modem
to use for handshaking and flow control.

It is highly recommended that identical modems be used on the PowerVisa and the
computer. Identical modems will have the same internal buffering and are more likely
to negotiate modulation, speed, and error correction suitable to both modems. If the
modems used are not identical then both the PowerVisa and the computer should have
modems with the same chipset (i.e. Rockwell, Lucent).

When configuring for modem communications, the first decision to be made isthe port
speed for both ends of the communications link. Thisis the speed at which the
PowerVisa communicates with its modem and the speed at which the computer
communicates with its modem. The same speed should be chosen for both. Ideally the
speed should be at or just below the anticipated modem connect speed. Since most
modems today will attempt to connect at least at 56 kbps, 38.4 kbps would be a good
choice for the two port speeds. This helps to prevent possible modem buffer overflow.

Follow the steps below to configure the PowerVisafor a port speed of 38.4 kbps. See
Chapter 4 Instrument Settings - Communications for the PowerVisa screen interface.

1. Connect the modem to the PowerVisa communications adapter.

2. Turn on the modem.

3. From the PowerVisa home screen, click on the Prefer encesicon.

4. Choose Communications from the Instrument Settings Setup Menu.

5. Verify that both the Enable Communications and External M odem Connected
checkboxes are enabled (checkboxes checked).

6. Check to enable 38400 under Baud Rate (bps).
NOTE: The port speed of 38400 (38.4 kbps) used above may be substituted with
57600. Experiment to find the maximum port speeds that will work for the system.

7. Note the modem initialization string at the bottom of the screen. Do not exit this
screen yet since you may be modifying this string after you have the Windows® modem
configured.

Continued on next page
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Connection
setup via
Modem
(continued)

NodeLink® uses Windows® TAPI when accessing modem communications resources.
The assumption is that the Windows® modem to be used for PowerVisa
communications has been properly installed prior to executing this procedure.

If the modem is not on, or was not on when Windows® was started, it may be necessary
to turn the modem on and restart Windows®. Windows® searches for installed serial
modems at startup. If it does not find them, it may not allow them to be configured in
the Control Panel.

Follow the steps below to configure the port speed for the Windows® modem in the
compulter:

1. Pressthe Start button.

2. Select Settings and then Control Panel.

3. Double-click on Phone and M odem Options.
4, Select M odemsin the subsequent dialog box.

5. Inthelist of modemsthat is displayed, click to highlight the modem in question and
select Properties.

6. On the General tab of the modem properties dialog box, select 38400 as the
maximum port speed.

7. Click OK to exit from the open dialog boxes.
8. Close the Control Panel.

It isimportant to note that the port speed of 38400 (38.4 kbps) may be substituted with
57600. Experiment to find the maximum port speeds that will work for the system.

Continued on next page
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Connection
setup via
Modem
(continued)

M odem
initialization
string command

Back at the PowerVisa, the last step in configuring the modem communicationsisto
modify the modem initialization string to match the modems and chipsets being used.
The goal isto configure for the following:

» Restore factory settings.

 Set auto-answer to answer on one or two rings (more than two rings are allowed but
at some point the number of rings may start to conflict with NodeLink® timeouts).

 Turn hardware flow control off since you are using a"two-wire" connection (fiber
optic port).

» Set amodem inactivity timeout of 60 seconds. The modem will hang up after one
minute of continuous inactivity on theline.

* Select the minimum allowable baud rate.

Follow the steps below to change the modem initialization string. See Chapter 4
Instrument Settings - Communications for the PowerVisa screen interface.

1. From the PowerVisa Communications Settings screen used to configure modem
connection speed, click on the Change button to the right of the string field display.

2. Use the virtual keypad that appears on the screen to change and enter the new string
command. The modem initialization string commands for the Conexant (Rockwell)
chipset and the Agere (Lucent) chipset are discussed in the next section.

3. When done, click on OK to accept changes in modem communi cations settings.

Thefollowing isthe AT initialization string for amodem using the newer Conexant
(Rockwell) chipset:

AT&F;S0=2;+IFC=0,0;S30=6

Where:

AT isthe modem attention command

& F instructs the modem to restore factory configuration

S0=2 turns auto-answer on and sets the number of rings to answer to two.
+IFC=0,0 turns flow control off.

S30=6 sets a 60 second inactivity modem hang up timeout.

; isacommand delimiter.

NOTE: It may be necessary to adjust the modem connection speeds to specify a
minimum baud rate. Thisis possible using the +M S modem command. Check the
modem manual for use of the +MS command. There are several varieties of the
command. Typically, amodem modulation scheme and minimum and maximum
transmit and receive speeds can be specified. Using Hyperterminal, it is possible to get
alist of the possible command ranges and syntax by typing AT+MS=".

Continued on next page
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Modem
initialization
string command
(continued)

Thefollowing isthe AT initialization string for a modem using the Agere (Lucent)
chipset:

AT&F;S0=2;& K0;%EQ0;S30=6

Where

AT isthe modem attention command.

& F instructs the modem to restore factory configuration.

S0=2 turns auto-answer on and sets the number of rings to answer to two.
& KO turns flow control off.

%EQ disables baud rate fall back/fall forward.

S30=6 sets a 60 second inactivity modem hang up timeout.

; isacommand delimiter.

A similar note regarding connect speeds applies. Try using the AT-V90= command and
modifying the contents of S registers S37 and S38.

9-9



Downloading Events via NodeLink®

Downloading Events via NodeLink®

NodeL ink®
application

9-10

NodeLinke® is a Windows®-based program enabling the user to download, archive and
visualize (using DranViewe) event-type datafrom avariety of Dranetz
instruments including the PowerVisa.

Users are strongly advised to always keep their NodeLink® and PowerVisa programs
current with the latest version released by Dranetz. NodeLink V2.5 or higher is
required to download events from PowerVisa firmware.

Log on to the Dranetz website, www.dranetz.com, to download the latest
PowerVisafirmware version. See Chapter 1 Getting Started - Upgrading Firmware
from a Data Card on page 1-10 for instructions on how to download and install the
latest PowerVisafirmware upgrade from the web. Contact the Dranetz Customer
Service Department for further information and assistance on upgrading the PowerVisa
firmware.

NodeLink® communicates directly with the PowerVisa using the external
communications devices described on pages 9-2 to 9-9. Depending on the
communication assembly used, NodeLink® can communicate with the PowerVisa
either by RS232 serial port, USB, Ethernet, or modem connection.

Data files downloaded by NodeLink® can then be seamlessly transferrred to a viewer
application such as DranViewe.

Contact the Dranetz Customer Service Department at (732) 287-3680 or 1-800-
372-6832 for more details on how to get a copy of the NodeLink® and DranViewe
applications. Refer to the NodeLink® User’s Guide (P/N UG-NODEL INK), included in
the NodeL inke® software package, for instructions on how to set up a NodeLink site.
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Viewing Events via DranView®

DranView® with
PowerVisa
driver

DranView®
application

DranViewe is an optional viewer and data analysis software. Data collected by the
PowerVisa must first be transferred to a computer via NodeLink® so that they can be
archived and/or viewed using DranViewe.

Users are strongly advised to always keep their DranView® and PowerVisa programs
current with the latest version released by Dranetz. DranView® V5.8 or higher
with PowerVisadriver is required when using PowerVisafirmware in the computer:

DranViewe is available in soft key version (without HASP) and in hard key version
(with HASP).

DranViewe soft key version does not require a hardware lock or HASP in order to work
properly in acomputer.

DranViewe hard key version can be installed in multiple computers, but can only be
used in acomputer where aHASP driver is properly installed. A HASP is available for
installation to either the USB port or the Printer/Parallel port.

IMPORTANT: BEFORE ATTEMPTING TO INSTALL DRANVIEW WITH HASP,
READ THE INSTRUCTIONS FOUND ON PAGE 9-12 AND/OR THE
INSTALLATION GUIDE THAT CAME WITH YOUR DRANVIEW® SOFTWARE
PACKAGE.

DranViewe is a Windows® 98/NT/2000/X P compatible program that is used to access
and retrieve files from a data card or from other disk media compatible with MS-
Windows® operating system. Following are the features and highlights of the
DranViewe application:

* Direct interface with NodeLink® communications software

» Two-pane browser (timeplots and waveforms simultaneously)

» Multiple ZOOM levels (up to 15 times)

» Advanced Harmonic analysis (DFT/FFT) featuring phasor diagrams and flexible
data presentation

 Toolbar and Button support

» Drop-down Eventslist

» Multi-parameter time plots

» Time measurement tool (delta measurement)

» Savesdatato .DNV (DranView® compressed format) or convertsto ASCI|

* Status bar displays time, date and selected pane parameters

» Accelerator keys and right mouse button support

» Cut and paste to other applications

» Email .DNV datafiles directly from DranView®
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DranView® with HASP

DranViewe
system
requirements

Installation
procedure

9-12

The minimum system specifications for proper installation and operation of DranView®
are shown below. Users are strongly advised to follow the recommended
specifications for optimal DranViewe operation. The recommended specifications are
especially encouraged for use with instruments that allow generation of very large
databasesi.e. PX5, PGPowerVisa0, and PP4300 Multi-DAQ. The Compact Flash
storage mediain these instruments are able to handle very large files.

Operating System MS Windows? 95, 98 SE, NT 4.0, ME;
Win 2000 or Win XP recommended

Pr ocessor Pentium class or higher
Clock Speed 133 MHz or higher
Memory 128 MB or higher;

512 MB or higher recommended

Disk Requirements 12 MB disk space for installation
128 MB disk free space for file conversion;
512 MB disk free space for file conversion recommended

Monitor VGA or better;
Hi-color 800x600 or higher recommended

The DranViewe with HASP software package includes the HASP and the CD-ROM
containing the DranView® program and the User’s Guide.

WARNING: DO NOT insert the HASP before installing DranView®. Otherwise,
MS Windows® will fail to find the proper driver for the HASP but may still add a
non-working HASP driver to the Device Manager (Control Panel System). In this
case, the HASP driver needs to be manually removed from the Device Manager.
When done, restart the computer and reinstall DranViewe from the CD-ROM.

NOTE: If you arerunning MSWindows® NT, ME, 2000 or XP, you must have
administrator privilegesto do a proper install.

STEP 1: Install the DranView® program from the CD-ROM. Follow the instructions
below to install DranView.

eInsert the CD-ROM with the DranView® program in the disc drive.

*Auto Run will automatically start to install DranViewe.
If not, click the START button and select RUN. Type d:\setup (or whatever
disc drive DranView isinserted), and press ENTER.

Follow the on-screen instructions to continue installing DranViewe.

Continued on next page



CH 9/ Downloading Events

Installation STEP 2: There are two types of HASP available: one which can be keyed to the USB
procedure port and another which goesinto the Printer or Parallel port (see figure
(continued)

below). Depending on type of HASP, insert in the appropriate USB port or
Printer/Parallel port in the computer. Align the HASP to the keyed port and
push gently to lock it in place. Keep the HASP in the port while using the
DranViewe application.

The HASP is programmed to alow DranView® to work with a specific
Dranetz product. The table on page 9-14 liststhe HASP | D |abelsthat go
with the corresponding Dranetz product.

NOTE: Make sure to write down the serial number of your HASP and keep this
information in a secure place. The serial number isrequired to replace HASP in case it
gets lost or destroyed.

HASP for USB Port

HASP ID LABEL

HASP for Printer or Parallel Port

Top Side Bottom Side

r:\‘ ‘r:\ M ‘r:\

|
HASP® [ ]

DRANETZ —BMI
EDISON, NEW JERSEY DVPXHASP—-P
MADE_IN U.SA.

COMPANY ID LABEL HASP ID LABEL

Continued on next page
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Installation The table below shows the HASP ID labels that go with the corresponding Dranetz
procedure product.
(continued)
ID Label
Supportsthe following HASP for HASP for Printer
Dranetz products USB Port or Parallel Port
PP4300 PQLite; 808; Multi-DAQ DV4300HASP DV4300HASP-P
PX5; PX5-400; PowerVisa; PowerGuia DVPXHASP DVPXHASP-P
440S
All Dranetz productsincluding PX5, DVPXALLHASP | DVPXALLHASP-P
PowerGuia, and PowerVisawith MATH,
PQDIF driver
PX5; PowerGuia; PowerVisa; DVDRANHASP | DVDRANHASP-P
658; PP1; 4300

STEP 3: Start DranViewe. Double-click the DranViewe icon at any time to start
DranViewe.

For additional information, refer to the on-line Help documentation included
in the DranView® application or the DranView® User’s Guide. The Getting
Started section of the User’s Guide provides a complete description of how to
use DranViewe.

NOTE: If the HASP is not inserted (or is not detected), DranView® will
operate in DEMO mode only.

Customer If any item is missing, or for installation or operating assistance with the DranView®
serviceand software package, please contact the Dranetz Customer Support at (732) 287-
support 3680 or 1-800-372-6832.

Aspart of our continuing quality development effort, and in the event of finding serious
bugs, Dranetz may occassionally post a self-installing upgrade patch which users

can download for free. The patch may be found at the Dranetz website
www.dranetz.com under “ Software Packages and Updates”. The upgrades are
available to users who are registered owners of DranView®. They will not work for
demo or unregistered installations of DranViewe.
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APPENDIX A

Optional Accessories

Overview
Introduction This appendix lists the optional accessories for PowerVisa. It covers the hardware
accessories available for use with the PowerVisa and the Dranetz software
applications used to download and view event datain a computer.
Topic See Page
Hardware Accessories List & Descriptions A-2
Software Accessories List A-8
Ordering To order accessories, contact Dranetz Customer Service Department &t
information
Dranetz Tel: (732) 287-3680
1000 New Durham Road Tel: 1-800-372-6832
Edison, NJ 08818-4019 USA FAX: (732) 248-1834

Attention:; Customer Service www.dranetz.com




Hardware Accessories List and Descriptions

Hardware Accessories List & Descriptions

Hardware
Accessories List
Accessory Part Number

Current Probes
Current Probe Assembly, 10 to 500 A RMS TR-2500
Current Probe, 10 to 500 A TR-2500A
Current Probe Assembly, 0.1to 10 A RMS TR-2510
Current Probe, 1to 10 A TR-2510A
Current Probe Assembly, 300 to 3000 A RMS TR-2520
Current Probe, 10 to 3000 A TR-2520A
Current Probe Assembly, 1to 30 A RMS TR-2021
Current Probe Assembly, 1 to 300 A RMS TR-2019B
Current Probe Assembly, 10 to 1000 A RMS TR-2022
Current Probe Assembly, 10 to 3000 A RMS TR-2023
LEMFLEX Probes
LEMFLEX Current Probe, 30A/300A/3000A, 24" RR-3035A-24
LEMFLEX Current Probe, 30A/300A/3000A, 36" RR-3035A-36
LEMFLEX Current Probe, 30A/300A/3000A, 48" RR-3035A-48
LEMFLEX Current Probe, 60A/600A/6000A, 24" RR-6035A-24
LEMFLEX Current Probe, 60A/600A/6000A, 36" RR-6035A-36
LEMFLEX Current Probe, 60A/600A/6000A, 48" RR-6035A-48

Battery Powered DRANFLEX Probes

DRANFLEX Current Probe, 300A/3000A, 24"
DRANFLEX Current Probe, 300A/3000A, 36"
DRANFLEX Current Probe, 300A/3000A, 48"
DRANFLEX Current Probe, 600A/6000A, 24"
DRANFLEX Current Probe, 600A/6000A, 36"
DRANFLEX Current Probe, 600A/6000A, 48"

DRANFLEX4300-3K24
DRANFLEX4300-3K 36
DRANFLEX4300-3K48
DRANFLEX4300-6K24
DRANFLEX4300-6K 36
DRANFLEX4300-6K48

DRANFLEX Probes for use with External Battery

Charger (P/IN DF-PSP)

DRANFLEX Current Probe, 300A/3000A, 24"
DRANFLEX Current Probe, 300A/3000A, 36"
DRANFLEX Current Probe, 300A/3000A, 48"
DRANFLEX Current Probe, 600A/6000A, 24"
DRANFLEX Current Probe, 600A/6000A, 36"
DRANFLEX Current Probe, 600A/6000A, 48"

DRANFLEXPP1-3K24
DRANFLEXPP1-3K 36
DRANFLEXPP1-3K48
DRANFLEXPP1-6K24
DRANFLEXPP1-6K36
DRANFLEXPP1-6K48

Continued on next page




Hardware
Accessories List
(continued)

APPENDIX A/ Optional Accessories

Accessory Part Number
AC/DC Current Probes
AC/DC Current Probe, 150A, Without AC Adapter PR150/SP1
AC/DC Current Probe, 150A, Battery Powered PR150/SP2
AC/DC Current Probe, 1500A, Without AC Adapter PR1500/SP7
AC/DC Current Probe, 1500A, Battery Powered PR1500/SP8
Current Probe Adapter Cables
Adapter Cable, 658 Current Probe to 4300 CA-4300
Adapter Cable, 4300/LEMFLEX CA4300LEM
AC Adapter with 4 Phase Adapter Cable for LEMFLEX RR/PS/4P
Probes
Probe Adapter Cable for LEMFLEX , Hypertronics to TRTOREDEL
Redel
For Use with Current Probes PR150/SP1 and PR150/SP2
AC Adapter, 9V, US T402-P5P-ND
AC Adapter, 9V, EURO T408-P5P-ND
Voltage Probes
Fuse Voltage Adapter, for single phase connection FVA-1
Fuse Voltage Adapter, for three phase connection FVA-4

Single Phase Measurement Cord, 115V, US

SPMEASCORD-US

Single Phase Measurement Cord, 250V, Europe

SPMEASCORD-EURO

Single Phase Measurement Cord, 250V, UK

SPMEASCORD-UK

Single Phase Measurement Cord, 250V, Australia

SPMEASCORD-AUST

Data Card

Compact Flash Data Card (32 MB) 32MDATA
Compact Flash Data Card (64 MB) 64MDATA
Compact Flash Data Card (128 MB) 128MDATA

Compact Flash Card Reader, Parallel

FLASHREADER-P

Compact Flash Card Reader, USB

FLASHREADER-USB

| solated Communications M odule Assembly

Fiber Optic Cable 900406
External Communication Adapter

RS232 - Fiber Optic Adapter COMM-RS232
LAN - Fiber Optic Adapter COMM-OEA
USB - Fiber Optic Adapter COMM-OUA

Continued on next page



Hardware Accessories List & Descriptions, continued

Hardware
Accessories List
(continued)

Accessory Part Number
Miscellaneous Har dwar e
Weather Resistant Enclosure ENCL-HH
Soft Carrying Case SCC-4300
Reusabl e Shipping Container RSC-4300
Battery Pack, 7.2V, 2.7Ah BP-PX5
External Battery Charger/UPS XBC-PX5
External Battery Charger with LEMFLEX Adapter Cables | LF-PSP
External Battery Charger with DRANFLEX Probe Power | DF-PSP
Adapter
Isolated Current Transformer 0.1A to 5A 1SO-65X-5
Dranetz Reference Publications
Field Handbook for Electrical Energy Management HB114415
Field Handbook for Power Quality Analysis HB114414-S
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Current probes Several Dranetz current probes can be used with PowerVisa: models TR2500/A,

Voltage probes

TR2510/A, TR2520/A, TR2019B, TR2021, TR2022, TR2023. The PowerVisa
supports both LEMFLEX and DRANFLEX current probes. Typical current probes are
illustrated in Chapter 2.

TR2500, TR2510, TR2520 (TR2500A, TR2510A, TR2520A): These models will
measure rms currents from 10 to 500 A, 0.1 to 500 A, 300 to 3000 A, respectively.
They plug directly into any of the current inputs on the rear panel. These probes are not
recommended for measuring medium or high frequency transients.

TR2021, TR2019B, TR2022, TR2023: These four probes are made for the Dranetz
model 658 but can be used with PowerVisa by using an adapter cable (part number
CA-4300). They can measure rms currentsinrangesof 1t0 30 A, 1t0 300 A, 10to
1000 A, and 10 to 3000 A, respectively, and are needed to accurately measure medium
and high freguency transients.

LEMFLEX Current Probes. LEMFLEX optional current probes allow current
measurements in the range of 5 to 3000 A full scale, or 10 to 6000 A full scale.
LEMFLEX probes are available in three sizes: 24" probe length - conductor(s) up to 8”
diameter; 36" probe length - conductor(s) up to 11" diameter; 48" probe length -
conductor(s) up to 17" diameter.

DRANFLEX Current Probes: DRANFLEX optional current probes allow current
measurements in the range of 5 to 3000 A full scale, or 10 to 6000 A full scale.
DRANFLEX probes are available in three sizes: 24" probe length - conductor(s) up to
8" diameter; 36" probe length - conductor(s) up to 11" diameter; 48" probe length -
conductor(s) up to 17" diameter.

DRANFLEX4300 probes are battery powered only, supplied with a standard 9V
akaline battery.

DRANFLEXPPL1 probes require the use of the External Battery Charger with
DRANFLEX Probe Power Adapter (P/N DF-PSP) to connect with PowerVisa. Contact
Dranetz Customer Service Department for more information on DRANFLEX

Probe Accessories and refer to Information Sheet 899121.

Fuse Voltage Adapter: Two accessory kits available: FVA-1 and FVA-4. FVA-1is
used for a single voltage measurement input. It contains one fused voltage adapter and
one measurement connecting cable (Red) 50 cmin length. FVA-4 is used for athree
phase and neutral voltage measurement inputs. It contains four voltage adapters and
four measurement connecting cables 50 cm in length (one Red, one Y ellow, one Blue,
one Grey).

Single Phase Measurement Cord: Allows measurement of a single phase circuit using a
standard AC outlet 115V for US and 250V for European, UK, and Australian countries.

Continued on next page
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Hardware Accessories List & Descriptions, continued I

Data card

Communication
interface

Miscellaneous
hardware

Compact Flash Data Card: The PowerVisa supports the use of Compact Flash cardsin
its native format, without the need for PC card adapter. Compact Flash cards are
availablein three sizes: 32MB, 64MB, and 128MB.

Compact Flash Card Readers. Two types of card readers are available for easy data
manipulation and data transfer from the Compact Flash card to the computer: via USB
port (FLASHREADER-USB) or via parallel port (FLASHREADER-P).

Allows connection to the PowerVisa mainframe viathe | solated Communications
Module Assembly.

Fiber Optic Cable: Connects the communication adapter described below to the
PowerVisa optical serial data port connector.

External Communication Adapter: Consists of an enclosure containing the connector/
pcb assembly, with a cable connected to either of the following connector:

» RS232 - Flber Optic Adapter

» USB - Flber Optic Adapter

* LAN - Flber Optic Adapter

Weather Resistant Enclosure: This weatherproof enclosure is designed to keep the
PowerVisa and its cable connections in place. It is made of fiber glass and is intended
for indoor and outdoor use. This enclosure is sturdy, lightweight, corrosion-resistant. It
is able to withstand windblown dust, rain, splashing water, and ice formation.

Soft Carrying Case: Heavy-duty, padded, nylon carrying case. Includes pockets for
cable set, current probes, and other accessories.

Reusable Shipping Container: Lockable, high-impact plastic case with foam insulation
for protecting the instrument during shipping.

Battery Pack: NiMH (Nickel Metal Hydride) battery cells are used in PowerVisa. See
Appendix C Battery Specifications and Replacement Procedure.

External Battery Charger: The XBC-PX5 charges a battery pack whiletheinstrument is
in use and may be used to power specified Dranetz probes.

Isolated Current Transformer: Allows the connection of other industry-standard 0.1A
to 5A output current transformers to Dranetz equipment.

Continued on next page
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Dranetz
reference
publications

Field Handbook for Electrical Energy Management: This reference handbook provides

a comprehensive guide for information related to conducting a thorough energy audit,
power distribution analysis, and methods of remedying inefficiencies of energy
management.

Field Handbook for Power Quality Analysis: This handbook is divided into six sections
containing step-by-step instructions for discovering and solving complex power quality
problems. Example waveforms and case studies are included.
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Software Accessories List

Accessories List

Accessory Part Number
NodeL ink
NodeLinke® V2.5 or higher with download, setups and NODELINK
meters
DranView
DranViewe® V5.8 or higher with PowerVisadriver DV5DRANTOPX
[5-User Package] 5PK-DV5DRANTOPX
DranView Math Driver DVMATHDRIVER
[5-User Package] 5PK-DVMATH
DranView® Software Package with HASP for USB Port:
supports PX5, PX5-400, PowerGuia, and PowerVisa DVPXHASP

[5-User Package]

supports all Dranetz products including PX5,
PowerGuia and PowerVisawith Math and PQDIF driver
[5-User Package]

supports PX5, PowerGuia, PowerVisa, 658, PP1 and
PP4300
[5-User Package]

SPK-DVPXHASP

DVPXALLHASP

SPK-DVPXALLHASP

DVDRANHASP
5PK-DVDRANHASP

DranView® Software Package with HASP for Parallel
Port:

supports PX5, PX5-400, PowerVisa

[5-User Package]

supports all Dranetz productsincluding PX5,
PowerGuia and PowerVisawith Math and PQDIF driver
[5-User Package]

supports PX5, PowerGuia, PowerVisa, 658, PP1 and
PP4300
[5-User Package]

DVPXHASP-P
SPK-DVPXHASP-P

DVPXALLHASP-P

5PK-DVPXALLHASP-P

DVDRANHASP-P
SPK-DVDRANHASP-P

Replacement Hasp for PX5 and PowerVisal

HASP-DVPX
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NodeLink® and NodeLinke is an easy-to-use Windows® application that allows users to transfer,

DranView®
applications

download, or view real time data from PowerVisato a computer. Users can also
transfer setups from a computer to the PowerVisa using NodeL ink®. PowerVisa
firmware requires NodeLink® V2.5 or higher with download, setups, and meters. Users
are strongly advised to aways keep their PowerVisa program current with the latest
firmware version released by Dranetz. Log on to the Dranetz website,
www.dranetz.com, to download the latest PowerVisafirmware upgrade version.

DranViewe is a Windows®-based program that is used to archive, view and analyze
event data downloaded in the computer. PowerVisafirmware requires DranViewe V5.8
or higher with PowerVisadriver.

DranViewe is available in soft key version (without HASP) and in hard key version
(with HASP). DranView® soft key version does not require ahardwarelock or HASPin
order to work properly in acomputer. The DranView® hard key version can beinstalled
in multiple computers, but can only be used in a computer where aHASP driver is
properly installed. A HASP is available for installation to either the USB port or the
Printer/Parallel port.

For more information on the NodeL ink® and DranView® product applications, refer to
Chapter 9 Downloading Events.
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APPENDIX B

Technical Specifications

Overview

In thisappendix The following specifications are covered in this appendix.

Topic See Page
Genera B-2
Interfaces B-3
Measured Parameters B-4
Computed Parameters B-5
Parameter Settings in Each Monitoring Mode B-9
TR2500 Current Probe B-11
TR2510 Current Probe B-12
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General

General

Dimensions

Environmental

System Time
Clock

Compact Flash
Data Card

Power
Requirements

Size: 12" Width x 2.5” Height x 8" Depth (30 x 6.4 x 20.3 cm)

Weight: 3.8 pounds

Operating: 0to 50 °C (32 to 122 °F)
Storage: -20to 55 °C (4 to 131 °F)
Humidity: 0 to 95% non-condensing; indoor use

Altitude: 2000 m (6560 ft) maximum

Crystal controlled; 1 second resolution

Event time clock displaysto 1 msec resolution

Time displayed in analog or digital (12 or 24 hour) format
Accurate to 60 seconds per month

Sizes range from 32MB to 128MB

Use ONLY the external power supply provided with the unit for operation and battery
charging. Use of any other power supply is not recommended.

Voltage: 90-264V AC, 45-66 Hz

Consumption: 20 watts maximum

Field replaceable batteries: More than 2 hours run-time (3 hours typical) when fully
charged.

Input resistance Voltage input: 16 MWLineto Line

Current input: 400 kW




APPENDIX B/ Technical Specifications

Interfaces

Installation Mains supply: Installation Category 11, Pollution Degree 2

Categories
M easurement inputs: Installation Category 111, Pollution Degree 2

Display Type: 1/4 VGA color graphic, touch screen Liquid Crystal Display (LCD) with
compact fluorescent (CCFL) backlighting. Programmable backlight time-out to reduce
power consumption. Reactivates with touch.
Resolution: 360 x 240 dot matrix
Size: 3.75 x 4.75 inches

Alarm Audible alarm of short (approximately 0.1 second) or long (approximately 1 second)

duration to call attention to an error condition or event trigger, respectively.

Communication Connect to the PowerVisa mainframe using either of the following external interface:
* RS232 - Fiber Optic adapter
» USB - Fiber Optic adapter
* LAN - Fiber Optic adapter
* Modem
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Measured Parameters

Measured Parameters

Voltage

Current

Phase

Frequency

Environmental

Type: 4 full differential, DC coupled

Channels A, B, C, D Input Range: 10 - 600 Vrms

[nput impedance: 16 MW, minimum, Input to Input

RMS Accuracy: +0.1% of Reading, £0.05% Full Scale, over 7KHz bandwidth
(1 second rms readings)

CMRR: -80 db typical

Type: 4 full differential, DC coupled.

Channels A, B, C, D Input Range: 10 - 200% of Rated Probe Input (Dranetz
probes)

RMS Accuracy:
+0.1% of Reading +0.05% Full Scale plus Probe Accuracy, 3KHz bandwidth (1 second

rms readings)

Each voltage/current pair (i.e. Channel A voltage, Channel A current) are sampled
simultaneously to preserve phase relationship.

Two ranges, user selectable.

For PowerVisa:

» 30 - 70 Hz default, with up to 25% Vthd
* 15-30Hz

Accuracy: +0.2% of reading

All specifications are met over the operating range with influence factors as per IEC
61000-4-30 Class A.
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Computed Parameters

Single Channel
Parameters

True Average
Power

Apparent Power

Fundamental
Apparent Power

Fundamental
Power

Volt Ampere
Reactive

The computations below apply to single channel parameters.
Note that 8,, = Phase Angle of Voltage, while 8, = Phase Angle of Current.

Average of the instantaneous power samples taken as the product of voltage and
current samples. Includes sign to indicate direction of power flow: positive (+) from
source to load, negative (-) from load to source.

18
WATT =—a Vv,!l,
N n=1
where N = number of samples
Vn =Voltage at samplen
In = Current at sample n

Unsigned value calculated using the product of the rms values of the voltage and
current.

VA =Voaus | rus

Unsigned value calculated using the product of the fundamental rms values of the
voltage and current.

VA fund = Vfund I fund

Signed value calculated using the product of the fundamental apparent power and the
cosine of the phase angle between the fundamental frequency components of voltage
with respect to current (6 = 6y,- 9)).

WATT s = VA4 COSq

Signed value calculated using the product of the fundamental apparent power and the
sine of the phase angle between the fundamental frequency components of voltage with
respect to current (8 = 8,- 9)).

VAR fund = VA fund S n q

Continued on next page
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Computed Parameters, continued I

True Power
Factor

Displacement
Power Factor

NOTE

B-6

Calculated using the True Average Power divided by the Apparent Power. See Note
below for sign information.

WATT

TPF =

VA

Calculated using cosine of the phase angle between the fundamental frequency
components of voltage with respect to current (8 = 6y, - 6,). See Note below for sign
information.

DPF = |cosg|

The sign isthe exclusive OR of the sign of the Watts and Vars. Note that for Power
Factor, thewords“Lead” and “Lag” are definitive. Asfar asthe signs go, it is assumed
that Lag (inductive) is plus and Lead (capacitive) is minus when energy is delivered to
the load.

Quad 2 | Quad 1
PF Lead - | PF Lag +
Watts - | Watts +
Var s + | Vars +
______________ o e e e e - - -
Quad 3 | Quad 4
PF Lag + | PF Lead -
Watts - | Watts +
Var s - | Vars -

In the code, thisisimplemented as:

Signum Watts: cosine 8

Signum Vars. sine @

Signum PF: (Signum Watts) *  (Signum Vars)

where signum denotes the positive or negative sign.

Source: The diagram above matches Figure 9-26 Relationships Between Watts, Vars, and Volt-
Amperes found on page 228 of the Handbook for Electricity Metering, Ninth Edition, ©1992,
Edison Electric Institute, Washington, D.C., USA.

Continued on next page



Totals

Power Total

Fundamental
Power Total

Fundamental
Reactive Power
Total

Apparent
Power,
Arithmetic Total

Apparent
Power, Vector
Total

Fundamental
Apparent
Power,
Arithmetic Total

Fundamental
Apparent
Power, Vector
Total

APPENDIX B/ Technical Specifications

The computations below apply to three phase wye configuration.

Totals for split phase can be determined by eliminating phase C (i.e. split phase
WATT1t = WATT, + WATTR)

WATT,, =WATT, +WATT, +WATT,

WA-l_rTot fund = WA-l_r A fund + WA-l_r B fund + WA-ITC fund

VARTot fund = VARA fund + VARB fund + VARC fund

VAArithmetic Tot = VAA + VAB + VAC

VA\/ector Tot = \/ WA-I—rTit +VAR‘I?ot fund

VA itmetic Tot und = VA tuna T VA 1una+ VAC 1nd

— 2 2
VA/ector Tot fund — \/WATT Tot fund + VARTot fund

Continued on next page
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Computed Parameters, continued

True Power See Note on page B-7 for sign information.
Factor,
Arithmetic Total
WATT 7ot
TPF arithmestic Tot =\
VA Arithmetic Tot
True Power See Note on page B-7 for sign information.
Factor, Vector
Total WATT 1
TPFVector—Tot =
Vector Tot

Displacement See Note on page B-7 for sign information.
Power Factor,

Arithmetic Total WATT 1o

A prithmesic Tot fund

D I:)FArithmetic Tot = ‘

Displacement See Note on page B-7 for sign information.
Power Factor,

Vector Total
WATT Tot fund

Vector Tot fund

DPFVector Tot = ‘
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Parameter Settings in Each Monitoring Mode

Setup The following table lists the default settings for the threshold parameters in each
parameters monitoring mode.

Standard Long-term Continuous EN50160
Parameters Power Quality | Timed Recording | Data L ogging

RMSVariation

High Limit 110% Off Off 110%
Low Limit 90% Off Off 90%
Very Low Limit 10% Off Off 1%
RMS Pre-trigger 6 0 1 6
(cycles)
RMS In-Out 6 10 (50 H2); 2 6
Post-trigger 12 (60 Hz)
(cycles)
RMS Qut-In 6 10 (50 Hz); 2 6
Post-trigger 12 (60 Hz)
(cycles)
Waveform 2 0 1 2
Capture Pre-
trigger (cycles)
Waveform 2 10 (50 H2); 2 2
Capture Post- 12 (60 Hz)
trigger (cycles)

Transients
Absolute 170% Off Off 170%
Instantaneous
Peak
Cycle-by-cycle 10% Off Off 10%
Waveshape
Magnitude
Cycle-by-cycle 10% Off Off 10%
Waveshape
Duration (% of
cycle)
Waveform 7% Off Off 7%
Duration

Continued on next page
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Parameter Settings in Each Monitoring Mode, continued

Setup
parameters
(continued)

B-10

The following table lists the default settings for the threshold parameters in each
monitoring mode.

Standard Power Long-term ContinuousData | EN50160

Parameters Quality Timed Recording Logging
Waveform Capture Trigger Response
When Volts All Active Off Off All Active
go out, Channels Channels
record:
When Amps Fault Amps Off Off Fault Amps
go out, Channels Channels
record:
Journal Intervals

Volts 10 minutes 10 minutes 1 second 10 minutes
Amps 10 minutes 10 minutes 1 second 10 minutes
Power 10 minutes 10 minutes 1 second 10 minutes
Demand 15 minutes 15 minutes Off 15 minutes
Energy 10 minutes 10 minutes Off 10 minutes
Harmonics 10 minutes 10 minutes Off 10 minutes
Flicker (Pst) 10 minutes 10 minutes Off 10 minutes
Flicker (PIt) 2 hours 2 hours Off 2 hours
Characterizer |EEE 1159 |EEE 1159 None IEC
Mode 61000-4-30

*Numbers are in percent of nominal unless otherwise specified.
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TR2500 Current Probe

Guiddlines

Specifications

NOTE

To achieve the rated accuracies, follow these guidelines:

» The conductor must be at aright angle to the probe.

» The conductor must be centered in the probe core.

» Thejaw contact surfaces must be clean and properly aligned.

Range: 1 to 500 Arms

Accuracy:
48 t0 400 Hz: £1.5% reading £0.6A

400 to 3000 Hz: £3% reading £0.8A

Working voltage: 600 V max.

Freguency range: 48 to 3000 Hz

Output signal: 3 mV/A

Maximum conductor size: 1.18" (30 mm)

Maximum bus bar size: 2.5 x 0.20" (63 x 5 mm)

Phase shift (45 to 1000 Hz): Less than 4°

Operating temperature: 14 to 122 °F (-10 to 50 °C)

Storage temperature: -40 to 158 °F (-40 to 70 °C)

Dimensions: 2.60 x 7.68 x 1.34” (66 x 195 x 34 mm)

Weight: 14.82 oz. (420 g)

Current probe TR2500 can be used interchangeably with TR2500A.
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TR2510 Current Probe

TR2510 Current Probe

Guiddlines

Specifications

NOTE

B-12

To achieve the rated accuracies, follow these guidelines:

» The conductor must be at aright angle to the probe.

» The conductor must be centered in the probe core.

» Thejaw contact surfaces must be clean and properly aligned.

Range: 0.1to 10 Arms

Accuracy (at 60 Hz): 0.1 to 10A, £1% reading +0.01A

Working voltage: 600 V max.

Freqguency range: 40 to 3000 Hz

Output signal: 150 mV/A

Maximum conductor size: 0.78" (20 mm)

Phase shift (at 60 Hz):
1 to 5A lessthan 1°
5to 10A less than 1.5°

Operating temperature: 14 to 131 °F (-10 to 55 °C)

Storage temperature: -40 to 158 °F (-40 to 70 °C)

Dimensions: 5.47 x 2.00 x 1.18” (139 x 51 x 30 mm)

Weight: 6.5 oz. (180 g)

Current probe TR2510 can be used interchangeably with TR2510A.




APPENDIX C

Battery Specifications and Replacement Procedure
Overview

Introduction Theinternal battery pack used in PowerVisafunctions asthe primary power source and
UPS. Always charge the battery fully before using the unit. PowerVisawill fully
chargeitsinternal battery in six (6) hours.

PowerVisa uses a non-valatile flash memory for backup that is not operator
replaceable. The flash memory will store data temporarily.

In thisappendix The following topics are covered in this appendix.

Topic See Page
Battery Specifications C-2
Battery Pack Safety Precautions C-3
Battery Pack Replacement C-4

C-1



Battery Specifications

Battery Specifications

Battery pack

Memory backup

C-2

L ocation: Battery compartment on the rear of the unit.

Number of batteriesin pack: 6

Type: Sealed, rechargeable NiMH (Nickel Metal Hydride) cells
Voltage: 7.2V dc

Capacity: 2.7 Ah

L ength of operation: More than two (2 ) hours when fully charged and with backlight
on. When backlight is turned off, the unit can run continuously for more than three (3)
hours.

Suggested replacement interval: Two years

Part Number: BP-PX5

NOTE: The length of time that PowerVisa can operate on the battery pack degrades
over thelife of the batteries and the number of charge/discharge cycles.

PowerVisa uses a non-volatile flash memory for data storage. Datawill not be lost if
the battery pack is removed.
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Battery Pack Safety Precautions

WARNING

ADVERTENCIA

AVERTISSEMENT

WARNUNG

Battery safety
precautions

DO NOT intentionally short circuit the battery pack. The batteries ar e capable of
providing hazardous output currentsif short circuited. The PowerVisais
equipped with an internal battery charger circuit. Do not attempt to chargethe
batterieswith an external charger other than the Dranetz battery charger,
sinceimproper charging could cause battery explosion.

NO ponga intencionalmente la bateria en cortocir cuito. L as bater|as son capaces
de proporcionar corrientesde salida peligrosas s est-n en cortocircuito. La
Power Visa est- equipada con un circuito interno cargador de baterias. No intente
cargar lasbaterlas con un cargador externo que no sea el cargador de baterias
Dranetz, puesto que la carga indebida podria hacer que explote la baterla.

NE PAS court-circuiter délibérément le bloc-batterie. Lorsdiun court-circuit, les
batteriesrisquent diémettre des cour ants effectifs danger eux. Power Visa posséde
un circuit de chargeur de batterieintégré. Ne pastenter de charger lesbatteries
au moyen diun chargeur externe autre que le chargeur de batterie Dranetz,

car un rechargement fautif pourrait entraOner liexplosion dela batterie.

Die Batterien dirfen NICHT kur zgeschlossen werden. Im Falle eines
Kurzschlusses k"nnen die Batterien lebensgefahrliche Ausgangsstr "me leiten.
PowerVisa ist mit einem internen Batterieladeger &t ausgestattet. Die Batterien
sollten nur mit dem L adeger at von Dranetz geladen werden. Die
Verwendung eines exter nen L adeger ats kann zu einer Explosion der Batterien
fuhren.

Observe the following precautions when inspecting or replacing the battery pack:

» Do not attempt to replace individual batteries of the pack or substitute other battery
types.

» Do not dispose of battery in fire.

* Dispose of a used battery promptly in accordance with local Environmental
Protection Agency (EPA) regulations.

* Visually inspect the battery pack for corrosion.

The batteries have a safety pressure vent to prevent excessive gas build-up and
corrosion indicates that venting has occurred. Possible causes of venting are: a
defective charger, excessive temperature, excessive discharge rate, or a defective
cell.

If corrosion is excessive, the battery pack may require replacement (contact Dranetz
Customer Service Department).




Battery Pack Replacement I

Battery Pack Replacement

Introduction The PowerVisa contains an easily replaceable internal battery pack. See Appendix D
for ordering information.

WARNING Replace with Dranetz NiMH battery pack BP-PX5 only.

ADVERTENCIA Reemplace con bateria Dranetz NiMH BP-PX5 solamente.

AVERTISSEMENT Remplacer par la batterie Dranetz NiMH BP-PX5 exclusivement.

WARNUNG Nur mit Dranetz NiIMH BP-PX5 Batteriesatz auswechseln.

NOTE During normal operation, the battery pack will be slightly warm to the touch.
Procedure Follow these steps to replace the battery pack.
Step Action
1 Press the PowerVisa power button to off.

Turn off power to the circuit being measured.

3 Disconnect voltage and current probes from the circuit and the
PowerVisaisrear panel.

4 On the bottom of the PowerVisa, push the tab to release the battery
cover. Refer to the diagram shown on page C-5.

5 Remove the cover.

6 Pull up on removal strap and remove battery pack.

7 Insert the new pack into the compartment making sure to observe
polarity markings.

8 Replace the cover and press down until it latches closed.

9 Discard the old battery pack in accordance with Environmental
Protection Agency (EPA) regulations.

10 Press the PowerVisa power button to on.

Continued on next page
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Battery removal
diagram

//

RE
A WARNING STRAP

o ADID THE RISK OF FLEGIRIGAL SHOGK. ALL
VEASUREENTS AND PONER CABLES WLST BE
DECONNEETED, GEFORE. OPENNC THE BATTERY
CORR.

RIPLACE WITH DRANETZ TYPE BATIERY PACK ONLY.

C-5



C-6



Introduction

Toorder parts

PartsList

M easur ement
cable set, parts
list

APPENDIX D

User Replaceable Parts List

The following parts are easily replaced by the operator and do not require special tools

or access to the interior of the unit.

Call Dranetz Customer Serviceat (732) 287-3680 or 1-800-372-6832 to order any

of the following parts.

Part Description Part Number
AC Adapter/Battery Charger XBC-PX5
Battery Door 116037-G1
Battery Pack BP-PX5
Rubber Skin for PowerVisa 116035-G3
Voltage Cable Assembly, 4 Pair w/ Alligator Probes 116042-G3
(See below for separate parts)
Part Description Quantity Part Number

Measurement Channel Cable Assembly 4 114013-G1

Alligator Clip, 4MM Plug-on, Red 4 900371

Alligator Clip, 4MM Plug-on, Black 4 900372

1000V Cable, Red 1 900366

Y ellow Cable/Plug 1 900367

6FT Cable/Plug Blue 1 900368

6FT Cable/Plug Gray 1 900369

6FT Cable/Plug White 1 900370

Carry Strap 1 116040-G1

Cable Pouch 1 116043-G1

D-1







Overview

Who should

APPENDIX E

Common Circuit Connections

If you are making power measurements, follow these diagrams so that your ABC

read thissection values are calculated correctly.

WARNING

ADVERTENCIA

Death, seriousinjury, or firehazard could result from improper connection of this
instrument. Read and under stand this manual befor e connecting thisinstrument.
Follow all installation and operating instructions while using thisinstrument.

Connection of thisinstrument must be performed in compliance with the National
Electrical Code (ANSI/NFPA 70-2005) and any additional safety requirements
applicable to your installation.

Installation, operation, and maintenance of thisinstrument must be performed by
qualified personnel only. The National Electrical Code defines a qualified person
as“ onewho hasthe skills and knowledge related to the construction and
operation of the electrical equipment and installations, and who hasreceived
safety training on the hazardsinvolved.”

Qualified personnel who work on or near exposed energized electrical conductors
must follow applicable safety related work practices and proceduresincluding
appropriate personal protective equipment in compliance with the Standard for
Electrical Safety Requirementsfor Employee Workplaces (ANSI/NFPA 70E-
2000) of USA and any additional workplace safety requirements applicable to
your installation.

Una conexion incorrecta de este instrumento puede producir la muerte, lesiones
gravesy riesgo deincendio. Leay entienda este manual antes de conectar.
Observetodaslasinstrucciones deinstalacion y operaciéon durante el uso de este
instrumento.

La conexion de este instrumento debe ser hecha de acuer do con las normas del
Cddigo Eléctrico Nacional (ANSI/NFPA 70-2005) de EE. UU., ademéas de
cualquier otranorma de seguridad correspondiente a su establecimiento.

Lainstalacion, operacion y mantenimiento de esteinstrumento debe ser realizada
por personal calificado solamente. ElI Cédigo Eléctrico Nacional definea una
persona calificada como " una que esté familiarizada con la construccién y
operacion del equipo y con losriesgosinvolucrados.”




Overview, continued

AVERTISSEMENT Si I'instrument est mal connecté, la mort, des blessures graves, ou un danger

WARNUNG

E-2

d'incendie peuvent s'en suivre. Lisez attentivement ce manuel avant de connecter
I'instrument. L or sque vous utilisez I'instrument, suivez touteslesinstructions
d'installation et de service.

Cet instrument doit étre connecté conformément au National Electrical Code
(ANSI/NFPA 70-2005) des Etats-Unis et a toutes les exigences de securité
applicablesa votreinstallation.

Cet instrument doit é&reinstallé, utilisé et entretenu uniguement par un personnel
qualifié. Selon le National Electrical Code, une personne est qualifiées " elle
connait bien la construction et I'utilisation del'équipement, ainsi que les dangers
quecelaimplique".

Der falsche Anschluf? dieses Gerates kann Tod, schwere Verletzungen oder Feuer
verursachen. Bevor Sie dieses | nstrument anschlief3en, missen Sie die Anleitung
lesen und ver standen haben. Bei der Verwendung dieses I nstruments missen alle
Installation- und Betriebsanweisungen beachtet werden.

Der AnschluB dieses I nstruments muR in Uber einstimmung mit den nationalen
Bestimmungen fur Elektrizitat (ANSI/NFPA 70-2005) der Vereinigten Staaten,
sowie allen weiteren, in Ihrem Fall anwendbaren Sicher heitsbestimmungen,
vor genommen wer den.

Installation, Betrieb und Wartung dieses | nstruments diirfen nur von
Fachper sonal durchgefiihrt werden. In dem nationalen Bestimmungen fir
Elektrizitat wird ein Fachmann als eine Per son bezeichnet, welche " mit der
Bauweise und dem Betrieb des Ger ates sowie den dazugehoérigen Gefahren
vertraut ist."

Continued on next page
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WARNING

WARNING

WARNING

WARNING

Safety
precautions

Toavoid therisk of electric shock or burns, always connect the safety (or earth)
ground before making any other connections.

Toreducetherisk of fire, electrical shock, or physical injury it isstrongly
recommended to fuse the voltage measur ement inputs.
Fuses must be located as close to the load as possible to maximize protection.

For continued protection against risk of fire or shock hazard replace only with
same type and rating of recommended fuse.

Use only fast blow type fuse which israted 600V. Recommended fuse typeis
Littelfuse, part number KLKD.300 rated 600V AC/DC, 0.3A fast blow.

Do not replace fuse again if failureisrepeated. Repeated failureindicates a
defective condition that will not clear with replacement of the fuse. Refer
condition to a qualified technician.

The following safety precautions must be followed whenever any type of voltage or

current connection is being made to the PowerVisa.

» Wear proper Personal Protective Equipment, including safety glasses and insulated
gloves when making connections to power circulits.

» Hands, shoes and floor must be dry when making any connection to a power line.

» Before each use, inspect al cables for breaks or cracks in the insulation. Replace
immediately if defective.

* Set the PowerVisa power switch to Off.

 Before connecting to electric circuits to be monitored, open their related circuit
breakers or disconnects. DO NOT install any connection of the PowerVisato live
power lines.

» Connections must be made to the PowerVisafirst, then connect to the circuit to be
monitored.

Continued on next page



Overview, continued

Voltage and
current
connections

Phasor
diagrams

In thisappendix The following connections are shown in this appendix.

This section contains diagrams of both voltage and current probe connections that are

required when power measurements are to be made.

Voltage: Voltage probes are connected to the individual source or load line and are

referenced to the return (common) line voltage probe connection for greatest accuracy.

Current: Current probes are connected to each line and positioned to measure currents
with reference to the voltage probe. Incorrectly positioned current probes may produce

erroneous power measurement. Current probes are always oriented with the arrow

pointing to the load.

Correct phasor diagrams (for resistive loads) are shown for each connection.

Topic See Page
Verifying Voltage and Current Connections E-5
Single Phase E-7
Split Phase E-8
3 Phase, Four Wire Wye E-9
3 Phase (Floating or Grounded) Delta E-10
3 Phase 2-Watt Delta E-11
Generic Circuit E-12
2 1/2 Element Without Voltage Channel B E-13
2 1/2 Element Without Voltage Channel C E-14
Connecting to a Potential Transformer (PT) E-15
Connecting to a Current Transformer (CT) E-17
Connecting to an Isolated Current Transformer (1SO) E-18




APPENDIX E/ Common Circuit Connections

Verifying Voltage and Current Connections

I ntroduction

Displaying the
screen

Single Phase
resistive load

Split phase

Three phase

Correct voltage and current connection of single phase, split phase, or polyphase
connections can be verified using phasor diagrams. Phasor diagrams are graphic
representations that show the magnitude and angul ar rel ationship of voltage and current
for each phase of a monitored connection. Each connection diagram on the following

pages shows the correct voltage and current phasor diagrams (for resistive loads) for
that circuit.

To display the VVoltage and Current Phasor screen, from the Home screen press Phasor.
The following screen depicting Positive Sequence 3 Phase Delta resistive load will
appear.

H 12 '\.‘-':I B gi}u:‘-‘ G0,00° WL Tine S.000 8D
n
12 7 O 23047 sl
Bt h g 270.0° c
1za7 4 W 1181~ \
C 2684 B m 13910 2 /n
9.9; V@ 360.0° :
D 'E A E 360 0= )
e L L

Imbalance

Wolts  fAmps
Zers TELT 1802

Pos TE.5 18.5
Mes So.4 12.3
P/M B5.5% B3k zap#
2-M 62,9793, 6%

|_\_‘
BMS H.9 a8 | Derng | Eit

MARK241

The touch screen Demo button presents an animated phasor demo rotation for resistive,
capacitive and inductive loads.

A single phase voltage or current phasor is displayed as a single line showing a channel
reference at 0 degrees and a magnitude relative to its measured value. An arrow head
on the line indicates direction.

Split phase vectors are displayed as dual lines showing channel references and
magnitudes and opposite (180 degrees) directions.

Three phase vectors are displayed as three lines, 120 degrees apart in aresistive load
(unity power factor). Phase displacement will occur in areactive or capacitive load.

Continued on next page



Verifying Voltage and Current Connections, continued

Incorrect
current phasor
diagram

WARNING

Phasor displays that show incorrect current probe connection can be corrected by
reconnecting the probe so that the arrow on the probe handle points toward the load.

The PowerVisais able to display diagrams of the various wiring configurations to
assist usersin the selection of circuit type appropriate for their application (see Chapter
5 Start Menu - Circuit Type Selection on page 5-11). The instrument compares the
detected voltages, currents, and phase sequence (if applicable) to the selected circuit
type. The PowerVisaissues a message if the specified circuit type and the actual
voltage/current connections match.

The next pages describe and illustrate the wiring configurations available for set up in
PowerVisa

Interconnect Jumpers bearing part number 114013-G1 supplied with the standard cable
set can be used to bond the same conductor points together. To reduce the risk of fire,
electric shock, or physical injury, it is strongly recommended that connections be made
with all circuits de-energized and current carrying conductors fused. If it is necessary to
make connections on energized circuits, these must be performed by Qualified
Personnel ONLY with Proper Personal Protective Equipment.
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Single Phase

Introduction When making voltage connections to a single phase circuit use channel A differential
inputs as shown below. The figure also shows voltage connection using channel D as a
differential input for measuring neutral to ground voltage. Neutral to ground
measurements are important but optional.

NOTE Be sure to connect the current probe with the arrow on the handle pointing towards the
load or an erroneous power reading will result.

Connection
diagram
LINE LINE
SOURCE g (O Loap
NEUTRAL n n RETURN

PX5-901

Phasor i ) R
diagrams e ‘ ®
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Split Phase L

Split Phase
Introduction When making split phase measurements, use both channels A and B for voltage and
current connections. The neutral is chosen as the reference for measurement purposes.
The figure also shows voltage connection using channel D as a differential input for
measuring neutral to ground voltage. Neutral to ground measurements are important
but optional.
Connection
diagram
A LINE
A O
I
NEUTRAL RETURN
RED
- 0
B : O
B LINE
SOURCE LOAD
@ COISIOJOItIC)
AT ~ LT VAN I N PX5-902
Phasor . )
diagrams 180 >0 180% -
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3 Phase, Four Wire Wye

Introduction Channels A, B, and C are connected to voltage and current probes. The neutral is
connected to common and is the reference for the three channels. The figure also shows
voltage connection using channel D as a differentia input for measuring neutral to
ground voltage. Neutral to ground measurements are important but optional.

Connection
diagram
A LINE
O
B LINE
B
(O |roap
_C C LINE
Wi O
SOURCE
NEUTRAL RETURN
[ L
eleleeletle
Phasor 12 1200
diagrams [Q{C ‘\IC
S 7 >0°
/ Va / Ia
Vg I
I I
240° 240°

E-9



3 Phase (Floating or Grounded) Delta I

3 Phase (Floating or Grounded) Delta

Introduction In this power connection, the PowerVisa uses voltage channels A, B, and C as
differential inputs with channel A using source voltage A-B, channel B using B-C, and
channel C using C-A asthe reference. Current probes are connected to channels A, B,
and C. Neutral to ground measurements are important but optional.

Connection
diagram
A LINE
BLK
WHT C)
B LINE C)
B
O
A, c n n | ﬂ C_LINE
SOURCE = LOAD
PX5-904
Floating Delta 1205, -
phasor diagrams Te
—~0°
Va |
VB/ lBé E
“ 2100 330°
240°
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3 Phase 2-Watt Delta

Introduction The figure below shows the 3 Phase 2-Watt delta connection using phase channels A-
B-C. Current probes are connected to channels A and B. Neutral to ground
measurements are important but optional.

Connection
diagram
A LINE
B LINE ()L 0AD
B (Oroso
A C
SOURCE RETURN
PX5-905
Phasor 90°
diagrams 60° 11
/VB
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Generic Circuit _

Generic Circuit

Introduction In the Generic circuit connection, the PowerVisa uses voltage channels A, B, C, and D
as differential inputs. Current probes are connected to channels A, B, C, and D.

C_onnection

diagram
A LINE
B LINE
C LINE

PX5-906

E-12
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2 1/2 Element Without Voltage Channel B

I ntroduction Channels A and C are connected to voltage. Current probes are connected to channels
A, B and C. The neutral is connected to common and is the reference for the three
channels. The figure also shows voltage connection using channel D as a differential
input for measuring neutral to ground voltage. Neutral to ground measurements are
important but optional.

Connection
diagram
B8
LOAD
A -
SOURCE
PX5-907
Phasor 1200, 1207
diagrams c ¢

240°
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2 1/2 Element Without Voltage Channel C I

2 1/2 Element Without Voltage Channel C

I ntroduction Channels A and B are connected to voltage. Current probes are connected to channels
A, B and C. The neutral is connected to common and is the reference for the three
channels. The figure also shows voltage connection using channel D as a differential
input for measuring neutral to ground voltage. Neutral to ground measurements are
important but optional.

Connection
diagram
m A LINE
LI}
..\'4:
'y
ﬁ RED C)
B
LOAD
C
A -
SOURCE
NEUTRAL
PX5-908
Phasor 1200
diagrams I

240° 240°
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Connecting to a Potential Transformer

Safety
Precautions

NOTE

Definition

Connections

WARNING

ADVERTENCIA

AVERTISSEMENT

WARNUNG

Follow the safety precautions listed on page E-3 when making all potential transformer
connections.

Potential Transformers are not manufactured by Dranetz and are discussed here
for informational purposes only.

A potential transformer (PT), also referred to as a voltage instrument transformer,
provides the necessary step-down ratio to reduce the high voltage of circuits above 600
Vrmsto alevel for safe measurement. A PT also provides isolation and proper
connections for instrument attachment.

PTsare usually fixed in position and require that the voltage probe(s) be connected to
their terminal connections.

Refer to the manufacturer’sinstructions, related to the PT, for exact information
for probe connection for voltage monitoring. Do not exceed 600 Vrmsinput to the
PowerVisa voltage inputs.

Consultelasinstrucciones del fabricantereferentesa TP (transformador
potencial), paralainformacion exacta dela conexiéon de sonda a fin de monitor ear
el voltaje. No superela entrada de 600 Vrmsalas entradas de voltaje de

Power Visa.

Sereporter aux instructions du fabricant relatives au transformateur de tension
(Potential Transformer - PT) pour obtenir les renseignements exacts sur la
connexion de sonde utilisée pour la surveillance du courant. Ne pas dépasser
I’entr ée de tension efficace de 600 RM S dans les entr ées de tension de Power Visa
volts.

Genaue Informationen zur Mef3fiihlerverbindung fur die
Spannungsiiberwachung entnehmen Sie bitte den Anleitungen des Herstellers
(siehe Spannungsteilertransformator). Die Eingangsspannung von 600 V
(Effektivwert) in die Power Visa Spannungseingange sollte nicht Uber schritten
wer den.

E-15



Connecting to a Potential Transformer

Procedure

Scale factor

E-16

Follow these steps to connect voltage probes to a potential transformer.

Step Action
1 Turn off power to the PT.

Connect the colored voltage probes to the channel inputs on the
PowerVisatop panel.

3 Connect the colored voltage probes to the PT’s connectionsin
accordance with the manufacturer’ s instructions.
4 Turn on power to the PT.

The scale factor of the PT must be accounted for in making accurate voltage
measurements. Because the monitored output voltage of the PT is stepped-down
(divided) from the original voltage, this ratio must be stepped-up (multiplied) by the
PowerVisa when voltage computations are performed. The PT scale factor is usually
mounted on the PT assembly and is entered into the PowerVisa on the scale factors
screen (refer to page 5-10). Refer to the PT manufacturer’ sliterature for the scale factor
for the device you are using.
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Connecting to a Current Transformer (CT)

Safety
precautions

WARNING

ADVERTENCIA

AVERTISSEMENT

WARNUNG

NOTE

Description

Typesof CTs

The following safety precautions apply to current transformer (CT) connectionsin
addition to those safety precautions stated on page E-3.

» Never energize a CT with the secondary open.

» Never disconnect the secondary of a CT with primary energized.

Refer to the manufacturer’sinstructionsrelated tothe CT for exact infor mation
for connectionsfor current monitoring. Do not exceed manufacturer’sratings.

Consultelasinstrucciones del fabricantereferentesa TC (transformador de
corriente) paralainformacién exacta de las conexiones a fin de monitorear la
corriente. No exceda las capacidades nominales del fabricante.

Sereporter aux instructions du fabricant relatives au transformateur de cour ant
(Current Transformer - CT) pour obtenir lesrenseignements exacts sur les
connexions utilisées pour la surveillance du courant. Ne pasdépasser la puissance
recommandée par le fabricant.

Genaue Informationen zu Verbindungen fir die Stromuberwachung entnehmen
Sie bitte den Anleitungen des Her steller s (siehe Stromumwandler). Die
Grenzwerte des Her stellers sollten nicht tber schritten werden.

Current Transformers are not manufactured by Dranetz and are discussed here for
informational purposes only.

Current transformers, also known as instrument transformers, reduce high level
currentsto low level currents so they can be safely monitored. These devices are
similar to PTs used for voltage measurementsin that both reduce values for safe
measurement. The reduction, or step-down ratio, is stated as a scale factor that is used
by the PowerVisato step-up the measured value to its original value.

There are single-phase CTs and polyphase CTs dependent on the source transformer
used. Current reduction ratios vary widely and are also dependent on the source
transformer used. Rating plates attached to the CT provide information asto theratio
and current limitations.

E-17



Connecting to an Isolated Current Transformer I

Connecting to an Isolated Current Transformer (1SO)

Introduction

Safety
precautions

WARNING

ADVERTENCIA

AVERTISSEMENT

WARNUNG

Connectionsto
1 SO box

E-18

Low current monitoring devices made by Dranetz are called isolated current
transformers or 1SO boxes. The Dranetz 1SO box hasa5 A current range.

The following safety precautions apply to 1SO box connections in addition to those
safety precautions stated on page E-3.

* Never energize an 1SO box with the secondary open.
» Never disconnect the secondary of an SO box with primary energized.

Physical injury or equipment damage could result if | SO boxes areimproperly
connected. Do not connect an | SO box between two conductorswhich are at
different voltage potentials.

Podrian producir selesionesfisicas o dafios al equipo si se conectan indebidamente
las cajas del transformador aislado de corriente (1 SO). No conecte una caja del
I SO entre dos conductor es que tengan distintos potenciales de voltaje.

Une mauvaise connexion des transformateursd’intensité isolés (1SO) peut
provoquer des blessures corporelles ou des dégats matériels. Ne pasrelier les
transformateurs 1 SO entre deux conducteur s de tensions différentes.

Falsch angeschlossene | SO-K a@sten (I solierte Stromumwandler) kénnen zu
korperlichen Verletzungen oder Gerateschaden fuehren. Schliessen Sie einen
I SO-K asten nicht zwischen zwei L eiter mit unterschiedlichem
Spannungspotential.

The 1SO box has terminal posts labeled X1 and X2 that are connected in series only
with an ac current source. In normal connections, where phasing of current and
voltages are important for power measurements, the X1 terminal is connected towards
the source input line.

Continued on next page



I APPENDIX E/ Common Circuit Connections

Connectionsto
1 SO box
(continued)

Applications

1 SO box
connection to a
current
transformer

When connecting to CTs, the X1 terminal is normally connected to the H1 terminal of
the device for correct reference phasing.

Where power measurements or voltage/current phase relationships are not important,
the X1 and X2 terminals may be connected in series with the output devicein any line
(hot or return) or in any relationship of X1/X2.

I SO boxes can be used in a number of ways. These methods include:

« connecting them to the secondary of CTs for metering by the PowerVisa.

* inserting them in series with the load current to measure low current values.

« connecting them to a non-Dranetz clamp-on current transformer and using that CT
to monitor current with the PowerVisa

The figure on the next page shows an 1SO box connected from any current channel
input to a permanently installed CT. The connection shown is made in the load return
line for current monitoring only. Polarities of the SO box and CT are kept in-phase by
matching markings of X1 to H1. Scale factors of both devices must be multiplied
together to get the resultant scale factor. The scale factor value calculated for aCT is
3.375.

Continued on next page
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Connecting to an Isolated Current Transformer, continued I

CAUTION DO NOT exceed current limitsof the | SO box.

PRECAUCION NO excedaloslimitesde corrientedelacajadel | SO.

ATTENTION NE PAS dépasser leslimitesd’intensité du transformateur 1SO.

VORSICHT Die aktuellen Grenzwerte fur den | SO-K asten sollten NICHT (berschritten

werden.
1 SO box
connection to a
CT
CT
LINE
SOURCE () Lorp
RETURN
ISO—-65x—5
Scale factor = 3.375
to adapter cable PX5-131
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Range of
Variations as per
IEEE, |IEC, and
Dranetz

APPENDIX F

Event Classification

Events characterization implemented in the PowerVisa adheres to the IEEE 1159 and
|EC 61000-4-30 Class A measurement standards. The range of variations as per |EEE
and |EC standards are featured below, along with quality test measurements devel oped

by Dranetz.

IEEE 1159

| EC 61000-4-30
(deviations from IEEE
1159 only are noted)

Dranetz

Short Duration Variations

Magnitudes
Sag/Dip

Swell

Interruption

Tempora
| nstantaneous

Momentary
Temporary
Duration

(Sag) Vrms Below 90%
(or Low limit) to 10% of
nominal

Vrms Above 110% (or
High limit) to 180% of
nominal

Vrms Below 10% (or
Very Low limit) of
nominal

0.5-30cycles

0.5 - 30 seconds

3 - 60 seconds

begins when any one
phase is Out of Limits;
endswhen all phasesare
Within Limits

(Dip) Vrms Below 90%
(or Low limit) of
nominal

Vrms Above 110% (or
High limit) of nominal

Vrms Below 1% (or
Very Low limit) of
nominal

Long Duration Variations

Magnitudes

S
Swell

Interruption

Duration
Sustained

Cold Load
Pickup isreturn
from sustained

same magnitude values
as Short Duration
Variations (see above)

> 1 minute

Continued on next page
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Event Classification, continued

Range of
Variations as per
IEEE, 1EC, and |EEE 1159 |EC 61000-4-30 Dranetz
(continued) (deviationsfrom |EEE
1159 only are noted)
Transients
Impulsive no more than one IEC classification for | Peak - absolute
transition in each transients are value from zero axis
direction undefined, as of
Oscillatory ringing freq following | version approved in Width - time
initial transition 2003. between 50% of
peak rise and fall
Medium
Fregquency Duration - total time
frequency range | 5 - 500 KHz of waveshape
duration | 20 us trigger
magnitude | O - 8 pu above Vnom
Rise - time between
10% and 90% of
peak
Fall - time between
90% and 10% of
peak
Direction:
Positive - adds

energy to curve;
Negative - subtracts
energy from curve

Ring frequency -
dominant between
2nd and 128th
harmonic

Continued on next page



APPENDIX F/ Event Classification

Range of
Variations as per
IEEE, 1EC, and |EEE 1159 |EC 61000-4-30 | Dranetz
(continued) (deviationsfrom |EEE
1159 only are noted)
Waveform Distortion (measured as steady state values from 10/12 cycle

calculations)

DC Offset
frequency range
magnitude
Harmonics
frequency range
magnitude
Interharmonics
frequency range
magnitude
Notching
frequency range
magnitude
Noise
frequency range
magnitude

0-0.1%

DC - 100th
0-20%

0-6KHz
0-2%

35 KHz

Broadband
0-1%







APPENDIX G

PowerVisa Menu Structure

Menu structure The PowerVisa menu screen maps are shown in the following pages. Use the Level
description number and Heading as guide to navigate through the different menu screens. Each

screen contains touch screen buttons which lead to related functions.

In thisappendix The following screen maps are shown in this appendix.

Level No. Heading See Page
001 Home Screen G-2
100/1 Start Menu - Automatic Setup G-3
100/2(a) Start Menu - Wizard Setup G-4/a
100/2(b) G-4/b
100/3(a) Start Menu - Monitor Same Circuit G-5/a
100/3(b) G-5/b
100/4 Start Menu - Load setup template from card G-6
100/5 Start Menu - Load data from card G-6
150 Instrument Settings G-7
108 Circuit Type Selection G-8
200 Scope Mode G-9
300/1 Meter Mode - Standard G-10
300/2 Meter Mode - Distortion G-11
220 Harmonics G-12
240 Phasor Display G-13
112 101 Advanced Options - Transient Limit G-14
112 201 Advanced Options - RMS Variation Limit G-15
112 301 Advanced Options - Waveform Capture G-16
112 401 Advanced Options - Characterizer Options G-16
112 501 Advanced Options - Journal Limit G-17
112 601 Advanced Options - Journal Interval G-18
112 701 Advanced Options - EN50160 G-19
400 Events G-20
401 Event Options G-21
430 Trend G-22
470(a) Reports - EN50160 G-23/a
470(b) Reports - PQ Status G-23/b
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LEVEL 100/1
Start Menu - Automatic Setup
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LEVEL 100/2(a)
Start Menu - Wizard Setup
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LEVEL 100/2(b)
Start Menu - Wizard Setup
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LEVEL 100/3a

. . . MARK100
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LEVEL 100/3b

Start Menu - Monitor Same Circuit
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LEVEL 100/4

Start Menu - Load Setup Template from Card
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LEVEL 150
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LEVEL 108
Circuit Type Selection
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LEVEL 200
Scope Mode
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LEVEL 300/1
Meter Mode - Standard MARK301PG

£ Standard® Distortion
—
omp Basic H ].EB.S SB.B?
cner 1|B| 128.3 30.087
C| 128.3 38.87
Dermand
D| 4.885 4.988
Enerau
— *
Harmonics H B EBS = 3
B-C 2dg.3 *
Flicker E_H EBE. 3 *
# Derived values
Exit
A4 MARK302PG h 4 MARK307PG
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Power
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e
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LEVEL 300/2
Meter Mode - Distortion
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THO
Derating Factor K Factor

A 4 MARK312PG
LA A T
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Ao 0 0 0
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ol e 2
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LEVEL 220
Harmonics
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Exit
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switch channel display

v
switchto V, |, or W
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5.08 5.0 .
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LEVEL 240
Phasor Display

MARK241
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DEMO: 3 Phase Wye | ozd Resistive, PF: 18

;’/—\c

L c
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DEMO: 3 Phase Wue Lozsd Capacitive. PF: G.866

|| Chan :LS'lart :I'!LE Exnik
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and Capacitive load effects
markoss Y A4 MARK243
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] (A E]‘ Ei waveforms
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= : _ as rotate
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5! _‘ L/ =
B M ™
=
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- ook —

e k — L___._L Jl Exit | Chan Lﬂaﬂ|ﬁLE‘ l E:m-'
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LEVEL 112 101 — MARKLL2

Ad d Opti 1
vance puons - MARK112_101
i i i The limits for capturing events are now set
Transient Limit Channel A"Channel BYChannel CYChannel D Bl G Pl iel e et et g
selected, Press Mest If you wish to
™ continue wiith the default, or use the keus
Absolute Instantaneous below to. modifu:
Peak
< ] I_rapsienl L:l Euha_raclerizer
lE Enable [ Limit ptions
[T RM5 Yariation T Jlournal
Honitoring LB oD pirt
— Hode | Limait | Limit
VA [z0a0 | vok
B ] 1 Waveform T Journal
| Capture | interval
“__ Group A B C
| b A
= L] | 1
. Y, | Prev Hext | Cancel
(R mm— L FE— |
Amps | Hext Cancel
\ 4 MARK112 102 MARK112_104
Channels A B C‘(Channel D Channsl ll‘(l:hannel Ii\(l:hannel E‘(Ehannel 1]
Threshold
Ty i Ty
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P Peak Durgtion =
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/ \ = o
f lE Enable
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. ) rep— [1zo0 | vons
' i 1
\ / UARBC L|2|14.|J | ok Dur ation:
4 S Ill].lll] i oof cycle
! IP Group A B C SR
b B =
l_ Group A B C
h A h A
o= = TN meetrdl o= = -
Araps | Hext Cancel ‘Rmps | Prev 1" Hext ‘l Cancel \
V¥ MARK112_105
Channel RYChannel BYChannel CY{Channel O
& —
\_/ - = RMS
Present Prayio, Difference
Cucle Cucle !
RMS Distortion Waveshape
= —
LE Enable [e.a00 | vons
[ Growp RBC
=]
= = - | ¥ i
Araps | Prev " Hext l Cancel
MARK112_107 V¥ MARK112 106
Transient Pre-Post Cucle Setup: Transient Pre/Post Cucle Setup:
™, i - 2N ’ i : ”
| b ’." 1 b ' 7 & A i s .J,-’ A i y 4
- .- | o £ [ 3 [
(=] | ! fot the same as RMS - = | ! Set the same as BMS
L\|7-. Use Default: |t|_ Vasiation Have < T | Use Default |LP Yariation Wave
T " Snapshot Pre-Post ~ Smapshot Pre-Post
Setting: Setting:
® Pre-Trigger Cycles: 1 B Pre=Trigger Ty 4 5 Pre 1 B Pre-Trigger Cycles: 2
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- | = ) B | = )
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MARK112
— S

MARK112 203

Yolts A Volts B Yolts C'{Volts DY A-B{Y B-CYV¥ C-N",

FRESENT LALUE:

120.7 ¥

RME Yariation Setup

|
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K
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MARK112 204
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[
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=
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=
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—
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LEVEL 112 201 P— S
. Probe
Advanced Options -
. . p . . MARK112 201 ?4.'..::!.:“.4 The limits for capturing events are now set
5 according to the monitoring mode that wou
RMS Varlatl On LI m It Yolis lp(\l'olls B“{'Uolts E"{Uolls DY Y A-BYY B-CYY C-A Circult selected. Press West If uou wish to
Tupe continue with the default. or use the keus
FRESEHT \JALUE: 120.7 ¥ ¢ - below to: modify:
Yariation Setup :‘fn:umai
alues = =
(— ! T Transient 7] Characterizer
ill32.ll 1] Hode of I Limnit L Options
K Dperation
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les.n v hl Hode T Limit L Lirit
" T Maveform T Jowrnal
'I12.0ll | Capture |_ Interwal
L— v
b A
Group A B C = 3 Y 5
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-
;__l :_‘_Ef‘
frnps Hext| | Canc
MARK112 202
= \ 4 MARK112_209
Volts A B CY{Yolts D{Volts AE BC CA
FRESENT “ALUE: i iy LY
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T e [pm——— - = " d
High | |132.n v ‘
................. .
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- fs Lls [o
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LEVEL 112 301
Advanced Options -
Waveform Capture

LEVEL 112 401
Advanced Options -
Characterizer Options

MARK112_207
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It Ic
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v

Yolts
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ARNAY
ANRSAY
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[- M-

= s
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MARK112

Current
Probe
Scale
Factars
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Tupe

~

The limits for capturing events are now set
according to the monitoring mode that you
selected, Press Mert If uyou wish to
continue with the default. or use the keus

F below too modify:
Haminal
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Hode of Lank
Operation
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RMS Yariation
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Hode
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' m
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=
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MARK112 214

-
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Hode =]
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B0y L A
Card [ % g,

| Prev

N
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MARK112
— s
-
Scal i :
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according to the monitoring mode that you
Circuit selected, Press Megrt If you wish to
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- below to: modify:
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LEVEL 112 501 MARK112
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Level 112 601
Advanced Options -
Journal Interval
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LEVEL 112 701
Advanced Options -
EN50160 Options

MARK112b
i
C t !
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LEVEL 430
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LEVEL 470(a)
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